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Abstract 
 
Automatic and Co-ordinated Voltage Regulation (CVR) contributes significantly to 
economy and security of transmission grids. The role of CVR will become more critical 
as systems are operated closer to their capacity limits due to technical, economic and 
environmental reasons. CVR has 1 min resolution and owing to the inherent complexity 
of the task, CVR is enabled through zoning-based Reduced Control Models (RCM) i.e. 
simplified models of the network suitable for Voltage Control. RCM not only enables 
CVR bus also affects its performance and robustness. This thesis contributes towards 
improved CVR through thorough investigation of the RCM.  
As a starting point, with current power systems structure in mind, this work investigates 
static RCM schemes (i.e. fixed Reduced Control Model for all network configurations). 
To that end this thesis develops: (1) a novel generic framework for CVR modelling and 
evaluation and (2) new zoning-based RCM approaches using Complex Network 
Analysis. The evaluation of CVR in conjunction with both static and adaptive RCM 
schemes are based on a novel framework for CVR modelling and evaluation. This 
framework is generic and can be used to facilitate the selection and design of any of the 
CVR components. 
As a next step, due to the fact that a single RCM cannot be optimal for all network 
configurations, adaptive RCM (i.e. RCM determined in an online event driven fashion) 
is investigated using the proposed framework. This concerns future transmission grids 
where RCM is driven by the need for reliability rather than economy of measurement 
points at a planning phase.  
Lastly, this thesis examines zone division in an interconnected system ranging from 
EHV down to MV, and assesses the required degree of co-ordination for the voltage 
control of these zones. Essentially, this last item extends the scope of this work’s 
contributions beyond a single transmission-level Independent System Operator (ISO). 
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   This Chapter presents a brief overview to the problem of 
Voltage Control and specifies the particular control 
problem that this thesis tackles and aims to contribute to, 
i.e. Automatic and Co-ordinated mid-term Voltage 
Regulation (CVR) of transmission grids considered as part 
of the Hierarchical Automatic Voltage Control (HAVC) 
architecture. To that end, HAVC architecture is presented 
along with examples of implementation and achieved 
system benefits. Additionally, this Chapter discusses what 
affects the CVR performance. Lastly, it presents the main 
Research Objectives and the outline of this thesis. 
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1.1  Overview & Motivation 
This section provides a brief overview of Voltage Control. It further specifies the 
particular control task this thesis tackles and motivation towards the automation and co-
ordination of the task. It should be noted that, “Voltage Regulation” refers to maintaining 
a stable output voltage that has small variance over a range of conditions. “Voltage 
Control” refers to monitoring and modifying the state of a dynamical system and may or 
may not include “Regulation”. This distinction is followed in the rest of this thesis.  
The effective control of the transmission network voltage profile contributes 
significantly to quality of supply, operating economy and overall system security [1, 2]. 
These desired deliverables correspond to the following list of control objectives; 
 Quality of supply: Voltage values must lie within ranges compatible with 
equipment specifications (constraint satisfaction problem). 
 Operating economy: The cost of production including losses (static optimization 
problem) and the cost of generation operated according to security constraints 
(dynamic optimization problem) should be optimized. 
 Power system security: Voltage control efforts must be evenly distributed among 
available resources so that the loss of one infeed or line does not endanger the 
network.  
Overall Voltage Control is a problem of dynamic optimization with security 
constraints. It contains several different timescales, ranging from milliseconds for the 
compensation of transient fluctuations to several hours for load following. Voltage 
control actions must therefore be structured over several time scales. Furthermore, 
voltage control requires various forecast studies (daily, weekly, monthly), whose aim is 
to define the best equipment arrangement for real-time control and the optimized voltage 
plan to be implemented [3].  
Voltage Control is likely to become very critical in the next decades, as power systems 
are increasingly operated closer to their capacity limits. This is mainly due to technical, 
economic and environmental drivers that are summarized below; 
 Technical: The electricity demands of industry and residents have increased 
greatly over the past decades. Residential demand in particular could possibly 
grow even faster in the future, with the anticipated electrification of transport and 
heating. 
 Economic: Due to the economic pressure on the electricity market, the trend in 
power system planning utilizes tight operating margins, with less redundancy. 
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 Environmental: The alarming impacts of global energy consumption have led 
internationally to the adoption of ambitious environmental targets [4]. The UK for 
instance has committed to reduce its greenhouse gas emissions by at least 80% by 
2050, relative to 1990 levels [5]. This would lead to the proliferation of stochastic 
sources of renewable energy.  
At the same time, monitoring, communications and control equipment are undergoing 
sea changes which present opportunities for Improved Voltage Control; 
 New and more diverse control equipment is introduced at substation level which 
is microprocessor based, enabling digital monitoring and control [6]. 
  The communication protocol will be standardized with the 61850 standard [7]. 
Most of the substation real-time information is used for local control within the 
substation but some of it can be used for wide-area control. 
  Communications are also evolving, ensuring high-quality of real-time data 
transmission [8] .  
Thus future transmission grids are likely to be characterized by increased operational 
uncertainty and due to that they will be more prone to disturbances. At the same time 
future transmission grids will be characterized by increased operational complexity due 
to the inclusion of a wide range of control points with sensing and communication 
capabilities. Mid-term Voltage Regulation is a steady state control with 1 minute 
resolution [9] which aims to maintain stable output voltage over a range of conditions. 
The increased uncertainty being also mid-term (i.e. minute by minute basis) brings mid-
term Voltage Regulation in the line of fire. To that end, this thesis tackles and aims to 
contribute to Mid-term Voltage Regulation in transmission grids of increased operational 
uncertainty and complexity. 
The aforementioned drivers are global; consequently there is an international trend for 
improved Mid-term Voltage Regulation in transmission grids, and more particularly 
towards (a) Automation of the control task and (b) Coordination among the reactive 
power resources and controllers [10, 11].  
a) Regarding the need for automation: “Manual” grid voltage control is still 
currently used by most system operators worldwide. This typically involves 
dispatching the generating units’ forecasted reactive powers, scheduling the 
power plants’ high side voltages, switching shunt capacitor or reactor banks for 
power factor correction [3]. Manual control would be quite unsatisfactory in 
future networks that would include more stochastic sources/loads; hence 
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operating conditions would be much different to the forecasted ones. At the same 
time, most of the operation manoeuvers aimed for mid-term voltage Regulation 
at the substation level are also performed manually. In the presence of a voltage 
alarm, most of the time the Operator waits in the order of minutes to activate a 
device, with the “hope” that the voltage may return to normal bounds [12]. This 
is however clearly neither a reliable way to Control Voltage in a stressed system 
of increased operational uncertainty nor a feasible one in a system of increased 
operational complexity.  
b)  Regarding the need for Coordination: Voltage set-point co-ordination is often 
done today according to written operator instructions or requested by the system 
operator when strongly needed [13]. This is sub-optimal if not completely 
inefficient. At the same time as monitoring and communications concurrently 
evolve particularly for the transmission grids, they provide opportunities to 
harness the available control resources and network margins. Coordination can 
ensure a more efficient use of reactive power resources, as well as more secure, 
e.g. the various resources can be evenly deployed so that the loss of an infeed 
would not reduce substantially the remaining reactive reserves in the system.  
The adoption of an Automatic Voltage Control (AVC) strategy is tailored to the 
transmission grid to be controlled, i.e., network features, available control equipment, and 
market operation, hence different approaches have been exercised and have been debated 
in the literature [14]. Automatic Voltage Control systems of hierarchical structure 
(HAVC) have originated in Europe and enable automatic closed-loop Coordinated 
Voltage Regulation (CVR) [15]. HAVC is elaborated in the next Section, as the examined 
CVR in this thesis is considered as part of the HAVC architecture.  
The focus of this thesis is on Automatic and Co-ordinated mid-term Voltage 
Regulation of transmission grids. This is a steady-state control problem with 
resolution of 1 minute. In the rest of the thesis this is simply referred to as 
Coordinated Voltage Regulation and termed as CVR and is considered as part of 
the Hierarchically Structured Automatic Voltage Control (HAVC) architecture. 
1.2 Hierarchical Automatic Voltage Control (HAVC)  
 This section is organized as follows; Sub-section 1.2.1 provides an overview of the 
HAVC architecture. Sub-section 1.2.2 presents examples of implementation. Lastly, Sub-
section 1.2.3 presents main alternative approaches to HAVC practiced by different 
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System Operators worldwide. 
 Overview of HAVC: concept & terminology 
Towards achieving automatic real time voltage control, ideally one would optimize 
system-wide all control variables running a full AC optimal power flow. However, this is 
unrealistic and not compatible with real time requirements. Owing to the inherent 
complexity of the task and the localized nature of voltage and reactive power, reliable 
albeit suboptimal real time automatic control is delivered through a zoning based Reduced 
Control Model (RCM) [16].  
A generic hierarchically structured AVC architecture is shown in figure 1.1 below, with 
the right side presenting an illustration of zoning based RCM on an abstract transmission 
network. Zones are network subdivisions that demonstrate coherence for voltage control 
and are derived using the Jacobian matrix of the system. Within a zone, voltage is 
controlled on a pilot bus, i.e. a central EHV load bus whose voltage magnitude variation 
is representative of the zonal voltage profile. The control resource is based primarily on 
the largest synchronous generators within the zone that have the maximum regulating 
sensitivity on the pilot bus. Effectively, the reduced control model is an approximation of 
the reactive power flow sub-problem of a zone.  
 
Fig. 1.1 A generic hierarchically structured AVC architecture 
As shown on figure 1.1 the HAVC architecture is organized in three different control 
layers, which are temporally and spatially independent. Temporal independence means 
that the three control mechanisms do not significantly interact with each other, operating 
in three adjacent time-scales and maintaining robust performance and stability, when 
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facing system changes; if the control laws were more complex there would always be the 
risk of oscillation and instability. These three layers constitute the hierarchical structure 
of grid voltage control and are elaborated below: 
 Primary Voltage Regulation (PVR) is performed by the generator’s Automatic 
Voltage Regulator (AVR). The AVR regulates the voltage by controlling the 
excitation system. This performs partial automatic correction, within a few seconds, 
to compensate against rapid random variation in the EHV voltage. The other 
controllable devices like synchronous condenser and SVC can also be used for PVR.  
 Secondary Voltage Regulation (SVR) is a steady state mechanism that counteracts 
voltage deviations occurring within a control zone by adjusting the set-points of 
Primary Voltage Regulators (PVR) according to a PI law. The control resource is 
essentially based on the largest synchronous generators within the zone that have the 
maximum regulating sensitivity on the pilot node. For systems with very long 
transmission lines and remote generation, the possible zones without generation could 
have a conceptually similar SVR with a Static VAR compensator coordinating the 
switching of reactive shunt banks. The SVR ensures a more rational and efficient use 
of the available reactive power resources, compared to the case of un-coordinated 
Voltage Regulation. Additionally, SVR is automatic; hence it effectively relieves the 
System Operator from manual intervention. For optimization, emergency boosting 
and to avoid conflicting inter-zone control efforts, SVR set-points come from a 
tertiary loop, the Tertiary Voltage Regulation (TVR) which coordinates the 
decentralized SVRs. TVR minimizes the differences between the actual field 
measurements and the reference values provided by a reactive OPF. The definition 
and the implementation of the SVR and the TVR vary from one System Operator to 
another. However, in principle, in all implementations TVR together with SVR 
deliver the Coordinated Voltage Regulation (CVR). CVR is a steady-state control 
with 1 min resolution. 
 A Reactive Optimal Power Flow (ROPF) guides the CVR.  A ROPF is a full AC OPF 
that minimizes losses with security constraints. Essentially, the ROPF can be regarded 
as a system-wide “management level”.  ROPF deploys state estimation and forecasts 
and issues optimal targets to CVR. This is an offline optimization and it typically runs 
every 15 mins-1 hour, depending on the implementation. 
Hierarchically structured AVC architecture contains three control layers, that 
are spatially and temporally independent, i.e. (a) an ROPF based management 
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layer, (b) a mid-term control layer that contains the SVR and TVR and lastly (c) 
the common-place PVR that acts against rapid fluctuations. TVR together with 
SVR deliver the Coordinated Voltage Regulation (CVR) which is the focus of this 
thesis. Reliable albeit suboptimal real time CVR is delivered through a zoning 
based Reduced Control Model (RCM) in a hierarchically structured AVC 
architecture, owing to the inherent complexity of the task. 
 Examples of implementation 
This subsection elaborates on the main implementations of HAVC, i.e. (a) the French, 
(b) the Italian and (c) the Chinese cases. Additionally, it briefly refers to system benefits 
that have been reported from all three implementations. 
The first implementation took place in France in the early eighties [17]. The work was 
sponsored by Electricité de France (EDF) in collaboration with the Massachusetts 
Institute of Technology (MIT). Today, the French transmission grid is divided into 35 
control zones including approximately 100 thermal generators (conventional fuel and 
nuclear) and 150 hydraulic generators. The annual peak demand is 86 GW and the overall 
reactive capability is 20 GVAR. In the initial implementation, fixed electrically 
independent control zones were defined with no inter-zone co-ordination. This was due 
to the assumption that the interaction among those zones was negligible. However, as the 
network grew and became more meshed, this assumption was not valid. Hence, in 1989 
an improved approach replaced the initial design which involved co-ordination among 
the individual SVR controllers and is referred to as Coordinated Secondary Voltage 
Regulation and termed CSVR (this is equivalent to CVR) [15].  Since then, all 
hierarchical AVC architectures included co-ordination of the SVR controllers. 
The Italian system operator (TERNA) also employed a hierarchical AVC. Unlike [15] 
in the Italian implementation CVR is delivered through Regional Voltage Regulators 
(RVRs) and Reactive Power Regulators (REPORTs) [13, 18]. RVRs close the control 
loops of the pilot node voltages, providing each SVR controller with a specific reactive 
power level. In turn, REPORT closes the reactive power control loops of the plant units, 
directly operating on the set-points of the Automatic Voltage Regulators (AVRs). RVR 
also operates the control of capacitor banks, shunt reactors, On Load Tap Changers 
(OLTCs) and Static VAR Compensators (SVCs) for avoiding saturation of zonal 
generators. Today this architecture is extended nation-wide and includes 18 control zones, 
and 35 voltage and reactive-power regulators (REPORTs) installed in power plants. The 
annual peak demand is 75 GW and the overall reactive capability is 20 GVAR. It is also 
noteworthy that TERNA at the same time renewed its grid code in order to recognize 
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participation in CVR as ancillary service and also introduced a mandatory framework for 
billing consumers and DSOs for excessive reactive energy demands [19, 20]. 
A similar hierarchically structured AVC architecture has been deployed in China. The 
first implementation was deployed for the Jiangsu provincial power system in 2002 [21] 
and has been extended to more than 20 control centres in China over the past decade and 
keeps expanding its coverage. The Chinese implementation presents three novel 
modifications compared to the European practices.  
1) Firstly, there is no hardware based control centre for SVR. SVR and TVR (i.e. 
the Co-ordination of the SVRs) are implemented at the same Control Centre 
(CVR) using software modules.  
2) Secondly, CVR zone division is no longer fixed but is adapted to the 
operational conditions and the rapidly evolving Chinese power grid.  
3) Similarly to the Italian REPORTs, controlling elements are equipped with a 
Secondary High-Side Voltage Control (HSVC). In the Chinese implementation 
however an HSVC is not aware of the specific control zone to which it has 
been assigned by the RCM (re)configuration module. It simply sends data 
upwards and receives commands from the Supervisory Control Centre for 
CVR. This last modification reduces the communication requirements for the 
CVR with adaptive zone division [22]. 
The accumulated experience from all three HAVC implementations has reported 
significant benefits in both aspects of security and economy [23, 24].  
1) Flatter voltage profile and fewer voltage violations.   
2) Reduced losses with subsequent energy and monetary savings. 
3) Effective spinning reactive reserves through co-ordination, which may prove 
essential during transients following large disturbances. 
4) Increased power transfer capability under security constraints. 
Research and pilot demonstration projects have also been carried out in many other 
power grids, including those of Belgium [25], Brazil [23], Spain [26], South Africa [27], 
Malaysia [28], Romania [29] and North America (PJM) [30].  
 
 Alternative approaches  
Different approaches to Automatic Voltage Control (AVC) are used due to networks 
having different features, control equipment and market operation and regulation. This 
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section presents the main alternative approaches to HAVC practiced by different System 
Operators worldwide. 
It is noteworthy that beyond the Primary Voltage Regulation (AVRs), the various 
power system utilities use different approaches to mid-term Voltage and Reactive power 
control. Hierarchically structured Automatic Voltage Control (HAVC) architecture has 
been discussed in Sub-Section 1.2.1 and enables sensitive coordinated reactive power 
dispatch of several plants in a voltage control zone, by regulating a pilot node i.e. a central 
to the zone EHV load bus.  
An alternative to HAVC is control of the power plant high side bus. In principle, adding 
a secondary high side voltage bus set-point control loop to the primary generator terminal 
voltage regulation is a recommended and advanced approach [31]. This can be achieved 
through AVR line drop compensation. This technology increases grid voltage support but 
on the negative side at times it may introduce destabilizing interactions between the 
PVRs. Modern digital schemes achieve the intended objective with minimum adverse 
interactions. As an example, PSVRs deployed by the Japanese TEPCO achieve this local 
high-side voltage control and coordinate the reactive power units of a power plant based 
on direct high-side measurement and have reported positive results [28, 31].  
Another common approach is Voltage control at load centres primarily by coordinated 
switching of capacitor/reactor banks [32]. In North America for instance this practice has 
been used in conjunction with local automatic high side voltage control at power plants 
to a relatively fixed and flat schedule [33].The effort is towards reducing generators 
participation in voltage control, in order to have increased reserves for contingencies and 
is particularly preferable in networks with long feeders. 
Lastly, FACTS controllers, primarily SVCs and STATCOMs are also deployed and 
enable improved voltage and angle stability. However, the acquisition cost is usually high 
and frequent switching reduces their lifetime. At the same time, their extended 
deployment requires a co-ordination system beyond the single substation [3]. An 
important reason for the use of these power electronic devices is their fast response during 
dynamic conditions compared to capacitor/reactor banks. 
Transmission grid voltage control in UK employs both manual (e.g. switched shunt 
elements) and automatic actions (e.g. over/under excitation of synchronous generators 
and SVCs).  There are established mechanisms for Obligatory Reactive Power Support 
from units that are above 50 MW and for Enhanced Reactive Power Provision and 
respective market mechanisms for the remuneration of their contribution. However, there 
is no significant evidence towards coordinated use of the Volt-VAR control resources, 
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which could be beneficial for both efficiency and security. 
1.3 What affects the CVR performance? 
This section identifies and discusses the main component elements of CVR that affect 
the CVR performance and as such constitute the main design choices for the engineer and 
researcher. 
 In a high-level description, CVR is guided by a Reactive Optimal Power Flow 
(ROPF) that can be regarded as a system-wide “management level”; ROPF deploys 
state estimation or forecasts and issues optimal targets to CVR.  
When assessing the CVR performance what is of interest is the extent to which 
the optimal targets specified by the ROPF have been reached by CVR. The targets 
themselves are not of interest, rather the guarantee that the issued targets are 
pragmatic and in principle achievable, given the global state of the network. 
They are predominantly three component elements that affect the CVR performance and 
they are elaborated below:  
 Definition of the Reduced Control Model (RCM): This is the selection of 
controlling buses (i.e. pilot nodes) and control elements (i.e. synchronous 
generators and condensers). RCM in actual implementations and in this work 
is based on zone division (i.e. coherent areas of the network suitable for 
voltage control). One might deploy a static (i.e. single) or adaptive (i.e. event 
driven) zone definition.  
 The control law: This is the formulation of CVR as an optimization problem, 
i.e. selection of objective function and set of constraints as well as selection 
of optimization solvers and test of real-time applicability (i.e. <10 sec for 
large scale networks).  
 Online awareness: Awareness refers to knowledge of a current state. 
Sensors and telecoms allow online data acquisition. When failures or delays 
occur, libraries of historic responses and forecasts can be deployed. 
CVR should not only be characterized by advanced performance but it should also be 
effective in all or most situations and conditions. As such, interest in CVR evaluation 
comprises both assessing the performance and the robustness of the scheme. 
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Figure 1.2 below schematically presents the various modules CVR consists of or 
interacts with. In red boxes are the ones that affect its performance and robustness and 
hence constitute the main design choices for the engineer and researcher. 
 
Fig. 1.2 CVR: Core components and other interacting modules 
1.4 Research Objectives 
This thesis contributes towards improved Automatic & Coordinated Voltage 
Regulation (CVR) in transmission grids through thorough investigation of the zoning 
based Reduction of the Control Model (RCM): 
1) Zoning is a mixed integer optimization problem and various heuristics have been 
proposed to perform the classification task.  The first objective of this thesis is to 
develop new zoning based RCM approaches for the CVR application and formulate 
them as Clustering Optimization Problems using Complex Network representation of 
the transmission grid. 
2) The second research objective is to evaluate how different zoning based RCM 
approaches serve the CVR control objective. The focus is on both the performance 
and the robustness that CVR controller achieves in conjunction with a zoning based 
RCM approach. This item is first investigated in conjunction with a static zone 
definition, hence the resulting answers are also useful in today’s transmission 
networks of limited observability and communication capabilities. 
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3) The third research objective is to examine adaptive zoning based RCM in CVR and 
more particularly to answer: (a) is adaptive RCM feasible from a computational 
perspective on realistic size networks? (b) What should trigger the adaptive RCM? 
(c) What is the value of adaptive RCM from a control perspective? And (d) which is 
the major implementation challenges? This item targets future transmission grids 
where RCM is driven by the need for reliability, engineering simplicity and guarantee 
of CVR convergence rather than economy of measurement points at a planning phase. 
4) The last research objective is to examine zone division in an interconnected system 
ranging from EHV down to MV, and to assess the required degree of co-ordination 
for the voltage control of these zones. Essentially, this last item extends the scope of 
(1)-(3) beyond a single transmission level Independent System Operator (ISO). 
1.5  Thesis Outline 
The rest of this thesis is organized as follows; 
 Chapter 2 introduces zoning based Reduction of the Control Model (RCM) as a 
problem of Complex Network Analysis (CNA).  It presents background theory and 
terminology in a generic fashion on a) power system representation through CNA and 
b) zoning as a clustering optimization problem.  Following these, it reviews the State 
of the Art on a) main zoning methodologies for CVR and b) RCM approaches that 
can be carried out posterior to zoning identification. 
 Chapter 3 provides an overview of state of the art frameworks for CVR evaluation 
and it further refers to industry best practices with regards to modelling. Following 
this, it proposes a novel generic framework to model and evaluate Coordinated 
Voltage Regulation (CVR). The modelling of the main functions includes sufficient 
detail in order to capture the main system requirements and features, as actually 
implemented in the CVR solution. This modelling is extended to a Monte-Carlo 
framework that can be used to evaluate CVR in conjunction with any configuration 
of its component elements. The proposed framework constitutes a novel addition to 
Power Systems literature and forms the backbone of this thesis in evaluating Zoning 
based Reduced Control Model (RCM) in both static and adaptive schemes. 
 Chapter 4 develops two novel zoning methodologies, termed SKC and FCM and 
formulates as clustering optimization problems two more approaches that have been 
adopted by industry, termed HCSD and HCVS. Those four zoning methodologies are 
representative of the whole spectrum of clustering algorithms as most appropriate 
13 
 
candidates for Hierarchical, Exclusive and Overlapping Clustering. All four zoning 
methodologies are evaluated with regards to performance and robustness they allow 
to the CVR controller on various standard test networks. Results are derived using the 
framework presented in Chapter 3 in conjunction with static zone definition. 
 Chapter 5 investigates Reduced Control Models determined in an online event-
driven fashion (adaptive RCM) in pursuit of improved Coordinated Voltage 
Regulation (CVR). Adaptive RCM is a relatively new concept in CVR literature and 
largely unexplored. Initially the few existing references on adaptive RCM are 
reviewed. The next two Sections examine the feasibility of adaptive RCM from a 
computational perspective on realistic size networks and also what should trigger the 
adaptive RCM. Following this, the Value of adaptive RCM from a control perspective 
is investigated using the framework proposed in Chapter 3. The chapter concludes by 
identifying the major implementation challenges in the consideration of adaptive 
RCM in CVR. 
 Chapter 6 investigates CVR from a whole system perspective, hence beyond the 
determination and control of CVR zones within an individual ISO. To that end, (a) a 
horizontal and vertical zone division is presented ranging from EHV down to MV and 
multiple ISO areas, CVR zones and CVR sub-zones are defined. Additionally, (b) the 
required degree of co-ordination is investigated for the voltage regulation of both 
horizontal and vertical zones.  
 Chapter 7 concludes this thesis. It summarizes the main contributions and key 
findings, as well as the broader implications of this work. Lastly, it points out 
interesting research questions that could effectively extend this work. 
1.6  Definition & Classification of Networks under study 
This thesis targets primarily networks belonging to transmission and sub-transmission 
level, with the exception of Chapter 6 that includes the study of a distribution network. It 
is important to mention that the boundaries between the various voltage levels and the 
corresponding network classification as transmission, sub-transmission and distribution 
may be different for different countries. The classification followed in this thesis is given 
below. 
This thesis uses the following terms for system voltages, similar to [34]: 
– Low Voltage (LV) refers to Un < 1 kV 
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– Medium Voltage (MV) refers to 1 kV < Un < 35 kV 
– High Voltage (HV) refers to 35 kV < Un < 230 kV 
– Extra High Voltage (EHV) refers to 230 kV < Un 
Transmission networks contain EHV and HV buses and distribution networks contain 
MV and LV buses. There is no fixed cut-off between sub-transmission and transmission. 
Voltages of 69 kV, 115 kV and 138 kV are used for sub-transmission. This is mainly due 
to the fact that as power systems evolved, voltages formerly used for transmission were 
used for sub-transmission.  
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2.1 Complex Network Analysis (CNA) of Power Grids 
The material in this section is organized into three sub-sections. Sub-section 2.1.1 
presents an introduction to Complex Network Analysis. Sub-section 2.1.2 explains main 
concepts and notations of relevance to this thesis. Lastly, Sub-section 2.1.3 discusses 
Power Systems representation using CNA. 
 The science of complex networks 
Network Analysis is the study of interacting particle systems [35]. It is concerned with 
the study of both tangible objects in the Euclidean space, such as electric power grids, the 
Internet, highways or subway systems, as well as entities defined in an abstract space, 
such as networks of acquaintances or collaborations between individuals. Historically, 
the study of networks has been mainly the domain of a branch of discrete mathematics 
known as graph theory. Since its birth in 1736, graph theory has achieved many exciting 
developments and has provided answers to a series of practical questions.  
During the last two decades network science has witnessed the birth of a new 
movement of interest and research in the study of Complex Networks, i.e. networks whose 
structure is irregular, complex and dynamically evolving in time [36, 37]. Complex 
Network Analysis (CNA) studies systems with thousands or millions of components with 
a renewed attention to the properties of networks of dynamical units. It has been shown 
that the coupling architecture has important consequences on the network performance 
and functional robustness to external perturbations, such as random failures or targeted 
attacks [38]. Additionally, community structures i.e. tightly connected groups of elements 
in a network are an important property of complex networks. Finding the communities 
within a network is a powerful tool for understanding the functioning of the network. 
Another relevant problem is how to optimize a searching or functional procedure based 
only on some local information of the network topology.  
Recently, the study of complex networks has been expanded to networks of networks 
[39, 40]. If those networks are interdependent, they become significantly more vulnerable 
to random failures and targeted attacks and exhibit cascading failures and first-order 
percolation transitions. Power grids have been of particular interest to the Complex 
Network Society since its very beginning as they include continuous, discrete, and social 
dynamics. They have been, though, comparatively less investigated than other networks 
such as ecological or social ones, mostly due to the difficulties involved in finding suitable 
data.  
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 Definitions and notations 
Graph theory is the natural framework for the exact mathematical treatment of 
complex networks and, formally, a complex network can be represented as a graph.  
An undirected (directed) graph G = (N, L) consists of two sets N and L, such that 
N ≠  ∅ and L is a set of unordered (ordered) pairs of elements of N.  
The elements of N = {n1, n2, … , nM} are the nodes (or vertices, or points) of the 
graph G, while M indicates the size of the graph.  
The elements of L = {l1, l2, … , lK} are the edges (or links, or ties) of the graph.  
A node is usually referred to by its order i in the set N. In an undirected 
graph, each of the edges is defined by a couple of nodes i and j, and is 
denoted as (i, j) or 𝑙𝑖𝑗 .  
 The edge is said to be incident in  nodes i and j, or to join the two 
nodes;  
 The two nodes i and j are referred to as the end-nodes of edge (i, j).  
 Two nodes joined by an edge are referred to as adjacent or 
neighbouring.  
In a directed graph, the order of the two nodes is important: 𝑙𝑖𝑗 stands for 
an edge from i to j, and in the general case  𝑙𝑖𝑗 ≠ 𝑙𝑗𝑖.  
For a graph G of size M, the number of edges K is at least 0 and at most 𝑀 ∙ (𝑀 −
 1)/2  (when all the nodes are pairwise adjacent). 
 G is said to be sparse if 𝐾 ≪ 𝑀2 and dense if 𝐾 = 𝑂(𝑀2). 
Another useful concept is this of average degree of a graph. Average degree <
𝑘𝐺 >is defined as in eq. 2.1 and is a measure of graph density. 
< 𝑘𝐺 >=
2 ∙ 𝐾
𝑀
 (2.1) 
There is usually some information, data or energy being transferred from one node 
to another through a network via the connecting edges. If the transmitting edges have 
a capacity or weight associated with them, they are denoted as 𝑤𝑖𝑗 and they indicate 
a capacitated or weighted network [35]. 
The centrality of a node 𝐶𝐼 in a capacitated network is defined as: 
𝐶𝐼𝑖 =∑𝑤𝑖𝑗
𝑗∈𝐺
 (2.2) 
A central concept in graph theory is that of reachability of two different nodes of a 
graph. In fact, two nodes that are not adjacent may nevertheless be reachable from 
one to the other. A walk from node i to node j is an alternating sequence of nodes 
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and edges (a sequence of adjacent nodes) that begins with i and ends with j. A path 
is a walk in which no node is visited more than once. A graph is said to be connected 
if, for every pair of distinct nodes i and j, there is a path from i to j, otherwise it is 
said to be unconnected or disconnected. 
And the following nomenclature: 
𝐺 Graph of a network 
𝑁 Set of nodes 
𝑀 Size of the graph 
𝐿 Set of edges 
𝑙𝑖𝑗 Edge connecting nodes i, j 
< 𝑘𝐺 > Average degree of the graph 
𝑤𝑖𝑗 Weighted edge connecting nodes i, j 
𝐶𝐼𝑖 Centrality of node i 
 
 
The usual way to picture a graph is by drawing a dot for each node and joining two 
dots by a line if the two corresponding nodes are connected by an edge. How these dots 
and lines are drawn is irrelevant, and the only thing that matters is which pairs of nodes 
form an edge and which ones do not. Figure 2.1 presents a graphical representation of a 
network with K = 5 nodes and M = 7 edges, when G (5, 7) is (a) an undirected graph, (b) 
a directed graph and lastly (c) a weighted undirected graph. In the directed graph, adjacent 
nodes are connected by arrows, indicating the direction of each link. In the weighted 
graph, the values wij reported on each link indicate the weights of the edges and are 
assumed symmetrical for this example 
 
Figure 2.1 Graphical representation of a graph G (5,7) drawn as (a) undirected,  
(b) directed, (c) weighted undirected 
 
The visual representation of the graph, as in figure 2.1, is helpful for simple calculations 
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and for formulating and understanding abstract arguments. When working with very large 
graphs, however, the calculations must be left to computers, for which the visual 
representation is irrelevant. A common representation in this case is the adjacency (or 
connectivity) matrix A. Essentially, studying the properties of a graph is equivalent to 
studying the properties of its adjacency matrix. 
The adjacency matrix A of a graph G is denoted as A(G) and it is a 𝑁 × 𝑁 square 
matrix whose entry 𝑎𝑖𝑗(𝑖, 𝑗 = 1,… ,𝑁) is equal to 1 when the edge 𝑙𝑖𝑗exists and zero 
otherwise. It has the following properties: 
 It does not contain self-loops, hence the diagonal is a zero vector: 
𝑤𝑖𝑗 = 0  𝑖𝑓 𝑖 = 𝑗 (2.3) 
 It indicates whether the graph is directed or not: 
𝑤𝑖𝑗 = 𝑤𝑗𝑖 for G undirected (2.4) 
 The dimensions of the adjacency matrix indicate whether the graph is a multi-
graph. A multi-graph is a graph in which more than one edge joins a pair of nodes 
(see also figure 2.2). 
𝑀𝐷(𝐺) = 〈𝐴𝑖𝑗
1 , 𝐴𝑖𝑗
2 , … , 𝐴𝑖𝑗  
𝐷 〉  (2.5) 
 
And the following nomenclature: 
𝐴(𝐺) Adjacency matrix of graph G 
𝑀𝐷(𝐺) Multiplicity of the graph 
 
 
 
Figure 2.2 Graphical representation of (a) simple graph G (5,7) and  
(b) multi-graph with multiplicity 3. 
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 Power System representation using CNA 
In its most simplified and original form, a power grid graph considers all transmission 
lines to be single, un-weighted and undirected, as in Figure 2.1.a. above. Although this is 
an oversimplified description of the grid and it clearly reduces the graph’s utility for 
studying its dynamical properties or for any engineering purpose, it has been useful in 
order to unravel some universalities, regardless of sizes (i.e. number of nodes or edges) 
or historical origins, such as in the problem of producing synthetic power grids [41]. 
However, in describing the performance of power grids, topological analysis is not 
sufficient, as the connections between components depend not only on its topology, but 
also on the physical properties that govern voltages and currents [42].  Power Grids are 
best described as weighted graphs, owing to the fact that flow is governed by Kirchhoff’s 
Law and not by decisions made by individual actors at individual nodes. Power injections 
propagate through the network following a path of least resistance, apportioned by the 
relative complex impedance of each equivalent path.  
Despite the fact that authors of [43] have discussed that in any steady state the direction 
of power flow in a power network can be measured and will be fixed, power grids are 
best described as un-directed networks. This is due to the highly non-linear and generally 
non-convex nature of the equations that govern power flow in AC electrical systems, it is 
possible, and in some cases quite likely, that small changes in the state of the network can 
reverse the direction of power flow along a particular path. 
Addressing fragility and resilience has been the main driver for applying Complex 
Network Analysis on Power Grids.  In fact many studies were performed after major 
black-outs occurred, e.g. [44, 45, 46]. Indicatively, the vast majority of CNA applications 
in Power Systems literature refer to the High Voltage end of the Power Grid. Complex 
Network Analysis is also used to study robustness of a Power Grid, i.e.  the ability of a 
network to avoid malfunctioning when a fraction of its constituents is damaged, as in [47, 
48].  
2.2 The task of zoning 
The task of zoning is mathematically referred to as clustering. This section contains an 
introduction to Cluster Analysis in CNA (Sub-section 2.2.1). It further provides a basic 
classification of clustering algorithms (Sub-section 2.2.2) and lastly discusses what 
constitutes a good clustering (Sub-section 2.2.3). 
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 Cluster Analysis in CNA 
The notion of “zone”, and the first network formalizations of the concept, was first 
proposed in the social sciences. A zone, that is a network community in social networks, 
would be referred as a cluster or cohesive subgraph in CNA. Given a graph G (N, L), a 
zone (or community, or cluster) is a subgraph G (N’, L’), whose nodes are tightly 
connected i.e. cohesive. Subsequently zoning would be referred to as clustering or more 
formally Cluster Analysis in CNA [49]. 
A broad definition of Clustering could be “the process of organizing objects 
into groups whose members are similar in some way”. A cluster is therefore a 
collection of objects which are “similar” to each other and are “dissimilar” to the 
objects belonging to other clusters. Clustering can be regarded as a form of 
unsupervised classification in that it creates a labelling of objects (nodes) with class 
(cluster) labels.  
In Power Systems literature, Cluster Analysis has been deployed in various 
applications, including Transient Stability Assessment [50], Islanding [51, 52], 
Contingency Screening [53], Load Forecasting [54], Decentralized Voltage Control [55, 
56], Real Time Network Simulation [57], Decentralized OPF formulations [58], 
Congestion Management [59, 60], Microgrids and Multi-microgrids investigations [61, 
62, 63].  
Although the intuitive idea behind cluster analysis is simple, the successful completion 
of the task presumes a large number of correct decisions and choices from several 
alternatives [64]. There are three major blocks of decisions in the formulation of the 
clustering optimization problem, before the final results can be obtained, as figure 2.3 
suggests.  
 Block A: contains the formulations of the proximity metric, i.e. the specification of a 
distance that represents the degree of (dis)similarity for any two nodes, following 
proper data presentation, choice of objects and variables and possibly normalization 
for the latter [65].  
 Block B: accounts for the formation of clusters, utilizing the proximity metric defined 
by Block A. Algorithms and computer implementation needs to be determined, taking 
into account the reliability of each of the candidate implementations features, e.g. 
convergence. Other than the optimization algorithm, one needs to define a clustering 
criteria (or objective function of the optimization process), as well as to decide how 
to deal with possible missing/corrupted data [66, 67].  
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 Block C: contains the cluster validation i.e. a way to assess the relative 
appropriateness of clustering solutions proposed by an algorithm from Block B [68, 
69, 70]. Especially in multi-dimensional spaces the result of the clustering algorithm 
(that in many cases can be arbitrary itself) can be interpreted in different ways.  
 Classification of Clustering Algorithms 
Clustering is a mixed integer optimization problem and no global optimum solution 
exists when moving beyond a handful of nodes. Hence, several heuristics have been 
developed to perform clustering. Though many different classifications of clustering 
algorithms have been proposed, a useful one is the following: 
 Hierarchical Clustering: Hierarchical clustering is a method of cluster 
analysis which seeks to build a hierarchy of clusters called dendrogram. Strategies for 
hierarchical clustering generally fall into two types:  agglomerative and divisive. 
Agglomerative clustering is essentially a bottom up approach; initially every node is 
a cluster. At each iteration, the two closest clusters are merged according to some 
similarity metric. The method converges when a termination criteria is met (e.g. 
desired number of clusters reached). Divisive clustering is a top-down approach; 
initially all nodes belong to the same cluster. At each iteration, clusters are 
successively split into smaller clusters according to some dissimilarity until a 
termination condition is met [71] . 
 
Fig. 2.3 Graphical representation of the three major decision blocks when formulating 
clustering as an optimization problem 
23 
 
 Exclusive Clustering: In exclusive clustering, as the name suggests and stipulates, 
each node belongs to only one cluster. K-means clustering is such an example [72] .  
Spectral clustering is a variant on K-means clustering that employs the Laplacian L 
of the network graph and also delivers Exclusive Clustering. Spectral clustering 
proceeds by choosing the matrix of eigenvectors associated with the K top eigenvalues 
of L, and performing K-means clustering on that matrix of eigenvectors [73]. 
 Overlapping Clustering: In overlapping clustering a node can belong simultaneously 
to more than one cluster. Fuzzy clustering is an example of overlapping clustering, 
where clusters are treated as fuzzy sets [74].  Every node belongs to every cluster with 
a membership weight that is between 0 (absolutely does not belong) and 1 (absolutely 
belongs). Similarly, probabilistic clustering techniques compute the probability with 
which each node belongs to each cluster. In practice the outcome of an overlapping 
clustering can be converted to exclusive clusters by using crisp threshold values, once 
Overlapping clustering algorithm has converged. Overlapping clustering has 
advantages over crisp clustering, as it can avoid some local minima. 
Figure 2.4 presents Clustering outcomes for each of the four classes described above, 
indicating their different approach to the task. 
 What constitutes a “good clustering” 
But how to decide what constitutes a good clustering? There is no absolute “best” 
criterion which would be independent of the final aim of the clustering. Consequently, it 
is the user (engineer/researcher) who must make appropriate decisions, in such a way that 
the result of the clustering will suit their application and needs. 
To start with decisions made in Block A of 2.2.1: the effectiveness of the Cluster 
Analysis depends on the definition of the proximity metric. If an “obvious” proximity 
 
Fig. 2.4 Outcomes for (a)  Hierarchical agglomerative Clustering,  (b) Exclusive 
Clustering, (c) Overlapping Clustering 
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metric doesn’t exist the user must “define” it, which is not always easy. According to 
[75], choice of the most appropriate (dis)similarity metric is even more important than 
the choice of clustering algorithms. Multi-dimensional distance metrics may well account 
for multiple attributes, however one must be cautious when using distances in high 
dimensions. For instance, when a measure such as a Euclidean distance is defined using 
many co-ordinates, there might be little difference in the distances between different pairs 
of samples which may cause the distance function to lose its usefulness [76].  
Forming clusters, i.e. Block B of 2.2.1, requires the definition of an objective function. 
Typical objective functions in clustering formalize the goal of attaining high intra-cluster 
similarity (nodes within a cluster are similar) and low inter-cluster similarity (nodes from 
different clusters are dissimilar). This is an internal criterion for the quality of a 
clustering. It is the application and data sets that determine further attributes of interest, 
such as scalability need, replicability (e.g. deterministic clustering vs stochastic), 
computational requirements or required ability to deal with noisy data sets. To that end, 
the choice of algorithms and computer implementation are also of significant importance. 
Due to the fact that a universally best clustering algorithm does not exist, work in [64] 
suggests trying several clustering algorithms in order to obtain the best possible outcome.  
Special caution is also needed when clustering with multi-criteria, coming for instance 
from multiple objectives represented through different parallel edges on a multi-graph. 
The main difficulty in performing multi-objective clustering is that no single optimal 
solution exists. Instead, an optimal solution exists for each objective in the solution space. 
Ultimately, finding an optimal clustering for one objective may require accepting a poor 
solution for the others. 
A clustering algorithm can produce various clustering decisions, for different number 
of clusters and configurations of the algorithm tuning parameters. Cluster Validation, as 
in Block C of 2.2.1, contains the estimation of the number of clusters and the result 
interpretation and according to [77] it is as important as the clustering strategy itself. 
Exclusive clustering algorithms are usually of form K-estimates, and require the 
specification of a fixed number K of clusters, to which they would ultimately allocate 
each of the nodes. On the contrary, Hierarchical Clustering algorithms produce a set of 
solutions with different numbers of clusters, which are then presented by a hierarchical 
graphical structure called a dendrogram.  
Besides cluster definitions being an application dependent concept, all clusters can be 
compared with respect to an expression of certain properties: density, variance, 
dimension, shape, and separation [78]. The cluster should be a tight and compact high-
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density region of points when compared to the other areas of space. From compactness 
and tightness, it follows that the degree of dispersion (variance) of the cluster is small. 
The shape of the cluster is not known a priori. It is determined by the used algorithm and 
clustering criteria. Separation defines the degree of possible cluster overlap and the 
distance to each other. The above are used to form validation criteria, which are however 
internal criteria for the quality of the clustering. Irrefutably, the ultimate validation is 
direct evaluation in the application of interest. This is however particularly expensive, 
when a big number of samples needs to be clustered and studied. In that case, internal 
criteria can be used to come down to a few clustering outcomes [79] and then those can 
be evaluated directly with performance metrics in the application of interest. 
2.3 Zoning based RCM for CVR: Definition 
This section defines the scope, drivers and functionality of zoning based Reduction of 
the Control Model (RCM) for the application of Coordinated Voltage Regulation (CVR).  
Towards achieving automatic real time voltage control, ideally one would optimize 
system-wide all control variables running a full AC optimal power flow. However, this is 
unrealistic and not compatible with real time requirements (i.e. collect data from an 
increased number of active points, process them and send back commands in a reliable 
manner within 1 min) [3]. Owing to the inherent complexity of the task, reliable albeit 
suboptimal real time automatic control is delivered through a zoning based Reduced 
Control Model (RCM). Zones are network sub-graphs/ sub-divisions that demonstrate 
coherence to voltage control and are derived using the Jacobian matrix of the system [16].  
Within a zone, voltage is controlled on a sub-graph centroid that is called a pilot bus. 
Essentially, a pilot bus is a central EHV load bus whose voltage magnitude variation is 
representative of the zonal voltage profile. The control resource is based on the largest 
synchronous generators within the zone that have the maximum regulating sensitivity on 
the pilot bus. Local switching resources might also be deployed, only when needed, in 
accordance with the available margin of the generators reactive resources. Figure 2.5 
presents the zoning based RCM outcome on a typical transmission network. 
Please note, in this thesis RCM is always zoning based. An alternative to this is the 
research direction followed by authors in [80, 81, 82] where heuristics and artificial 
intelligence techniques are used to identify the most suitable pilot nodes by minimizing, 
in a system wide fashion, the linearized version of a particular CVR control objective 
function. This latter research direction has attracted increased interest in academic 
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literature. However, compared to zoning based RCM a) it has not been used in 
hierarchical AVC field implementations, b) it does not always guarantee coherent zones 
for CVR, c) it can be applied only on a single/few network states due to scalability issues 
and this will be a limiting factor when considering future power networks, d) it is tied to 
a particular formulation of the control problem and, lastly, e) if application in an online 
fashion is of interest, like in this thesis, the second research direction bears a significant 
computational cost that prohibits online application. 
 
 
2.4 Zoning methodologies for CVR: Literature Review 
This section reviews existing literature on zoning methodologies for CVR. The 
literature review follows the classification of Sub-section 2.2.2; hence Zoning using 
Hierarchical Clustering is presented first, then Zoning using Exclusive Clustering follows 
and lastly Zoning using Overlapping clustering. 
 Zoning for CVR using Hierarchical Clustering 
The earliest study on zoning for CVR is presented in [17]. The authors proposed a 
distance metric based on the logarithmic voltage magnitude sensitivities, termed electrical 
distance, and in particular they showed that this metric can qualify as a formal distance 
under certain conditions. The proposed distance has been deployed in order to group the 
buses, using hierarchical agglomerative clustering. The clustering outcomes are validated 
using relative diameter criteria. This approach has been deployed in the French 
hierarchical AVC implementation and has proved particularly effective. Other than that, 
it is a seminal work in that it introduced the concept of electrical distance and further 
 
Figure 2.5 Identification of the zoning based Reduced Control Model (a) Study Case 
Network, (b) Zoning determination, (c) Pilot node centroid identification and (d) 
Control resources identification 
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unravelled its close relationship with the theory of information. 
Work described in [83, 84] can be thought of as variations of [17]. Authors of [84] 
considered full Jacobian sensitivities and changes in network topology for the formation 
of the voltage control zones. The resulting zones are quite robust however this comes 
with a substantially increased computational cost. Research presented in [83] adds a pre-
clustering stage to normalize the electrical distance in order to reduce the computational 
cost. This design decision however possibly calls for meta-heuristics in cases where 
ranges of classification are not adequately narrow. This variation of [17] is also met in 
[55, 85]. 
A more intuitive hierarchical clustering method has been proposed in [86], aiming to 
deliver zones that can dynamically adjust to topological and operational changes. Despite 
its motivation it uses geographical shortest paths as a distance metric between load nodes 
and generation. Geographical shortest paths are computed using Dijkstra’s algorithm 
which is known to have a polynomial complexity. Other than that, geographical shortest 
paths at times contradict Kirchhoff’s law; hence approach in proposed in [86] is not 
particularly promising. 
The problem of Zoning for CVR is transformed into a clustering-analysis problem in a 
higher dimensional Euclidean space in [22]. Unlike [17], the authors introduced the 
concept of “VAR control space” to quantify the distance between the buses which 
considers the quasi-steady zonal control characteristics. This multi-dimensional metric 
has been deployed within hierarchical agglomerative clustering. The latter uses average 
zonal distance as criteria for clustering validation. This approach has been used in the 
Chinese AVC commercial implementation and is further followed in studies in [30, 87]. 
Essentially, there exist two well established zoning methodologies based on 
Hierarchical Clustering, i.e. [17, 22]. No comparison has been drawn among them 
in academic literature. Owing to the fact that they have been used in actual AVC 
implementations they can be regarded as the most suitable benchmark for any 
new proposed approach. 
 Zoning for CVR using Exclusive Clustering 
Authors of [88] demonstrated that k-means clustering based method is also a well-
deserved approach for zoning for CVR and it can compete with conventional hierarchical 
clustering approach. In this work, k-means divides the network into a fixed number of 
zones. It deploys the normalized electrical distance to account for node proximities, as in 
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[83] hence it might call for metaheuristics to deal with a number of singletons (i.e. zones 
containing only one node). 
Reference [89] applies spectral k-means clustering in order to identify zones for CVR 
application. Posterior to the identification of a fixed number of zones, it uses disturbance 
propagation metrics to verify the weak coupling between the zones that is an advanced 
investigation.  The weight matrix is calculated based on the apparent power between 
nodes, despite the fact that voltage sensitivities would have been a more motivated choice.  
Furthermore, the authors do not present a systematic approach for selecting an appropriate 
number of zones.  
Spectral clustering is an attractive approach to zoning for CVR for the following 
reasons: a) it does not make strong assumptions for the statistics of the clusters and allows 
for arbitrarily connected non-convex geometries (e.g. exclusive clustering approaches 
that use k-means without pre-clustering stage in eigen-space assume that the variance of 
the distribution of each variable is spherical and favour balanced clusters in terms of 
number of elements, which might not be the most appropriate clustering outcome for 
CVR), b) it achieves dimensionality reduction through a pre-clustering stage in eigen-
space (e.g. classifies iteratively a matrix N x k instead of a matrix N x N and for the CVR 
application k is typically less than 30% of N), and c) is semi-convex compared to 
exclusive clustering approaches that use k-means (i.e. avoids some local optima). On the 
negative side, spectral clustering may be sensitive to the choice of parameters (e.g. 
selection of initial centroids and hence is stochastic) and also computationally expensive 
for large node sets. 
Essentially, there is a research gap for a novel formulation of spectral clustering 
for CVR which will have the following key attributes: a) proximity metrics tailored 
to the control problem, b) reproducible output, and c) inexpensive clustering 
validation.  
 
 Zoning for CVR using Overlapping Clustering 
Fuzzy logic has also been used to identify zones for the CVR application. In Fuzzy 
logic each node of the network has a degree of belonging rather than belonging 
completely to one zone. This results in Overlapping Clusters which however can be 
transformed into exclusive clusters with the use of crisp thresholds.  
Reference [90] uses normalized voltage sensitivities to construct a fuzzy similarity 
matrix that accounts for nodes proximities. Following that, nodes are clustered using 
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transitive closure method based on fuzzy equivalent relation. Validation though is rather 
intuitive, i.e. the authors assign to the fuzzifier various crisp values and ultimately stop 
once a reasonable number of clusters have emerged. In that process simple heuristic rules 
are deployed in cases where crisp values result in singletons. 
An approach using fuzzy C-means is introduced in [91] and demonstrated robustness 
for various operating conditions in the network. The use of fuzzy C-means is 
commendable as it avoids a number of local optima (compared to exclusive clustering 
approaches). However, the clustering problem formulation in [91] presents some 
limitations: a) Proximity between nodes is calculated using phase angle sensitivity, 
despite the fact that the choice of voltage sensitivities would have been a more motivated 
choice. And b), the validation stage is rather empirical, similar to [90].  
Essentially, none of the above fuzzy clustering approaches appears to have a 
complete clustering formulation, indicating there is a research gap for a novel 
formulation. 
2.5 RCM identification -posterior to zoning  
This section reviews existing literature on identification of the Reduced Control Model 
(RCM) posterior to zoning. 
Once a zoning division has been reached, the Reduced Control Model (RCM) for 
Coordinated Voltage Regulation (CVR) can be built. This includes identification of 
Controlling Points (Pilot nodes) and Control Elements (e.g. Generators).  
 Pilot node identification 
With regards to the identification of Pilot nodes (posterior to zoning), there are mainly 
three approaches in literature: 
(a) The zonal centroid has been used as a pilot node in the French AVC 
implementation [17, 15], due to the fact that such measurement points provide a 
good image of the changes in the voltages taking place within the zones. The index 
𝐿𝑚 denotes the proximity of node m to all other nodes belonging in the same zone 
C in terms of electrical distance and is defined as: 
𝐿𝑚 = ∑ 𝐷𝑚𝑛
𝑚,𝑛∈𝐶
 (2.6) 
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Where 𝐷𝑚𝑛 accounts for the electrical distance between nodes m and n. The load 
bus that minimizes the 𝐿𝑚  norm is selected as pilot node. Such centroids are 
normally well connected buses and strong with respect to load perturbations 
within the zone they belong. Hence, this allows system operators to monitor the 
system load perturbations more accurately and maintain the voltage deviations 
within a reasonable range. 
(b) Pilot node identification in the Italian CVR scheme [13] selects the strongest buses 
of the coherent zones, that is, the buses with the largest three-phase short circuit 
current. This is motivated by the fact that associated voltages exhibit the smallest 
deviations following a disturbance. In this respect they are the strongest buses in 
the system.  
(c) The last direction proposes to use the heaviest loaded buses as pilot nodes [89]. A 
possible argument in favour of such a choice is that the power changes at the 
largest load will experience the largest perturbations, which in turn will have the 
greatest influence on the voltage magnitudes within a zone.  
As discussed in [92] and proved by simulations, the first two criteria i.e. approaches 
(a) and (b) are nearly equivalent. This means that the load bus situated at the centre of a 
region is also the strongest bus with respect to load perturbations, and has the largest 
three-phase short circuit current and is generally a well-connected bus. The last approach, 
i.e. (c), has not been followed in practice and can result in pilot node sets different to 
those of approaches (a), (b). A weakness of this last approach comes from the fact that 
controlling the voltages of the most heavily loaded bus does not guarantee the effective 
and due voltage support at the stronger busses around them. 
 Control element identification 
With regards to the identification of the control elements, the vast majority of CVR 
investigations in literature consider all synchronous generators or a subset of them as 
control elements [3]. More specifically, the synchronous generators that have control 
capability above a threshold are selected in each zone, as in (2.7): 
𝑄𝑅𝑔 ∙ 𝐶𝑝𝑔 ≥ 𝑎𝑐 (2.7) 
Where 𝑄𝑅𝑔 is the reactive capability of the generator, 𝐶𝑝𝑔 is the sensitivity of the zone’s 
pilot node to the control generator and 𝑎𝑐 is the allowed minimum control capability in 
the examined zone. A smaller value for the 𝑎𝑐 threshold results in the inclusion of more 
control elements in the CVR problem and ultimately in higher performance (with regards 
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to achieving optimal targets). However, 𝑎𝑐 threshold should be kept in a conservative 
value in order to discourage the participation of control elements with insignificant 
reactive reserves.  
Alternatively, FACTS connected to pilot nodes have been considered as control elements. 
This approach is investigated in [91] and is better suited to networks with long 
transmission lines. CVR implementations under the hierarchical AVC paradigm, 
however, consider primarily synchronous generators as control elements. 
While various approaches have been presented in academic literature and in 
practice to do the zoning, Reduction of the Control Model, carried out posterior 
to zoning, presents very little ambiguity.  Predominantly, zonal centroids are 
selected as pilot nodes and synchronous generators with the maximum regulating 
sensitivity are selected as control elements.  
2.6 Concluding Remarks 
This Chapter introduced zoning based Reduction of the Control Model (RCM) as a 
problem of Complex Network Analysis (CNA).  Mathematically, zoning is the task of 
clustering i.e. identification of communities in a complex network representation. 
Complex networks can be naturally represented as graphs, and particularly for the case 
of the transmission grid weighted undirected graphs are to be preferred. Clustering 
algorithms can be classified as Hierarchical, Exclusive and Overlapping and clusters may 
need to satisfy a single or multiple objectives. For the case of multi-objective clustering 
special caution is needed, since finding an optimal clustering for one objective may 
require accepting a poor solution for the others.  
It is noteworthy that posterior to zoning identification RCM is defined in practice and 
in academic literature with very little ambiguity. On the contrary, literature review on 
zoning for CVR, revealed a wealth of approaches in all classes of clustering algorithms. 
Two well established hierarchical clustering based approaches, i.e. [17, 22] have been 
identified as suitable benchmarks owing to the fact that they have been used in actual 
AVC implementations. With regards to Exclusive Clustering and Overlapping Clustering, 
literature review revealed that none of the existing approaches has a complete 
formulation; hence there is a research gap for novel formulations. Lastly, all the 
aforementioned Zoning approaches satisfy a single control objective (i.e. CVR) hence no 
compromise is needed as it would have been the case in multi-objective clustering. 
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A generic framework 
for CVR modelling & 
evaluation 
 
 
3  
   This chapter presents a novel generic framework to 
model and evaluate Coordinated Voltage Regulation 
(CVR). The modelling of the main functions includes 
sufficient detail in order to capture the main system 
requirements and features, as actually implemented in the 
CVR solution. This modelling is extended to a Monte-Carlo 
framework that can be used to evaluate CVR in conjunction 
with any configuration of its component elements. The 
proposed framework constitutes a novel addition to Power 
Systems literature and forms the backbone of this thesis in 
evaluating Zoning based Reduction of the Control Model 
(RCM) in both static and adaptive schemes. 
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3.1 Literature review & Motivation 
This section provides an overview of existing frameworks for evaluation of 
Coordinated Voltage Regulation (CVR) and it further refers to industry best practices 
with regards to CVR modelling. It further provides the motivation for developing a novel 
generic framework for CVR modelling and evaluation. 
With regards to CVR evaluation; Work in [80] by Iowa State University is well 
established and proposes a methodology to assess the performance of Coordinated 
Voltage Regulation as a function of a Reduced Control Model decision. The emphasis of 
this work is on the selection of the Reduced Control Model, thus it deploys a linearized 
formulation of the power flow equations so that the latter can be used as the objective 
function of a heuristic search. However, the interest of Coordinated Voltage Regulation 
is most apparent when the system is working close to its transmission capacity limit. In 
such a situation the linearized model may be far from optimal. 
To that end, framework presented in [93] takes into account the system non-linearity, 
so that full power flow equations can be used. The computation time is much increased 
in this work; however, the framework is used for offline study of RCM selection in CVR 
performance. The main limitation of this work is that it is tied to a particular formulation 
of the Control Module. 
PMU based Coordinated Voltage Regulation has been studied in [94]. This work 
evaluates the CVR performance in conjunction with PMU deployment at a number of 
buses, using the mean and standard square error of the voltage deviations all across the 
load buses. This work indeed demonstrates the benefits improved sensing technologies 
brings to CVR. However, the approach ignores the role of RCM and CVR control module 
selection which also determine the performance CVR achieves (see Chapter 1, Section 
1.3). 
With regards to modelling; A Quasi-Steady State (QSS) simulator for the design of a 
knowledge-based system for supervision and control of regional voltage profile was 
developed in Federal University of Rio de Janeiro [95]. Slow acting voltage instability 
mechanisms, such as, OLTC actuation and over-excitation limiters are thoroughly 
modelled. This effort focuses on assessment of long-term regional voltage control by 
power plants and synchronous condensers. Among its limitations, this simulator neglects 
the electromechanical transients. The simulator was equipped with fuzzy logic routines 
to allow studying of a supervisory knowledge-based system for monitoring and control 
of regional voltage profile using Fuzzy Logic. Despite of this being a novel attribute, the 
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above modelling has not been adopted in actual practice.  
Contrary to QSS, ASTRE and CRESO discussed below have been adopted in actual 
practice and are state-of-the art tools used in Power System industry. 
University of Liege, Belgium, has developed ASTRE [96] that is a voltage stability and 
security analysis software presently used by Transmission System Operators (TSO) in 
France, Canada, Belgium and Greece. The application of ASTRE to the French system 
required the ability to model the various secondary voltage controllers in operation in this 
system. This included a representation of the “standard” proportional-integral (PI) 
controllers as well as the sensitivity matrix-based controller in operation in the Western 
regional control centre of RTE, the French TSO. ASTRE is incorporated to GAMME, the 
real-time security analysis software used in RTE control centres. 
Centro Electtrotecnico Sperimentale Italiano (CESI) performed studies on the 
Coordinated Voltage Regulation on transmission grids and has developed state of the art 
computer tools. Among those, CRESO (Network Calculation for Security and 
Optimization from CESI) [3] is an integrated software system that allows the simulation 
and analysis of a power network under steady-state conditions, as well as the optimization 
of the reactive power generation. Conventional power flow calculation and advanced 
functions for network studies are available, such as state estimation, reactive power re-
dispatch and computation of pilot node voltage references. 
The above items are significant work in the area of CVR modelling and evaluation. 
However, recent literature on Coordinated Voltage Regulation (CVR) has presented:  
(a) New zoning methodologies to deliver the desired Reduction of the Control Model (e.g. 
Hierarchical clustering in VAR control space [21]) 
(b) Alternative control modules (e.g. various degrees of co-ordination [97]) 
(c) Advanced data filtering techniques and deployment of improved sensor technologies 
(e.g. PMU based CVR [94]) 
(d) CVR with adaptive zoning division (e.g. the Chinese hierarchical AVC 
implementation [22]).  
Despite the fact that (a), (b), (c) and (d) all try to deliver improved CVR currently there 
is no generic framework to simulate and evaluate CVR performance with respect to all 
the above aspects. In light of the above, this chapter contributes a novel generic 
framework to simulate and assess the performance of CVR with respect to all the 
aforementioned aspects. 
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 The proposed framework has the following novel key attributes: 
(a) It is not tied to any specific RCM module. 
(b) It is not tied to any specific control module, unlike [93]. 
(c) It is the first to the author’s knowledge to consider and enable the investigation of 
robustness against erroneous data in CVR, while again it is not tied to any particular data 
acquisition technique. 
(d) It is the first to incorporate the possibility of adaptive zone division in CVR. 
At the same time, the selection of component elements from a planning perspective 
requires the evaluation of CVR for several different scenarios and without linear 
approximations. Hence, 
e) In its Monte-Carlo extension this framework deploys full AC load flow equations 
(unlike work in [82]) and can facilitate the selection and design of CVR components. 
Ultimately, this framework allows the first thorough CVR evaluation in conjunction with 
any possible configuration of its component elements. At the same time, the modelling of 
the main functions includes sufficient detail in order to capture the main system 
requirements and features, as actually implemented in the CVR solutions adopted by 
industry. The entire coding has been developed in MATLAB and is the sole work of this 
author. The implementation is both efficient and easy to integrate with other Power 
System tools. 
3.2 Proposed framework for CVR modelling & evaluation 
The material in this section is organized in two sub-sections; Sub-section 3.2.1 presents 
the framework with an emphasis on the modelling of the main functions, which essentially 
can be used for online applications. Lastly, Sub-section 3.2.2 extends the above modelling 
to a Monte-Carlo framework that can be used to evaluate design choices for CVR in an 
offline/planning fashion.  
 Proposed framework: modelling and functions for 
online application 
Inarguably, a detailed evaluation of the Coordinated Voltage Regulation (CVR) 
performance requires a quite complex mathematical modelling in order to capture the 
main system requirements and features, as actually implemented in the CVR solution. 
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The proposed framework contains four main Blocks, as presented in Figure 3.1 below. 
Blocks A, B, C and D present the core functions in boxes of grey colour. The enabling 
library modules are in dashed boxes, main functions are in cylinders of white font and 
auxiliary ones in boxes of blue font. 
The four main Blocks are detailed in Figure 3.1. 
Fig. 3.1 Proposed framework: modelling and functions for online 
application 
-Block A:  This Block solves a system-wide AC Optimal Power Flow (OPF) which 
minimizes system losses while considering security constraints. This formulation is 
referred to as Reactive Optimal Power Flow (ROPF) in literature. This block requires as 
input a model of the network and the latest state estimation/forecasts, as shown on figure 
3.1. It receives information of the most appropriate Reduced Control Model and provides 
reference voltage and reactive power level values (𝑉𝑟𝑒𝑓 , 𝑄𝑟𝑒𝑓 ) and respective control 
limits (𝑉𝑚𝑎𝑥, 𝑉𝑚𝑖𝑛, 𝑄𝑚𝑎𝑥, 𝑄𝑚𝑖𝑛) to block D for the corresponding key variables.  
The optimal references values are computed by the ROPF in order to attain global 
goals for economy and security. The Objective Function most commonly refers to 
real losses minimization, while alternative formulations are also possible (e.g. [98]). 
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ROPF is essentially the optimization problem formulated below: 
𝑚𝑖𝑛𝑓 = 𝑃𝑙𝑜𝑠𝑠 = ∑ (𝑃𝑖𝑗 + 𝑃𝑗𝑖)
(𝑖,𝑗)∈𝑁𝐿
 (3.1) 
With the constraints: 
ℎ(𝑥) =
{
 
 
 
 𝑃𝐺𝑖 − 𝑃𝐷𝑖 = 𝑉𝑖 ∙∑𝑉𝑗 ∙ (𝐺𝑖𝑗 ∙ 𝑐𝑜𝑠𝜃𝑖𝑗 + 𝐵𝑖𝑗 ∙ 𝑠𝑖𝑛𝜃𝑖𝑗)
𝑗∈𝐼
𝑄𝐺𝑖 − 𝑄𝐷𝑖 = 𝑉𝑖 ∙∑𝑉𝑗 ∙ (𝐺𝑖𝑗 ∙ 𝑠𝑖𝑛𝜃𝑖𝑗 − 𝐵𝑖𝑗 ∙ 𝑐𝑜𝑠𝜃𝑖𝑗)
𝑗∈𝐼
𝑖 = 1,… ,𝑁𝐵                𝜃𝑠 = 0
 (3.2) 
 
𝑄𝐺𝑖
min ≤ 𝑄𝐺𝑖 ≤ 𝑄𝐺𝑖
max
     𝑖 = 1,… ,𝑁𝑄𝐺 (3.3) 
𝑉𝑖
min ≤ 𝑉𝑖 ≤ 𝑉𝑖
max          𝑖 = 1, … , 𝑁𝐵 (3.4) 
𝑡𝑘
min ≤ 𝑡𝑘 ≤ 𝑡𝑘
max          𝑘 = 1,… ,𝑁𝑇 (3.5) 
And the following nomenclature: 
𝑁𝐿 Set of branches 
𝑃𝑖𝑗 Active power of the branch i -j. 
𝑗 ∈ 𝐼 
All nodes j connected to node i, including 
j=i 
𝜃𝑠 Phase angle of the slack bus 
NB Number of buses 
NQG Number of control generators 
NT Number of transformer tap changers* 
𝑃𝐺𝑖, 𝑄𝐺𝑖 
Active and reactive power of the generator 
on bus i 
𝑃𝐷𝑖, 𝑄𝐷𝑖 
Active and reactive power of the load on 
bus i 
𝑉𝑖, 𝜃𝑖 
Voltage magnitude and phase angle of bus 
i 
𝐺𝑖𝑗 , 𝐵𝑖𝑗 
Real and imaginary part of bus admittance 
matrix (note that these are functions of tap 
position) 
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𝑡𝑘 Tap ratio of the transformer k 
𝑡𝑘
min, 𝑡𝑘
max           Tap ratio limits for the transformer k 
𝑉𝑖
min, 𝑉𝑖
max Voltage magnitude limits for bus i 
𝑄𝐺𝑖
min, 𝑄𝐺𝑖
max
 
Reactive power limits for the generator on 
bus i 
In (3.1) terminal voltage of generators is the decision variable. The inclusion of 
equation (3.5) is optional and depends on the network strategy. If included, tap ratio 
of transformers is an additional decision variable. It is considered continuous and is 
ultimately rounded to the nearest integral tap position.  
-Block B: This Block loads the Reduced Control Model (RCM) or updates the Reduced 
Control Model in case a significant event occurs. A zoning based RCM consists of a 
zoning algorithm that divides the network into weakly coupled control zones, and an 
algorithm for pilot node selection and control element selection within the zones. This 
block requires as input a model of the network and the latest state estimation, as shown 
on figure 3.1. Block B provides to the CVR of Block D pilot nodes to base the control on 
and the set of available reactive resources to regulate a zone’s voltage profile. Research 
into the Reduction of the Control Model (RCM) is developing in two directions. The first 
deploys heuristics to divide the system into weakly coupled zones and then identifies with 
exhaustive search pilot nodes and controlling elements to base the control on. This 
approach is referred to as zoning based RCM. The second direction uses heuristics and 
artificial intelligence techniques to identify the most suitable pilot nodes by minimizing, 
in a system wide fashion, the linearized version of a particular CVR control objective 
function [81]. In this case, weak coupling requirement constitutes a static constraint of 
the optimization task. 
 In this framework one might load an RCM derived with any of the two basic 
approaches. When a new RCM needs to be generated (e.g. following a significant event), 
this thesis deliberately deploys zoning based RCM. This is because zoning based RCM 
complies with online requirements and is not tied to any particular control module, 
contrary to the second research approach. Various formulations of zoning based RCM are 
detailed in Chapter 4. Here a generic zoning based approach for RCM is presented.  
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 Zoning based Reduction of the Control Model (RCM) 
In principle, zoning based RCM contains two stages; a) definition of zones and b) 
definition of RCM based on the selected zones. 
a) Definition of zones refers to the division of the network into a judiciously 
selected number of zones. This employs;  
 Distance metric among the buses. 
 Objective function to base the formation of zones on. 
 Clustering criteria to select number of zones. 
 
b) Definition of RCM includes the selection of pilot nodes (3.6) and controlling 
elements (3.7) with exhaustive search within each zone. Contrary to stage-a, 
stage-b derived posterior to zone definition presents very little ambiguity. 
 
Selection of pilot nodes: 
𝑚𝑖𝑛 {𝐿𝑚} = ∑ 𝐷𝑚𝑛
𝑚,𝑛∈𝐶
 (3.6) 
      Selection of controlling elements: 
𝑄𝑅𝑔 ∙ 𝐶𝑝𝑔 ≥ 𝑎𝑐 (3.7) 
And the following nomenclature: 
𝐷𝑚𝑛 Electrical distance between buses m, n 
𝐿𝑚 Electrical centrality of bus m  
𝑄𝑅𝑔 Reactive capability of the generator g 
𝐶𝑝𝑔 
Sensitivity of the zone’s pilot node p to the 
control generator g 
𝑎𝑐 
Allowed minimum control capability in the 
c zone 
 
-Block C: This Block specifies the voltage deviation vector-target upon which CVR 
controller acts. In an online CVR application, this Block stands for the Real time data 
acquisition and filtering. Essentially the CVR is measurement based and the PI controller 
acts only if the measured values lie above the controller’s threshold (as in the conditional 
block of figure 3.1). The CVR controller has knowledge of the voltage deviation vector 
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only at the pilot nodes ∆𝑉𝑃 as well as of the reactive power 𝑄𝑔 and receives reference 
values from the ROPF. Measurements are filtered to promote accuracy. 
In theory the ∆𝑉  [𝑁 × 1] voltage deviation vector all across the 𝑁 load buses can be 
estimated as the difference between the voltage magnitude from Block A, 𝑉𝑟𝑒𝑓, and 
the voltage magnitude after disturbance 𝑉𝑎𝑑 as in (3.8): 
∆𝑉 = 𝑉𝑟𝑒𝑓 − 𝑉𝑎𝑑 (3.8) 
In an online fashion 𝑉𝑎𝑑 is based on measurements and is known only on the pilot 
nodes. In practice CVR includes filters to promote accuracy (or comparison to local 
state estimator output).  In the general case, CVR controller is considered to act based 
on the information {?̂?} = { ∆?̂?𝑃 , ?̂?𝑔}. 
One kind of filter focuses on each individual frame, taking into account the electrical 
constraints of different measurements. This is a local state estimator for a single 
substation or control zone, used to evaluate measurement quality rather than directly 
providing input data. Another kind of filter focuses on a single measurement carried 
out over several continuous samples (for instance the last five data-acquisition 
periods [99]).  
And the following nomenclature: 
∆𝑉  Voltage deviation vector 
𝑉𝑟𝑒𝑓 Voltage set-points specified by the ROPF  
𝑉𝑎𝑑 
Measured voltage magnitude after a 
disturbance 
x, ?̂? Measured value and refined measurement  
 
-Block D: This Block contains the CVR control law. Simply stated, the effect of CVR 
within a zone is to keep the voltage of a pilot bus at its specified set point value, while 
sharing the total reactive power generation over the various participating generators 
according to participating factors. Typically, each participation factor is proportional to 
the reactive capability of the corresponding generator [3].Similar to ASTRE [100] the 
formulation of the control law as optimization problem considers distributed zones that 
feature both inter and intra Zone Co-ordination. This is also similar to the Western France 
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and Chinese CVR implementation, e.g.  [15, 21]. Please note however, that any other 
control law can be integrated in this approach. 
 Formulation of the CVR optimization problem 
CVR with inter and intra zone co-ordination regulates the voltage at a pilot buses 
set 𝑃𝑁𝑠𝑒𝑡 instead of single pilot bus regulation. This is done through the coordinated 
control of the synchronous resources that participate in CVR in each zone and the 
inter-zone coordination accounts for the effect of neighboring compensation, 
ensuring individual zones do not over-react.  
 A standard power flow computation is first performed until convergence is 
reached. At the obtained solution, Cpg and Cvg sensitivities are computed from 
the inverse Jacobian. 
 A quadratic programming model, similar to [15, 21] is then solved. The primary 
goal of CVR is to control the voltages at the pilot buses 𝑃𝑁𝑠𝑒𝑡 to follow the 
optimal forecasted reference values as updated by the ROPF of Block A. The 
secondary goal (with lower priority) is to align the MVAR distribution among 
the participating generators in each control zone to enhance security of supply. 
For the latter a reference value for the reactive power level is specified for each 
area, e.g. for the J-th area:  
𝑄𝑟𝑒𝑓𝐽 =
∑ 𝑄𝑔 𝑔∈𝑆𝑉𝑅𝐽
∑ 𝑄𝑔,𝑚𝑎𝑥 𝑔∈𝑆𝑉𝑅𝐽  
 (3.9) 
Where 𝑆𝑉𝑅𝐽 is the set of generators participating in SVR for area J.  
The quadratic programming problem solved is given in equations (3.10)-(3.13):  
𝑚𝑖𝑛 { ∑ (𝛥𝑉𝑃)
2 +  𝜇
𝑖∈𝑃𝑁𝑠𝑒𝑡
∙∑( ∑ (𝑄𝑟𝑒𝑓𝐽 −
𝑄𝑔 + 𝛥𝑄𝑔
𝑄𝑔,𝑚𝑎𝑥
)
2
𝑔∈𝑆𝑉𝑅𝐽
)
𝐽∈𝑘
} 
(3.10) 
             Subject to the following inequality constraints: 
𝑉𝑃,𝑚𝑖𝑛 ≤ 𝑉𝑃 + 𝐶𝑝𝑔 ∙ ∆𝑄𝑔 ≤ 𝑉𝑃,𝑚𝑎𝑥 (3.11) 
𝑉𝐺,𝑚𝑖𝑛 ≤ 𝑉𝐺 + 𝐶𝑣𝑔 ∙ ∆𝑄𝑔 ≤ 𝑉𝐺,𝑚𝑎𝑥 (3.12) 
𝑄𝑔,𝑚𝑖𝑛 ≤ 𝑄𝑔 + ∆𝑄𝑔 ≤ 𝑄𝑔,𝑚𝑎𝑥 (3.13) 
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Equations (3.11) and (3.12) are the voltage operation limits. Equation (3.13) shows 
the reactive power operation limits of the controlled generators, which are dependent 
variables with respect to the active power output. 
   And the following nomenclature: 
𝜇 Weighting factors of the two objectives 
𝑄𝑔, 𝑄𝑔,𝑚𝑖𝑛, 𝑄𝑔,𝑚𝑎𝑥  Current reactive output and  limits for generator g 
∆𝑄𝑔 Regulation amount for generator g 
𝑉𝑝, 𝑉𝑝,𝑚𝑖𝑛, 𝑉𝑝,𝑚𝑎𝑥 Current voltage magnitude and limits for pilot bus p 
𝑉𝑔, 𝑉𝑔,𝑚𝑖𝑛, 𝑉𝑔,𝑚𝑎𝑥 Current voltage magnitude and limits for generator g 
𝐶𝑝𝑔   
Voltage Sensitivity for pilot bus p to reactive output of 
generator g 
𝐶𝑣𝑔 Voltage Sensitivity for generator g to reactive output of g 
 
 Proposed framework: extension to MC formulation for 
offline studies 
This Sub-section presents a novel generic probabilistic framework that can be used 
offline to evaluate CVR performance in conjunction with any configuration of its 
component elements. The framework uses the modelling of main functions detailed in 
paragraph 3.2.1 and adds some extensions to account for a) tasks performed offline and 
b) the probabilistic assessment of the performance/robustness of CVR. 
A flow-chart of the proposed probabilistic framework is shown in figure 3.2 below and 
extensions/modifications to that of figure 3.1 are indicated in red font. At each iteration, 
blocks A and C effectively generate a system state, blocks B, D and the newly added 
block E solve and evaluate the performance for that state. Overall, a great number of 
iterations are executed for a probabilistic assessment of CVR performance and 
robustness. More specifically: 
 Block A: First a random system state is generated by sampling the yearly load 
duration curve, then similarly to Sub-section 3.2.1.  Block A solves a system-wide 
Reactive Optimal Power Flow which minimizes system losses while considering security 
constraints and provides system state information and respective control limits  to blocks 
44 
 
B,C and D. 
 Fig.3.2 Flow-chart of the proposed probabilistic framework 
 Block B: This is identical to Block B of Sub-section 3.2.1 and in general any 
Reduced Control Model methodology can be deployed. 
 Block C: This block creates voltage deviations and provides the CVR with the 
voltage deviation vector-target to act upon. Unlike Block C of Sub-section 3.2.1, data 
acquisition is an offline task here and is formulated as below. 
This block creates voltage deviations and provides the CVR with the voltage 
deviation vector-target to act upon. This vector is generated as follows: 
 Reactive load is perturbed around its nominal value by sampling a probability 
distribution. Perturbations are assumed to be instantaneous. Randomly selected 
line trips are also considered. This system perturbation approach could be 
extended to account for any possible system contingency. 
 Owing to the hierarchical control loops being time dynamically decoupled, the 
transient response of generators is assumed to have reached steady state when 
CVR acts. Thus steady-state AC load flow equations are used to derive mid-
term voltage values. This gives the values of the ∆𝑉  [𝑁 × 1] voltage deviation 
vector all across the network of 𝑁 buses, as the difference between the voltage 
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magnitude from Block A, 𝑉𝑟𝑒𝑓, and the voltage magnitude after disturbance Vad 
as in (3.14): 
∆𝑉 = 𝑉𝑟𝑒𝑓 − 𝑉𝑎𝑑 (3.14) 
 The CVR controller has knowledge of the voltage deviation vector only at the 
pilot nodes ∆𝑉𝑃 as well as of the reactive power Qg produced by those control 
resources that participate in the CVR.  
 To account for erroneous data, the controller is considered to act in the general 
case based on the information { ∆?̂?𝑃 , Q̂g} and any probability distribution 
function can be deployed to introduce uncertainty. The source of uncertainty 
can be any of the following: noisy measurements; imperfect predictions or 
corrupted data. 
And the following nomenclature: 
Vad 
Voltage after disturbance calculated by full 
AC load flow equations 
∆𝑉𝑃, 𝑄𝑔 
CVR knowledge of pilot node deviations and 
reactive output of generators 
∆?̂?𝑃 , Q̂g 
CVR imperfect knowledge of pilot node 
deviations and reactive output of generators 
 
 Block D: This is identical to Block D of Sub-section 3.2.1. In general any Control 
Module can be integrated in the framework. 
 Block E: This block evaluates the CVR performance with a metric particular to 
this layer of the hierarchical control.  
 
 The performance PIi of one iteration of the CVR is assessed based on the 
average absolute relative error for the 𝑁  load buses, as in (3.15). 
𝑃𝐼𝑖 =
1
𝑁
∙∑|1 −
𝑉𝑎𝑐(𝑖) − 𝑉𝑎𝑑(𝑖)
∆𝑉 (𝑖)
|
𝑁
𝑖=1
 (3.15) 
∆𝑉 values are computed as in (3.23). The ac index signifies the voltage value 
after control and ad the voltage value after a disturbance. All values are 
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computed by full AC load flow which incorporates the ∆𝑄𝑔 correction vector 
that is computed from Block D. 
 The performance PIi is compared to a threshold 𝑃𝐼𝑡ℎ𝑟𝑒𝑠. The latter can be 
customized according to Operator’s experience or based on a library of past 
responses. A performance PIi lying below the desired threshold calls for 
reconfiguration of the zones and pilot nodes. In order to proceed with that, 
two conditions must be satisfied: 
a) The examined RCM must be zoning based and its zoning module must 
be compatible with adaptive RCM schemes’ requirements 
b) Ensure that PIi performance does not drop due to the introduction of 
erroneous data 
If both conditions are satisfied, the analysis returns to Block B and the PIi 
value of performance for this cycle is updated. 
if  (PIi <  PIthres)  && (RCM==Adaptive)&&( {∆?̂?𝑃 , Q̂g} ==
{∆𝑉𝑃, 𝑄𝑔}) 
then 
  goto Block B 
update PIi  
end 
 As a probabilistic performance measure the expected value of the PI is used, 
i.e.: 
𝑂𝑃𝐼 = 1 − 𝐸 {𝑃𝐼} (3.16) 
This is updated at the end of each iteration. Effectively this approach is 
equivalent to a non-sequential Monte-Carlo method [101]. To evaluate CVR 
robustness with regards to a feature of interest (e.g. effect of erroneous data, 
tuning of the control law or fixed RCM) the OPI absolute variation ∆(OPI) 
and the angle of OPI variation ∆(OPI)/∆𝑥 are also of interest. 
And the following nomenclature: 
PIi, PIthres Voltage deviation vector 
OPI Index of probabilistic performance 
 
The proposed metric PI and its Monte-Carlo extension OPI get normalized values 
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within the range 0-100%. Regarding their interpretation; Both PI and OPI indicate the 
extent to which CVR follows some pre-specified targets and it is the ROPF that 
guarantees that the issued targets are pragmatic and in principle achievable, given the 
global state of the network.  
In case of a significant contingency, posterior to the ROPF solution, it might be that 
CVR cannot deliver the desired voltage security. Hence, an additional index is examined 
for voltage security, termed Voltage Criticality Index and denoted as VCI. This is 
elaborated below.  
For the i-th PQ bus, its proximity to voltage limits can be quantified by equation in 
(3.17). 
𝐽𝑖  =
|𝑉𝑎𝑐 − 𝑉𝑟𝑒𝑓|
|𝑉𝑙𝑖𝑚 − 𝑉𝑟𝑒𝑓|
 (3.17) 
As a minor variation of [102], we formulate the Voltage Criticality Index as in (3.18). 
𝑉𝐶𝐼 = ∑ 𝛾𝑖 ∙
𝑁𝑏𝑢𝑠
𝑖=1
𝐽𝑖 .
2 (3.18) 
Where 𝛾𝑖 is a logic variable such that :  
𝛾𝑖 = {
1  𝑖𝑓 𝑣𝑜𝑙𝑡𝑎𝑔𝑒 𝑜𝑢𝑡𝑠𝑖𝑑𝑒 𝑙𝑖𝑚𝑖𝑡𝑠
0                              𝑜𝑡ℎ𝑒𝑟𝑤𝑖𝑠𝑒 
 (3.19) 
Hence, VCI will be zero if voltage on all buses is within limits. A non-zero value of 
the VCI will indicate one or multiple voltage contingencies. 
And the following nomenclature: 
𝑉𝑙𝑖𝑚 Voltage magnitude limit 
𝐽𝑖 Proximity to voltage limits for bus i 
𝑉𝐶𝐼 Voltage Critical Index for a given state 
 
3.3 Concluding Remarks 
This Chapter proposed a novel framework to model and evaluate CVR performance 
and robustness. This framework is generic in that it is not tied to any specific control 
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module, Reduction of the Control Model (RCM), Reactive Optimal Power Flow (ROPF) 
implementation or a specific filtering technique. 
The modelling of the main functions includes sufficient detail in order to capture the 
main system requirements and features, as actually implemented in the CVR solution. 
This modelling has been extended to a Monte-Carlo framework that can be used to 
evaluate CVR in conjunction with any configuration of its component elements. The 
author developed the entire coding in MATLAB and delivered the proposed framework 
structured as in the Blocks of Sub-section 3.2. 
It should be noted that in the modelling voltage dynamics have been neglected, based 
on the assumption that the associated control loops are dynamically decoupled in time, 
i.e. the time constant of the power plant reactive power control loop is chosen to be 
sufficiently longer than that of the primary voltage control loops and sufficiently shorter 
than that of the Secondary Voltage Regulation. For the interested reader adequate 
justification of the above can be found in [9].  
Essentially, the proposed framework can be used to select and design a CVR control 
module, assess robustness of different filtering techniques and sensor technologies (e.g. 
PMU based CVR as proposed in [94]), assess vulnerability to malicious attacks or select 
an RCM approach and determine the value of adaptive RCM.  
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Development & 
Evaluation of zoning 
based RCM in CVR 
4  
   Reduction of the Control Model (RCM) enables Co-
ordinated Voltage Regulation (CVR) in transmission 
grids and is based in this thesis on zoning.  Zoning is 
a mixed integer optimization problem and different 
heuristics have been proposed to perform the task. 
This Chapter develops two novel zoning 
methodologies, Spectral K-way Clustering (SKC) and 
Fuzzy C-Means (FCM). It further formulates as 
clustering optimization problems two approaches 
that have been adopted by industry, Hierarchical 
Clustering with Single Distance (HCSD) and 
Hierarchical Clustering in VAR Space (HCVS). All 
four zoning methodologies are evaluated with 
regards to performance and robustness they allow to 
the CVR controller. Results are derived using the 
framework presented in Chapter 3.  
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4.1 Motivation 
Reduction of the Control Model (RCM) enables Co-ordinated Voltage Regulation 
(CVR) in transmission grids and furthermore affects CVR performance, as discussed in 
Chapter 1, Section 1.3. In this thesis RCM is zoning based for the following two reasons; 
a) its low computational cost favours online application, and b) it constitutes the only 
research direction adopted in actual AVC implementations. To that end, the first goal of 
this Chapter is to evaluate how different zoning based RCM approaches serve the CVR 
control objective. In this investigation, the focus is on both performance and robustness 
that CVR controller achieves in conjunction with a zoning based RCM approach. 
Zoning is a mixed integer optimization problem and no exact solution exists when 
moving beyond a handful of nodes. Hence different heuristics have been deployed to 
perform the classification task. Multiple Zoning approaches have been deployed both in 
academic literature and actual practice. It is noteworthy though that once a zoning is 
derived, RCM is defined in practice and in academic literature with very little ambiguity. 
Effectively, proposing a novel zoning based RCM methodology for CVR is equivalent to 
introducing a new formulation of the zoning optimization problem. 
The second goal of this Chapter is to develop new zoning based RCM approaches, i.e. 
as explained in the previous paragraph this is equivalent to developing new zoning 
methodologies that allow the CVR controller satisfying performance and robustness.  As 
discussed in Chapter 2, mathematically zoning is the task of clustering and clustering 
algorithms are heuristics that can be classified as Hierarchical, Exclusive and 
Overlapping.  Literature review on zoning methodologies for CVR of Chapter 2, Section 
2.4 has been particularly useful in identifying the research gaps.  
References [17, 22, 88, 83, 86] all present zoning methodologies for CVR that deploy 
Hierarchical Clustering. Each individual reference is critically discussed in Chapter 2, 
Section 2.4. Here it is noteworthy to remind the reader that essentially; two well 
established zoning methodologies exist within this class of clustering algorithms, i.e. 
Hierarchical Clustering with Single electrical distance [17] and Hierarchical Clustering 
in VAR control space [22]. No comparison has been drawn between them in academic 
literature. Owing to the fact that they have been used in actual AVC implementations they 
can be regarded as the most representative of the Hierarchical Clustering approaches and 
a suitable benchmark for any new proposed zoning methodology.  
References [89, 88] both present zoning methodologies for CVR that deploy Exclusive 
Clustering. Again, each individual reference is critically discussed in Chapter 2, Section 
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2.4. Here it is noteworthy that Spectral clustering has been identified as a promising 
approach compared to other exclusive clustering algorithms. And essentially, there is a 
research gap for a fresh formulation of spectral clustering for CVR which needs to meet 
the following objectives; a) proximity metrics tailored to the control problem, b) 
reproducible output, c) inexpensive clustering validation d) combination of internal 
validation with validation in the application of interest (external validation). 
References [90, 91] both present zoning methodologies for CVR that deploy Fuzzy 
Clustering, which is an example of Overlapping Clustering algorithms. Again, each 
individual reference is critically discussed in Chapter 2, Section 2.4. Here it is noteworthy 
that essentially none of the referenced fuzzy clustering methodologies appears to have a 
complete clustering formulation. Hence, there is a research gap for a new methodology 
that needs to meet the exact objectives specified in the above paragraph, i.e. (a)-(d). 
4.2 Zoning methodologies adopted by industry 
This section formulates as clustering optimization problems two Hierarchical 
Agglomerative Clustering approaches that have been deployed in actual AVC 
implementations, i.e. Hierarchical Clustering with Single Distance (Sub-section 4.2.1) 
and Hierarchical Clustering in VAR control space (Sub-section 4.2.2). The formulation 
of the optimization problem follows the three-stages’ structure of Cluster Analysis 
discussed in Chapter 2, Section 2.2.1; 1) Proximity metric formulation, i.e. formulation 
of an “electrical distance” that represents the degree of similarity for any two nodes; 2) 
formation of clusters, i.e. a cost function or some other type of rule to form a number of 
zones utilizing the proximity metric; and 3) cluster validation, i.e. a way to assess the 
relative appropriateness of clustering solutions proposed by an algorithm. 
 Hierarchical Clustering with Single Distance (HCSD) 
This approach along with the concept of electrical distance was first introduced in [17] 
and has been deployed in the French AVC implementation. 
 Proximity metric formulation: The transmission grid under study can be 
represented as a weighted undirected graph. Buses are the nodes of the graph and are the 
objects to be clustered. 
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The weighted edges represent the degree of coupling in terms of voltage between 
two nodes, m and n. The coupling can be quantified by the attenuation of voltage 
variations, defined as: 
amn = [
ϑVm
ϑQn
] [
ϑVn
ϑQm
]⁄  (4.1) 
Equation (4.1) requires as input the latest Jacobian calculation and in the general case 
it is not reflexive, i.e. amn ≠ anm. For amn to be deployed in an undirected graph, 
the normalization of equation (4.2) is considered in order to obtain symmetrical 
distances. 
bmn = amn ∙ anm    (4.2) 
Owing to the fact that the graph under study is dense, the proximity metric is 
ultimately formulated as in Eq. (4.3). 
Dmn = −log (bmn)    (4.3) 
Eq. (4.3) allows us to move from a product to a sum and Dmn would always be a 
non-negative weight. 
And the following nomenclature: 
ϑV
ϑQ
 
Sensitivity of voltage magnitude to reactive 
power 
amn Attenuation of voltage variations of nodes m, n 
𝐷𝑚𝑛 Electrical distance of nodes m, n 
 
 
 Formation of clusters: Agglomerative clustering (bottom-up) is used to merge 
nodes into clusters using the complete linkage criterion. In complete linkage criterion, 
the similarity of two clusters is the similarity of their most dissimilar members. This is 
equivalent to choosing the cluster pair whose merge has the smallest diameter. This 
complete-linkage merge criterion is non-local; the entire structure of the clustering can 
influence merge decisions. This results in a preference for compact clusters with small 
diameters over long, straggly clusters, but also causes sensitivity to outliers. 
At each iteration, the complete linkage criterion defines the proximity of any two 
clusters 𝐶𝐼 , 𝐶𝐽: 
𝐼𝐶𝐷𝐼 ,𝐽= 𝑚𝑎𝑥 {𝐷𝑚𝑛: 𝑚𝜖𝐶𝐼  𝑎𝑛𝑑 𝑛𝜖𝐶𝐽} (4.4) 
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Then clusters are merged, based on (5.5): 
𝐶𝐼 ∪ 𝐶𝐽 ∶/𝑚𝑖𝑛 {𝐼𝐶𝐷𝐼 ,𝐽 } (4.5) 
The result of the iterative algorithm is a tree of clusters, called dendrogram, which 
shows how the clusters are related. 
And the following nomenclature: 
𝐶𝐼 , 𝐶𝐽 Distinct clusters I, J at the end of an iteration 
𝐼𝐶𝐷𝐼 ,𝐽 Proximity of two clusters I, J 
 
 
 Cluster validation: To obtain the most appropriate k number disjoint groups the 
dendrogram is cut at a desired level, based on the relative diameter criterion. The 
selection of this cluster validation index is motivated by the design decision to use the 
complete-linkage criterion and is formulated below. 
The diameter of a cluster diamC in (4.6) is the maximum distance between any two 
points in the cluster, while the relative diameter of k clusters is obtained from (4.7). 
𝑑𝑖𝑎𝑚𝐶 = 𝑚𝑎𝑥 {𝐷𝑚𝑛 ∶ 𝑚, 𝑛𝜖𝐶 } (4.6) 
𝑅𝐷 =
∑ 𝑑𝑖𝑎𝑚𝐶𝑖
𝑘
𝑖=1
𝑘
 (4.7) 
The changes in the slope of the relative diameter curve RD correspond to a 
deterioration of the quality of the groupings. Ultimately, the most appropriate 
number of zones k within [1,kmax] is derived from the following equation: 
𝑘:𝑚𝑎𝑥{|𝑅𝐷2 − 𝑅𝐷1|, … , |𝑅𝐷𝑘𝑚𝑎𝑥 − 𝑅𝐷𝑘𝑚𝑎𝑥−1|} (4.8) 
The validation criterion in Eq. (4.8) is not expensive computationally and the needed 
input can be calculated along the iterative agglomerative process. 
And the following nomenclature: 
𝑑𝑖𝑎𝑚𝐶 Diameter of a single cluster C 
𝑅𝐷 Relative diameter of a clustering outcome 
𝑘 Most appropriate number of clusters 
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 Hierarchical Clustering in VAR control space (HCVS) 
This approach along with the concept of VAR control space was first introduced in [22] 
and has been deployed in the Chinese commercial AVC implementation. 
 Proximity metric formulation: Similarly to HCSD of Sub-section 4.2.1, the 
transmission grid under study is represented as a weighted undirected graph. Load Buses 
are the nodes of the graph and are the objects to be clustered. 
Nodes are linked by edges and the weight the edges bear utilizes the VAR control 
space concept; For a network with g reactive power sources and l nodes to be 
classified and 𝑆𝑖𝑗, the sensitivity of the i-th node’s voltage with respect to the j-th 
reactive power source’s VAR output, the “VAR control space” is defined as a g-
dimensional Euclidean space where each load node can be described by a 
coordination vector {𝑥𝑖1, 𝑥𝑖2…𝑥𝑖𝑔}. Variable 𝑥𝑖𝑗   is defined as in Eq. (4.9) below: 
𝑥𝑖𝑗 = −𝑙𝑜𝑔 (|𝑆𝑖𝑗|) (4.9) 
Based on the above definition, each component of a node’s coordination vector 
represents how much the node is coupled with a specified reactive power source.  
The proximity metric for two load nodes 𝑚 {𝑥𝑚1, 𝑥𝑚2…𝑥𝑚𝑔 }  and 
𝑛 {𝑥𝑛1, 𝑥𝑛2…𝑥𝑛𝑔 } is defined by (4.10): 
𝐷𝑚𝑛 = √|𝑥𝑚1 − 𝑥𝑛1|2 +⋯+ |𝑥𝑚𝑔 − 𝑥𝑛𝑔|
2
 (4.10) 
The electrical distance 𝐷𝑚𝑛  is thus symmetric and non-negative. Unlike the 
proximity metric in HCSD, Eq. (4.3), expression in Eq. (4.10) does not qualify as a 
formal distance it considers however the quasi-steady zonal control characteristics. 
And the following nomenclature: 
𝑆𝑖𝑗 Voltage sensitivity of PQ node i to PV node j 
{𝑥𝑚1, 𝑥𝑚2…𝑥𝑚𝑔 } 
Vector  sensitivity of PQ node m to all PV 
nodes 1..g 
𝐷𝑚𝑛 Electrical distance of PQ nodes m, n 
 
 
 Formation of clusters: Similarly to the HCSD approach, agglomerative clustering 
is used, however singletons are merged iteratively to construct the dendrogram, based on 
the average linkage criterion which is formulated below:  
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Average linkage criterion, as in Eq. (4.11) looks for the average similarity between 
the nodes in different clusters. In principle it creates clusters of somewhat more 
similar variances. 
𝐼𝐶𝐷𝐼𝐽 =
1
∑𝑚𝑒𝑚𝑏(𝐶𝐼) ∙ ∑𝑚𝑒𝑚𝑏(𝐶𝐽)
∑ ∑(𝐷𝑚𝑛)
𝑛𝜖𝐶𝐽𝑚𝜖𝐶𝐼
 (4.11) 
It follows that nodes strongly coupled with the same set of reactive resources 
would be placed in the same cluster. 
 
And the following nomenclature: 
𝐶𝐼 , 𝐶𝐽 Distinct clusters I,J at the end of an iteration 
𝐼𝐶𝐷𝐼 ,𝐽 Proximity of two clusters I, J 
 
 
 Cluster validation: The average inter-cluster distance (AD) is used to determine 
the most appropriate number of clusters k, within the examined range [1,kmax]: 
The average inter-cluster distance (AD) is formulated as in Eq. (4.12) 
𝐴𝐷 = √
∑ 𝐼𝐶𝐷𝐼𝐽
2
𝑘
     𝐼 = 1,… , 𝑘;   𝐽 = 𝐼 + 1,… , 𝑘    (4.12) 
It follows that the greater the AD, the weaker the coupling between the clusters. 
Thus, k is determined as follows: 
𝑘: max {𝐴𝐷} (4.13) 
And the following nomenclature: 
AD Average Distance of a clustering outcome 
𝑘 Most appropriate number of clusters 
 
The selection of this validation index is motivated by the design choice to use the 
average linkage criterion in the merging stage. AD index in Eq. (4.12) is not expensive 
computationally and can be calculated along the iterations. 
 
4.3 Development of two novel zoning methodologies 
This section presents a) a Spectral K-way Clustering approach for Zoning for 
Coordinated Voltage Regulation (CVR), termed SKC, (Sub-section 4.3.1) and b) a Fuzzy 
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C-Means Clustering approach for Zoning for CVR, termed FCM, (Sub-section 4.3.2). The 
formulation of the optimization problems follows the three-stages’ structure of Cluster 
Analysis discussed in Chapter 2, Section 2.2.1; 1) Proximity metric formulation, 2) 
formation of clusters and 3) cluster validation. SKC and FCM formulations for CVR 
Zoning are effectively extending the state of the art and are aimed contributions of this 
thesis. 
  Spectral k-way Clustering (SKC) for CVR zoning 
This Sub-section formulates as optimization problem a novel zoning methodology for 
Coordinated Voltage Regulation (CVR) which deploys Spectral k-way Clustering.  
Overall, Spectral Clustering is preferred among other Exclusive Clustering algorithms, 
for the following reasons; a) It can be solved efficiently by standard linear algebra 
software, b) very often it has been found to outperform traditional exclusive clustering 
algorithms such as the K-Means [103], c) It does not make strong assumptions for the 
statistics of the clusters, d) it achieves dimensionality reduction through a pre-clustering 
stage in eigen-space and furthermore this pre-clustering is non-linear and allows for 
arbitrarily connected non-convex geometries [104].  
On the negative side, spectral clustering presents a number of challenges a) its output 
is generally non-deterministic as it is sensitive to the choice of internal parameters and b) 
it can be computationally expensive for large node sets. SKC is formulated below with 
special emphasis put on making adjustments to overcome the aforementioned limitations. 
 Proximity metric formulation: Similarly to the approaches discussed in Section 
4.2, the transmission grid under study can be represented as a weighted undirected graph. 
Buses are the nodes of the graph and are the objects to be clustered. The proximity metric 
is formulated below:  
The weighted edges represent the degree of coupling in terms of voltage between 
two nodes, i and j and is quantified by equations (4.14)-(4.16)  
The coupling can be quantified by the attenuation of voltage variations, defined as: 
𝑎𝑚𝑛 = [
𝜗𝑉𝑚
𝜗𝑄𝑛
] [
𝜗𝑉𝑛
𝜗𝑄𝑚
]⁄  (4.14) 
Equation (4.14) requires as input the latest Jacobian calculation and in the general 
case it is not reflexive, i.e. amn ≠ anm. For amn to be deployed in an undirected 
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graph, the normalization of equation (4.15) is considered in order to obtain 
symmetrical distances and to move from a product to a sum. 
𝐷𝑚𝑛 = −𝑙𝑜𝑔 (𝑎𝑚𝑛 ∙ 𝑎𝑛𝑚)    (4.15) 
Due to the fact that Spectral Clustering is more efficient and reliable on sparse graphs 
the proximity metric is finally formulated as in (4.16): 
𝑤𝑚𝑛 = 𝐷𝑚𝑛 ∙ 𝐴(𝐺)𝑚𝑛 (4.16) 
Hence proximities are expressed based on Lagonotte formal electrical distance  
𝑊 = [𝑤𝑚𝑛], however a sparse formulation is used, i.e.  𝑤mn is zero if nodes m, n are 
not topologically adjacent in graph G. 
And the following nomenclature: 
𝐴(𝐺) Topological adjacency matrix of graph G 
𝑊 = [𝑤𝑚𝑛] Sparse matrix of electrical distance 
 
 
 Formation of Clusters:  Spectral clustering works by first transforming the data 
from Cartesian space into similarity space and then clustering in similarity space. The 
original nodes are projected into the new coordinate space which encodes information 
regarding nodes proximities. The similarity transformation reduces the dimensionality of 
space and, effectively, pre-clusters the nodes into orthogonal dimensions. Towards the 
formation of clusters, this pre-clustering stage is an essential 1st step and is formulated 
below: 
The mapping from Cartesian space to similarity space is facilitated by the creation 
and diagonalization of the degree matrix; 
For a graph G of size N, the degree matrix of the graph is notated as 
 𝐷(𝐺)  = [𝑑𝑚𝑛]  and is defined as: 
𝑑𝑚𝑛 = {
0                𝑖𝑓 𝑚 ≠ 𝑛
∑𝑤𝑚𝑘     𝑖𝑓 𝑚 = 𝑛
𝑁
𝑘=1
 
(4.17) 
The Laplacian of graph G is a 𝑁 × 𝑁 symmetric matrix defines as 
𝐿(𝐺) = 𝐷(𝐺) − 𝐴(𝐺) (4.18) 
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Here, the normalized Laplacian is preferred due to the fact that its eigenvalues are 
scale independent which is more advantageous for clustering purposes [73]. The 
latter is also a 𝑁 × 𝑁 symmetric matrix defined as: 
𝐿𝑛 = 𝐷
−
1
2 ∙ 𝐿 ∙ 𝐷−
1
2 (4.19) 
The Normalized Laplacian is singular, it has rank at most n-1 and it has 0 as 
eigenvalue. The rest of the eigenvalues are positive. The multiplicity of zeroes 
represents the number of connected sub-graphs.  
For a spectral k-way classification the k top eigenvalues are used to assign 
coordinates to the nodes of the graph in 𝑅𝑘: {𝑥1, … , 𝑥𝑁} ∈ 𝑅
𝑘 . Note that X is the 
𝑁 × 𝑘 matrix whose columns are the top k eigenvectors and 𝑥𝑖 is the i-th row of X. 
The rows of X are normalized to have length 1 in 𝑅𝑘: 
𝑈𝑖 =
𝑥𝑖
‖𝑥𝑖‖
  1≤i≤N (4.20) 
Effectively, when one stacks the lowest k-eigenvectors of this matrix as columns in 
a new matrix and normalize them (Eq.4.20), the rows of the matrix are the new 
coordinates for each node in the new space. 
And the following nomenclature: 
D(G) Degree matrix 
A(G) Topological adjacency matrix of graph G 
𝐿(𝐺) Laplacian matrix of graph G 
𝐿𝑛(𝐺) Normalized Laplacian of graph G 
𝑈 Matrix of Eigen-vectors of graph G 
 
The eigenvectors span the linear space defined by the clusters. At this stage k-means is 
used to derive the final Clustering, since the focus is on exclusive Clustering algorithms. 
The K-means part is run because the eigenvectors can be degenerated. Overall, the 
clusters could sit at any coordinates in the space as long as they are rotated 90 degrees 
from each other relative to the origin. This second stage of clusters formation is 
formulated below: 
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K-means iteratively minimizes the following objective function: 
𝐽 =∑∑‖𝑈𝑖
𝑗 − 𝐶𝑗‖
2
𝑁
𝑖=1
𝑘
𝑗=1
 
(4.21) 
This optimization iterates until the movement of the k-centroid points falls below 
some minimum threshold or a maximum number of iterations is reached.  
And the following nomenclature: 
𝐶𝑗 Centroid of cluster j 
𝑈 Matrix of eigen-vectors of graph G 
N Number of nodes 
𝑘 Pre-specified number of clusters 
 
SKC is heuristic and partially probabilistic, hence it possibly converges in local minima 
and it may even provide non replicable outcome. The randomized component is the 
selection of the initial centroids. To overcome the problem of non-replicability, an initial 
set of centroids is specified through a preliminary clustering on a random 10% subsample 
of the node-set. Alternatively one could specify a particular probability distribution 
function for the initial centroids or come up with a different heuristic rule. In the CVR 
control problem though there is no evidence towards the preference of a particular 
probability distribution function that can be suggested as a good fit.  
After this selection, a large number of Replicates are deployed to ensure a somewhat 
deterministic behaviour of the heuristic. Replicates refer to the number of times the 
clustering is repeated, each with different starting conditions. In each Replicate the 
algorithm moves nodes between clusters until the sum of the distances (or square 
distances) 𝑠𝑢𝑚𝑑 cannot be decreased further. K-means returns the solution with the 
lowest value of 𝑠𝑢𝑚𝑑   among all of the examined Replicates. The drawback of this 
design decision is that SKC takes more time to converge. However, this delivers a 
replicable outcome which is essential when considering adaptive zoning based RCM in 
CVR. 
 Clustering validation:  Eigengap analysis is used in the proposed SKC 
formulation in order to identify the most appropriate clustering decision. This validation 
index is formulated below:   
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Eigen gap is the difference between two consecutive eigenvalues.  
The eigenvalues of Ln are sorted in an ascending order and the relative eigengap γ is 
examined: 
𝛾 =
𝑣𝑘+1 − 𝑣𝑘
𝑣𝑘
 (4.22) 
 
A number of clusters k within the range [1,kmax] which maximizes γ indicates that 
the network admits a good decomposition in k-clusters and this is revealed by the 
spectral embedding in dimension k.  
And the following nomenclature: 
𝑣𝑘 k-th  sorted eigen-value 
𝛾 Relative eigen gap 
𝑘 Selected number of Clusters 
 
It is noteworthy, that the relative eigengap criterion can identify the most appropriate 
number of clusters before one proceeds to k-means optimization. This significantly 
reduces the computational cost of the SKC methodology and allows online application of 
SKC on large scale graphs. The latter statement is demonstrated and further discussed in 
Chapter 5, section 5.2. 
 Fuzzy C-means (FCM) for CVR zoning 
Fuzzy clustering extends crisp clustering in the sense that nodes can belong to various 
clusters with different degrees of membership at the same time, whereas crisp or 
deterministic clustering assigns each node to a unique cluster. The main driver towards 
developing a fuzzy clustering methodology for CVR zoning is that fuzzy clustering can 
reduce the number of local minima compared to crisp clustering [105]. This is mainly 
due to the fact that the non-zero membership degree property of fuzzy clustering has a 
smoothing effect on local minima. Fuzzy C-means is an effective way to establish fuzzy 
inference rules, hence it has been popular among other fuzzy clustering algorithms. On 
the negative side, the algorithm suffers heavy computational burden. Additionally, it is 
strongly sensitive to the initialization treatment, which usually requires a priori 
knowledge of the cluster numbers to form the initial cluster centres.  
A FCM zoning methodology for CVR zoning is formulated below: 
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 Proximity metric formulation: Similarly to the approaches discussed in Section 4.2, 
the transmission grid under study can be represented as a weighted undirected graph. 
Buses are the nodes of the graph and are the objects to be clustered. The proximity 
metric is identical to HCSD. Hence proximities are expressed based on formal 
electrical distance.  
The weighted edges represent the degree of coupling in terms of voltage between 
two nodes, m and n. The coupling can be quantified by the attenuation of voltage 
variations, defined as: 
𝑎𝑚𝑛 = [
𝜗𝑉𝑚
𝜗𝑄𝑛
] [
𝜗𝑉𝑛
𝜗𝑄𝑚
]⁄  (4.23) 
The proximity metric is ultimately formulated as in Eq. (5.24). 
𝐷𝑚𝑛 = −𝑙𝑜𝑔 (𝑎𝑚𝑛 ∙ 𝑎𝑛𝑚)    (4.24) 
 
The proximity metric matrix in here is dense, semi-positive and has zeros only on the 
diagonal. Work in [91] has reported that the adoption of electrical distance in zoning for 
CVR with fuzzy k-means is responsible for non-connected clusters. This short coming 
has not been an issue here and any discontinuities witnessed have been adequately tackled 
through simple membership degree tuning with sufficient results in all examined 
scenarios. 
 Formation of Clusters: Fuzzy k-means is used to assign the N nodes into k clusters. 
This is formulated below: 
FCM is based on the minimization of the following objective function: 
𝐽𝑚 = ∑ ∑ 𝑢𝑖𝑗
𝑚 ∙ ‖𝑑𝑖 − 𝐶𝑗‖
2𝑘
𝑗=1
𝑁
𝑖=1    with  1≤
𝑚 < ∞ 
(4.25) 
In Eq. (4.25) di  is the i-th row of the D (N×N) electrical distance matrix,𝑢𝑖𝑗 is the 
degree of membership of 𝑑𝑖 in the cluster 𝑗 and the norm ||*|| is expressing the 
similarity between the measured data and the centre. 
The variable m is the fuzzifier and determines the level of cluster fuzziness.  A large 
m results in smaller memberships and hence fuzzier clusters.  In the limit  m = 1, the 
memberships 𝑢𝑖𝑗 converge to 0 or 1, which is the simple k-means.  
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Fuzzy clustering is carried out through an iterative optimization of the objective 
function in equation (4.25) with the update of (a) membership 𝑢𝑖𝑗  and (b) cluster 
centroids 𝐶𝑗 . 
𝑢𝑖𝑗 =
1
∑ (
‖𝑑𝑖 − 𝐶𝑗‖
‖𝑑𝑖 − 𝐶𝑡‖
)
2
𝑚−1
𝑘
𝑡=1
 (4.26) 
       𝐶𝑗 =
∑ 𝑢𝑖𝑗
𝑚 ∙ 𝑑𝑖
𝑁
𝑖=1
∑ 𝑢𝑖𝑗
𝑚𝑁
𝑖=1
 
(4.27) 
This procedure converges to a local minimum or a saddle point of 𝐽𝑚 when: 
{|𝑢𝑖𝑗
(𝑖𝑡𝑒𝑟+1) − 𝑢𝑖𝑗
(𝑖𝑡𝑒𝑟)|} < 𝜀 or 
𝑚𝑎𝑥 {𝑖𝑡𝑒𝑟𝑎𝑡𝑖𝑜𝑛𝑠} 
(4.28) 
And the following nomenclature: 
uij Membership degree of node i in cluster 𝑗 
𝑚 Fuzzifier within [1. . ∞] 
ε Termination criteria between [0…1] 
 
When Fuzzy c-means terminates it returns a matrix of centroids. These centroids are 
theoretical and they do not map directly onto an actual node. It also returns a matrix 𝑁 ×
𝑘 which indicates the degree of membership for each of the N nodes to each of the k 
clusters. This is a fuzzy classification and this outcome cannot be deployed in CVR 
application. To that end, one more stage is added which does the crisp clustering; each 
node is assigned to the cluster that has the maximum membership degree. 
FCM is heuristic and partially probabilistic, hence it possibly gets stuck in local minima 
and it may even provide non replicable outcome. The randomized component is the 
selection of the initial centres. To overcome the problem of non-replicability, similarly to 
SKC (Sub-section 4.3.1), an initial set of centroids is specified through a preliminary 
clustering on a random 10% subsample of the node-set and a larger number of Replicates 
is used. 
 Clustering validation: The last stage involves clustering validation, i.e. an assessment 
of the relative appropriateness of clustering solutions proposed by various runs of the 
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FCM algorithm for different k number of clusters. The validation index used is 
formulated below: 
The appropriateness of a clustering decision based on a value k is validated using 
Xie and Beni index [106]: 
𝑉𝑋𝐵(𝑘) =
∑ ∑ 𝑢𝑖𝑗
𝑚 ∙ ‖𝑑𝑖 − 𝐶𝑗‖
2𝑁
𝑖=1
𝑘
𝑗=1
𝑁 ∙ min
𝑖 𝑗
‖𝐶𝑖 − 𝐶𝑗‖
 
(4.29) 
Where di   is the i-th row of the D (N×N) and the norm ||*|| is expressing the 
similarity between the measured data and the centre 𝐶𝑗. A smaller value for the 𝑉𝑋𝐵 
index signifies a more appropriate clustering decision that provides compact clusters 
that are adequately separated. 
And the following nomenclature: 
𝑉𝑋𝐵(𝑘) Xie and Beni index for k-clusters 
C Cluster centroid 
 
It is desirable to select a validation index that can be calculated fast once Fuzzy k-means 
converges. Besides Xie and Beni index, suitable candidates examined were the partition 
coefficient [107] and partition entropy [108]. Xie and Beni index is preferred in here due 
to the fact that it accounts both for compactness and separation, unlike [108, 107] and at 
the same time it is not overly complex. On the negative side, Xie and Beni index may 
become unreliable when number of clusters are close to number of nodes, however this 
drawback does not affect its suitability in zoning for Coordinated Voltage Regulation 
(CVR) where maximum number of clusters is conservative and cannot exceed the number 
of synchronous control elements. 
4.4 Results & Discussion 
This section presents and discusses the most informative Results taken from broad 
experiments. It is organized into three Sub-sections. Sub-section 4.4.1 tests and discusses 
some generalities of interest which are common in all zoning methodologies. Sub-section 
4.4.2 introduces the case study networks and summarizes the different zoning based RCM 
approaches under study. Sub-section 4.4.3 evaluates the various zoning based RCM 
approaches on the CVR control of these case study networks. 
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 Zoning methodologies: Basic properties 
Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in VAR 
Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM) 
methodologies all use proximity metrics that require as input only the Jacobian matrix of 
the system, which is readily available and is updated periodically as the conditions vary. 
Due to this input, it follows that all zoning methodologies are structure and state 
dependent. Under a number of trials it became evident that (a) Zoning methodologies 
based on hierarchical agglomerative clustering, i.e. HCSD, HCVS are deterministic and 
thus replicable even if suboptimal, under the assumption that proximity distances selected 
and number of zones prevent the formation of ties. And (b) zoning methodologies 
deploying k-means or a variant of it, i.e. SKC, FCM, can achieve a replicable output 
through the proposed sampling of initial centroids and the deployment of a large number 
of Replicates (i.e. iterations). 
As all zoning methodologies are heuristic algorithms, they provide no guarantee that 
they will converge to the global optimum solution. A well designed zoning methodology 
is expected, though, to have the ability to identify obvious boundaries. To prove the latter, 
similar to [109] the IEEE-96 system [110] is used. This is an atypical system and is framed 
by replicating the IEEE RTS-24 network [111] three times and with few interconnections. 
A 72-mile 230 kV line connects area 2 to area 3 and a 67-mile 230 kV line connects area 
1 to area 3. The grouping results for this system are presented in figure 4.1 and are 
identical to all zoning methodologies when three clusters are requested. The above 
outcome validates their basic ability to identify obvious boundaries. 
 
Fig.4.1 Topology of the 3-area system [110]. Note that all zoning methodologies 
produce the same zoning result as illustrated in this figure. 
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 Zoning based RCM approaches and Case study networks  
This Sub-section contains a summary of the examined zoning approaches to Reduction 
of the Control Model (RCM) and a brief description of three typical transmission 
networks that are used as case studies. 
Sections 4.2 and 4.3 formulated four zoning methodologies as clustering optimization 
problems, i.e. Hierarchical Clustering with Single Distance (HCSD), Hiearchichal 
Clustering in VAR Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means 
Clustering (FCM). Section 4.1 discussed that once a zoning is derived, RCM is defined 
in practice and in academic literature with very little ambiguity. Hence, the extension of 
each formulated zoning methodology to zoning based RCM is straight-forward, as figure 
4.2 indicates. 
Hence, a single RCM definition is deployed in conjunction with all zoning 
methodologies; Zonal centroids are assigned as pilot nodes, similar to [17]. Control is 
based on synchronous generators, similar to [13, 15, 21]. In addition to generators, 
synchronous condensers in some cases are also considered, if explicitly stated. This 
selection reflects the industrial practice. 
The question of interest is how HCSD based RCM, HCVS based RCM, SKC based 
RCM and FCM based RCM affect the performance and robustness of Coordinated 
Voltage Regulation (CVR). This question is examined in Sub-section 4.4.3 on three 
typical transmission networks: (a) 30 bus test network (b) 39 bus test network and (c) 118 
bus test network.  
These test networks are presented here and they have been selected for the following 
reasons; (a) they cover the range of both transmission and sub-transmission voltage 
levels, (b) they are characterized by different degrees of controllability and variety of 
control resources and (c) the last two networks are the most commonly used in CVR 
studies. 
 IEEE 30-Bus test network 
The IEEE 30-Bus test network represents a portion of the American Electric Power 
System in the Midwestern USA and is presented in figure 4.3 below. Data for the steady-
state analysis can be found in reference IEEE Common Data Format by [111, 112]. This 
electrical network contains 132 kV-33 kV voltage levels. It has 30 Buses and 41 branches, 
hence it is meshed with average degree <k>=2.73. It contains 21 loads served by 6 
synchronous generators. The ratio of controllable buses to overall buses is ~20%. 
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Fig. 
4.3 One line diagram- IEEE 30 Bus system [111] 
 
 
 
 Figure 4.2 Summary of zoning-based RCM approaches under study 
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 The 39-bus test network 
The 39 bus test network represents the New England ISO and belongs to transmission 
level. This network is often used in CVR studies and is presented in figure 4.4 below. It 
features 9 synchronous generators and one interconnection to the New York power 
system. It has 39 Buses and 46 branches, hence it is meshed with average degree 
<k>=2.36. The ratio of controllable buses to overall buses is ~25%. Data for the steady-
state analysis can be found in [111]. 
 
 
Fig. 4.4 One line diagram- 39 buses test network [111] 
 
 The 118-bus test network 
The 118 bus test network represents the American Midwest ISO and belongs to 
transmission level. This network is often used in CVR studies and is presented in figure 
4.5 below. It has 118 Buses and 186 branches, hence it is highly meshed with average 
degree <k>=3.15. It features 19 synchronous generators and 35 synchronous condensers. 
It is particularly rich in controllability, i.e. the ratio of controllable buses to overall buses 
is ~45%. Data for the steady-state analysis can be found in [111]. 
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Fig.4.5 One line diagram- 118 bus test network [111] 
 
 Evaluation of Zoning based RCM in CVR 
This Sub-section presents how the four zoning based RCM approaches (i.e. HCSD, 
HCVS, SKC and FCM based RCM) affect the performance and robustness of the CVR 
controller in three representative standard test networks. (i.e. 30 bus, 39 bus and 118 bus 
test network). 
 Results on the 30 bus test network 
Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in VAR 
Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM) 
based RCM approaches are applied to suggest the most appropriate Reduction of the 
Control Model (RCM) for a single network state (maximum loading conditions and no 
topological changes). Each of them searches for a solution within the range {2..6} number 
of zones. The lower bound of this range comes from the fact that central Coordinated 
Voltage Regulation (CVR) is not feasible or reliable in the general case. The higher bound 
of this range is specified by the number of synchronous generators, which are 6 for the 
30 bus test network.  
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Each of the zoning methodologies is represented by the zoning outcome that optimizes 
its validation index. The parameters that optimize the clustering validation are listed in 
Table 3.1. As can be seen, HCSD, HCVS and SKC methodologies all suggest 3 zones, 
based on the maximization of the Relative Diameter (RD), Average Zonal Distance (AD) 
and Relative Eigen-gap (γ)  respectively. FCM also suggests 3 zones, based on the 
minimization of Xie and Beni Index VXB. 
Figure 4.6 presents the zoning decisions made by each of the zoning methodologies 
and the resulting Reduction of the Control Model (RCM). 
 
TABLE 3.1 
FEATURES OF CLUSTERING VALIDATION 
-30 BUSES TEST NETWORK 
Zoning 
methodologies 
Validation 
criteria –f(x) 
optimum{f} 
x:/f 
optimum 
HCSD max{𝚫𝑹𝑫(𝒌)} 0.231 3 
HCVS max{A𝑫(𝒌)} 2.369 3 
SKC max {𝜸 (k)} 0.512 3 
FCM min {𝑽𝑿𝑩(k)} 2.678 3 
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As can be seen from Fig. 4.6 all zoning methodologies suggest different zoning 
boundaries, however the differences are minor. Any differences in bus classification (e.g. 
buses 9, 11, 24 and 28) come from the fact that each of the zoning methodologies uses a 
different proximity metric (e.g. SKC uses a sparse variation of proximity deployed in 
HCSD, FCM) and all deploy different clustering algorithms (e.g. Spectral k-means in 
SKC vs Fuzzy C-Means in FCM) or different variations of the same clustering algorithm 
(e.g. HCSD builds a dendrogram deploying complete linkage criterion, while HCSD 
builds a dendrogram deploying average linkage criterion). In this particular network the 
differences are minor, hence the Reduction of the Control Model is identical no matter 
which zoning methodology has been deployed to derive it. This is quite an exceptional 
case and indicates that while in principle zoning definitions determine the nature of the 
corresponding RCMs, similar zoning outcomes (coming from different zoning 
definitions) could result in the same RCM being selected. Owing to the fact that RCM is 
identical to all approaches, the performance and robustness of CVR would be obviously 
identical for all cases.  
 
 
 
 
 
Figure 4.6 RCM for the 30 bus test network based on  
 (a) HCSD, (b) HCVS, (c) SKC and (d) FCM 
71 
 
 Results on the 39 bus test network 
HCSD, HCVS, SKC and FCM based RCM approaches are deployed to suggest the 
most appropriate Reduction of the Control Model (RCM) for a single network state 
(maximum loading conditions and no topological changes). Each of them searches for a 
solution within the range {2...10} number of zones. The lower bound of this range comes 
from the fact that central CVR control is not feasible or reliable in the general case. The 
higher bound of this range is specified by the number of the synchronous generators, 
which are 10 for the 39 bus test network.  
Each of the zoning methodologies is represented by the zoning outcome that optimizes 
its validation index. The parameters that optimize the clustering validation are listed in 
Table 4.2. As can be seen, HCSD, HCVS, and SKC methodologies all suggest 4 zones, 
based on the maximization of the Relative Diameter (RD), Average Zonal Distance (AD) 
and Relative Eigen-gap ( γ)  respectively. FCM suggests 5 zones, based on the 
minimization of Xie and Beni Index VXB. 
Figure 4.7 presents the zoning decisions made by each of the zoning methodologies 
and the resulting Reduction of the Control Model. The selected pilot nodes within the 
zones are also identified and highlighted: {HCSD:[4,20,21,28]}, {HCVS:[1,6,16,26]}, 
{SKC:[6,20,21,26]} and {FCM:[1,6,16,20,28]}. 
As can be seen, different zoning methodologies, sharing the same control objective and 
network, make different decisions and a natural question is which is the most appropriate 
for CVR. Internal validation criteria provided the most appropriate outcome for each 
zoning methodology, they are however specific to each approach and may produce 
contradicting decisions if combined, as reference [113] points out. Due to that, this thesis 
TABLE 4.2 
FEATURES OF CLUSTERING VALIDATION 
-39 BUS TEST NETWORK 
Zoning 
methodologies 
Validation 
criteria –f(x) 
optimum{f} 
x:/f 
optimum 
HCSD max{𝚫𝑹𝑫(𝒌)} 0.026 4 
HCVS max{A𝑫(𝒌)} 7.061 4 
SKC max {𝜸 (k)} 0.449 4 
FCM min {𝑽𝑿𝑩(k)} 0.096 5 
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proceeds by comparing the optimized through validation zoning outcomes directly on the 
application of interest, using the framework which has been presented in Chapter 3. 
 Evaluation –Static RCM and accurate measurement 
The performance CVR achieves with respect to the four zoning methodologies is now 
compared. Static Reduction of the Control Model (RCM) is considered and accurate 
measurements; { ∆?̂?𝑃 , Q̂g} = { 𝛥𝑉𝑃 , Qg} in block C of the framework. The probabilities 
associated with the system load level and load deviation are expected to be obtained from 
available system data. In absence of such data for the test system, the different load levels 
(as percentage of maximum) are assumed to follow the cumulative probability 
distribution of figure 4.8, similar to [114]. Deviation cases over base-case load are 
 
 
 
Fig.4.7   RCM for the 39 bus test network based on  
 (a) HCSD, (b) HCVS, (c) SKC and (d) FCM 
73 
 
assumed to follow the cumulative probability distribution of figure 4.9, similar to [82]. 
 
Fig. 4.8 Load duration curve [114] 
 
 
Fig. 4.9 Cumulative probability distribution for load deviations [82] 
Simulation results for the case of accurate measurement are presented in table 4.3. The 
CVR algorithm is common to all zoning methodologies and the measurements introduce 
no uncertainty to the problem. However, results reveal that the selection of the zoning 
methodology affects the performance the voltage control algorithm achieves.  
TABLE 4.3 
ZONING METHODOLOGY EVALUATION 
-39 BUS TEST SYSTEM 
Zoning 
Methodology 
HCSD HCVS SKC FCM 
OPI (%) 86.91 92.09 91.23 89.88 
 
As can be seen in table 4.3, HCVS and SKC methodologies achieve the highest 
performance for this case study. This can be explained from the fact that HCVS uses a 
distance metric that accounts for the quasi steady state characteristic of CVR law and 
SKC optimizes the Normalized Cut and not the Ratio Cut. Overall, a higher performance 
is very much desirable as it signifies reduced losses and enhanced voltage profile. 
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 Evaluation –Static RCM and noisy pilot bus measurements 
This paragraph is concerned with the robustness of a zoning methodology to 
measurement errors. The analysis described above is repeated (exact network and 
probabilistic modelling). However, this time CVR acts upon a voltage deviation vector 
which bears an error 𝜀,  as in: 
∆V̂P = |1 − 𝜀| ∙ ∆VP (4.30) 
In the general case 𝜀 can follow any distribution. In this example, error 𝜀 follows uniform 
distribution with same magnitude for all pilot node measurements. This error is initially 
set at 2% and gradually increased to 10%. Figure 4.10 presents the OPI performance of 
each zoning methodology with respect to the measurement error. Obviously, increasing 
the level of measurement errors deteriorates the zoning methodologies OPI performance. 
The final OPI curves are quite linear for the error range examined. A smaller curve slope 
indicates a more robust zoning methodology. Zoning methodologies demonstrate 
different degrees of robustness to measurement errors. Based on the slope of their 
corresponding OPI curves, HCSD appears to be the most robust to measurement errors, 
while FCM the least robust. It is noteworthy that for increasing errors SKC methodology 
outperforms the HCVS. The above indicate that a zoning methodology should be selected 
in accordance with the expected accuracy of the voltage measurements CVR receives. 
 
Fig. 4.10 Zoning methodologies comparison under various measurement 
errors -39 bus test network 
 Results on the 118 bus test network 
Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in VAR 
Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM) 
approaches are deployed to suggest the most appropriate Reduction of the Control Model 
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82
84
86
88
90
92
O
P
I(
%
)
 
 HCVS
SKC
FCM
HCSD
75 
 
(RCM) for a single network state (maximum loading conditions and no topological 
changes). The 118 bus test network is an interesting case due to having such high ratio of 
controllable buses (~45%). Each of the zoning methodologies searches for a solution 
within the range {2...54} number of zones. The lower bound of this range comes from the 
fact that central CVR control is not feasible or reliable in the general case. The higher 
bound of this range is specified by the number of the synchronous control elements; 19 
synchronous generators and 35 synchronous condensers.  
Each of the zoning methodologies is represented by the zoning outcome that optimizes 
its validation index. The parameters that optimize the clustering validation are listed in 
Table 4.4. As can be seen, number of most appropriate zones varies for most of the zoning 
methodologies. 
For HCVS methodology results appearing on Table 4.4 are attained with a reduced set of 
controllable elements. This is due to the fact that the consideration of the full control set 
resulted in disconnected clusters. This can be explained by the definition of the proximity 
metric which is essentially a Euclidean distance that uses many co-ordinates (i.e. number 
of dimensions equals number of control elements). What happens here is that for 
increased ratio of controllable elements, there might be little difference in the distances 
between different pairs of samples which may cause the distance function to lose its 
usefulness and produce erroneous results. Hence, the first 19 larger control elements are 
used for HCVS at the stage of formulating the electrical distance metric. This accounts to 
a 65% reduction of the initial set. Figure 4.11 elaborates on the selection of this threshold 
and presents zonings when a) 100% of control elements are considered, b) 70% and c) 
35% of them. 
TABLE 4.4 
FEATURES OF CLUSTERING VALIDATION 
-118 BUS TEST NETWORK 
Zoning 
methodologies 
Validation 
criteria –f(x) 
optimum{f} 
x:/f 
optimum 
HCSD max{𝚫𝑹𝑫(𝒌)} 0.074 6 
HCVS* max{A𝑫(𝒌)} 5.461 6 
SKC max {𝜸 (k)} 0.486 7 
FCM min {𝑽𝑿𝑩(k)} 1.199 8 
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Fig. 4.11 Selected HCVS zoning based on clustering validation a) at 100% control 
elements, b) 70% control elements and c) 35% control elements 
 
Figures 4.12 presents the zoning decisions made by each of the zoning methodologies.   
As can be seen, the zonings are given as subgraphs due to scaling up on number of 
buses. Same colours are used to indicate similar zones, i.e. zones containing big 
percentage of zones as in a previous zoning. It is evident that the different zoning 
 
Fig.4.12   Zoning outcomes for the 118 bus test network based on methodologies; 
(a) HCSD, (b) HCVS, (c) SKC and (d) FCM 
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methodologies, sharing the same control objective and network, make different decisions 
similarly to the previous network examined. The selected pilot nodes within the zones are 
presented in Table 4.5:  
Regarding selection of the control elements; an arbitrary limit is imposed for synchronous 
resource participation in CVR, i.e. generators and condensers with reactive capacity 
greater than 150 MVAR (~61% of the total control elements). 
 Evaluation –Static RCM and accurate measurement 
The performance CVR achieves on the 118 bus test network with respect to the four 
zoning methodologies is now compared. Static RCM is considered and accurate 
measurements; { ∆?̂?𝑃 , Q̂g} = { 𝛥𝑉𝑃 , Qg} in block C of the framework. The probabilities 
associated with the system load level and load deviation identical to the ones considered 
in the previous example (Figures 4.8 and 4.9). 
Simulation results for the case of accurate measurement are presented in table 4.6. The 
CVR algorithm is common to all zoning methodologies and the measurements introduce 
no uncertainty to the problem. However, results reveal that the selection of the zoning 
methodology affects the performance the voltage control algorithm achieves. As can be 
seen in table 4.6, SKC methodology achieves the highest performance for this case study. 
FCM and HCSD share the same proximity metric, however similarly to the results on the 
39-test network FCM outperforms HCSD. This is anticipated as Fuzzy Clustering in 
principle can avoid some minima of crisp clustering. It is noteworthy that HCVS achieves 
the lowest score among all, contrary to results on the 39 bus test network. This is 
explained by the short-coming of the deployed Electrical Distance and the need to reduce 
the number of dimensions in order to avoid poor/disconnected clustering outcomes. While 
it considers the quasi-steady zonal control characteristics, it should be used with caution 
for high ratios of g/l elements or when the g elements participating in CVR are not pre-
TABLE 4.5 
PILOT NODE SELECTION 
-118 BUS TEST NETWORK 
Zoning 
methodologies 
Pilot nodes 
HCSD {9, 43, 67, 78, 108, 118} 
HCVS* {30, 44, 82, 84, 94, 108} 
SKC {5, 30, 37, 67, 84, 106, 118} 
FCM {5, 9, 17, 20, 67, 94, 108, 118} 
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specified.  
TABLE 4.6 
ZONING METHODOLOGY EVALUATION 
-118 BUS TEST SYSTEM 
Zoning 
Methodology 
HCSD HCVS SKC FCM 
OPI (%) 90.98 89.58 92.65 91.77 
 
 
 Evaluation –Static RCM and noisy pilot bus measurements 
This paragraph is concerned with the robustness of a zoning methodology to 
measurement errors on the 118 bus test system. The analysis described above is repeated 
(exact network and probabilistic modelling). However, this time CVR acts upon a voltage 
deviation vector which bears an error 𝜀.  The probabilities associated with the error 𝜀 are 
expected to be obtained from available system data. In absence of such data for the test 
system, in this example a normal distribution is arbitrarily used. The considered 
distribution is 𝑥 = 𝑁(0,1). The considered errors are of increasing magnitude and are 
derived as in Table 4.7 and equation (4.30). 
TABLE 4.7 
ERRORS IN ROBUSTNESS EVALUATION 
-118 BUSES TEST SYSTEM 
𝒄𝒂𝒔𝒆𝒔 error2 error4 error6 error8 error10 
𝜺 2 ∗ ‖𝑥‖ 4 ∗ ‖𝑥‖ 6 ∗ ‖𝑥‖ 8 ∗ ‖𝑥‖ 10 ∗ ‖𝑥‖ 
 
∆V̂P = |1 − 𝜀| ∙ ∆VP 
(4.30) 
The probabilistic analysis is run first with accurate data  
(𝜀 =0). Then it is repeated with each of the series error2, error4, error6, error8 and error 
10.  Figure 4.13 presents the OPI performance of each zoning methodology with respect 
to the measurement error on the 118 bus test network. Obviously, increasing the level of 
measurement errors deteriorates the zoning methodologies OPI performance.  
 
79 
 
 
Fig. 4.13 Zoning methodologies comparison under various measurement errors 
-118 bus test network 
Based on the slope of their corresponding OPI curves, HCSD appears to be the most 
robust to measurement errors, similarly to the analysis on the 39 bus test network. This is 
partly due to using the complete linkage merge criterion which is non-local; the entire 
structure of the clustering influences merge decisions, hence neighbouring effects are 
reduced. Similarly to results on the 39 bus test network, errors of increasing magnitude 
alter the order of appropriateness of the zoning methodologies. For instance, on the 118 
bus test network HCSD is the third best methodology when CVR deploys accurate data; 
however for highly erroneous data it seems to have the best potential.  
The analysis on both the 39 bus and 118 bus test networks indicate that a zoning 
methodology should be selected in accordance with the expected accuracy of the voltage 
measurements CVR receives. 
4.5 Concluding Remarks  
This Chapter developed two novel zoning methodologies, Spectral K-way Clustering 
(SKC) and Fuzzy C-Means Clustering (FCM) and formulated them as clustering 
optimization problems using Complex Network Analysis. Two more approaches that 
have been adopted by industry, Hierarchical Clustering with Single Distance (HCSD) and 
Hierarchical Clustering in VAR Space (HCVS) were also assessed. These four zoning 
methodologies are representative of the whole spectrum of clustering algorithms and are 
the most appropriate candidates for Hierarchical, Exclusive and Overlapping Clustering.  
HCSD, HCVS, FCM and SKC methodologies all use proximity metrics that require as 
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input only the Jacobian matrix of the system, which is readily available and is updated 
periodically as the conditions vary. Due to this input, it follows that all zoning 
methodologies are structure and state dependent. As evidenced from the simulations, all 
of these methodologies have the ability to identify obvious boundaries and can provide a 
deterministic output on networks with none obvious boundaries through tuning. It is 
noteworthy that all the aforementioned Zoning methodologies satisfy a single control 
objective hence no compromise is needed as it would have been in the case of multi-
objective clustering. From this design choice it follows that HCSD, HCVS, FCM and 
SKC, all are very efficient for the application of Coordinated Voltage Regulation (CVR), 
they would however be suboptimal with respect to other control objectives. 
Furthermore, simulations revealed that different zoning methodologies, sharing the 
same control objective and network, make different decisions. To that end the 
probabilistic framework presented in Chapter 4 has been deployed to investigate how 
different zoning based RCM approaches serve the CVR control objective. In this 
investigation, the focus has been on both performance and robustness that CVR controller 
achieves in conjunction with a zoning based RCM approach. The results pointed to three 
interesting findings: 
(a) Zoning definitions determine the nature of the corresponding Reduction of the 
Control Model (RCM). However, similar zoning outcomes (coming from 
different zoning definitions) could result in the same RCM being selected. 
(b) SKC and HCVS based RCM appear to have the best potential. The high 
performance of HCVS can be explained by the electrical distance that it deploys 
which considers the quasi-steady zonal control characteristics. HCVS should be 
used with caution though for high ratios of g/l elements or when the g elements 
participating in CVR are not pre-specified. 
(c) The selection of a zoning based RCM affects both the performance and the 
robustness of the CVR controller. Hence, a zoning based RCM should be 
selected in accordance to the expected accuracy of the voltage measurements 
CVR receives. 
The formulation of SKC and FCM methodologies, the evaluation of a representative 
sample of zoning methodologies on the CVR problem and the key observations in (a)-(c) 
are the main novel contributions of this Chapter. 
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Consideration of 
adaptive RCM in CVR 
5  
 
 
   This chapter investigates Reduced Control Models 
determined in an online event-driven fashion (adaptive 
RCM) in pursuit of improved Coordinated Voltage 
Regulation (CVR). This is due to the fact that a single RCM 
(static RCM) cannot be optimum for all network operating 
conditions and configurations. This chapter investigates 
four novel research questions with regards to adaptive 
RCM in CVR: (a) is adaptive RCM feasible from a 
computational perspective on realistic size networks? , (b) 
What should trigger the adaptive RCM? (c) What is the 
Value of adaptive RCM from a control perspective? , and 
(d) Which are the Major implementation challenges?  
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5.1 Adaptive RCM for CVR 
This section introduces adaptive Reduction of the Control Model (RCM) which is a 
relatively new concept in Coordinated Voltage Regulation (CVR) literature and largely 
unexplored. Subsection 5.1.1 provides the definition of adaptive RCM. Subsection 5.1.2 
reviews the existing literature on adaptive RCM and provides the underlying motivation 
which drives this research. 
 Adaptive RCM for CVR: Definition 
Coordinated Voltage Regulation (CVR) manages mid-term (i.e. steady state 
mechanism with 1 min resolution [3], see also Chapter 1, Section 1.1) and is based on 
Reduced Control Models (RCM), i.e. simplified models of the system suitable for voltage 
control. It is a fact however that a single Reduced Control Model (static RCM) cannot be 
optimal for all network configurations and operating conditions. This Chapter 
investigates non-static Reduced Control Model definitions in pursuit of improved CVR. 
A non-static RCM can be derived in two possible ways: 
(a) With case-based reasoning: A number of possible RCMs can be predefined by 
sampling a number of network states with criteria such as possibility of 
occurrence or criticality. When conditions vary, a predefined RCM may be 
deployed based on the maximum similarity the current network state has to any 
of these sampled network states. RCM with case-based reasoning is suitable on 
networks with limited observability, and the author believes it will be useful 
for CVR in the transition towards smart-er transmission grids. It does however 
rely on maintaining an RCM database and carrying out online search with in it, 
and also on appropriate interpretation for cases that are equally far from a 
number of offline defined options. 
(b) Online Adaptive definition: As conditions vary a new RCM is generated that 
best suits the current network state. Certain thresholds can be posed to avoid 
frequent/pointless reconfigurations of RCM. Hence, RCM is reconfigured 
when CVR performance drops below a predefined threshold or following/in 
anticipation of a significant event.  
The second definition of adaptive RCM is selected for this work, since this thesis targets 
future power grids [115] where observability is not an issue and the deployment of RCMs 
is driven by the need for CVR secure convergence, reliability and engineering simplicity 
rather than economy of measurements. 
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Regarding the Reduction of the Control Model (RCM) it is important to note that 
Research into it is developing in two directions. The first deploys heuristics to divide the 
system into weakly coupled zones and then identifies, with exhaustive search, pilot nodes 
and controlling elements to base the control on [17, 21, 89]. This approach is referred to 
as zoning based RCM. The second direction uses heuristics and artificial intelligence 
techniques to identify the most suitable pilot nodes by minimizing, in a system wide 
fashion, the linearized version of a particular CVR control objective function [81, 80, 82]. 
Approaches of the second research direction cannot be incorporated in adaptive RCM 
schemes, due to their long execution times. Indicatively, evolutionary algorithms, that 
according to [82] are currently the best candidate solution, need several hours to converge. 
Zoning based RCM is thus examined within the adaptive scheme, due to being 
significantly faster. To that end, adaptive RCM has as a backbone a varying number of 
zones with non-static/flexible boundaries. 
Within Coordinated Voltage Regulation (CVR), adaptive RCM refers to the 
definition of the Reduced Control Model in an event driven online fashion. 
Adaptive RCM is solely zoning based and it is based on a varying number of 
zones with non-static boundaries.  
 
An abstract illustration of the concept is presented in figure 5.1 below. 
 
Fig. 5.1 Adaptive RCM in CVR 
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     Adaptive RCM for CVR: Literature review & Motivation 
The term adaptive Reduction of the Control Model (adaptive RCM) is relatively new 
in CVR literature, where static RCM definitions have been largely deployed in CVR since 
the early 80’s [17]. Advances in substation communication and increased measurement 
availability paved the way to adaptive RCM. A novel AVC system based on online 
adaptive zone definition has been implemented in China to better suit the very rapidly 
developing power industry. The approach was firstly introduced at the IEEE PES General 
Meeting of 2009 [21] where a technique based on Hierarchical Clustering in VAR control 
space (HCVS) was presented. Reference [22] elaborated on the adaptive zone-definition 
based AVC system and presented lessons learnt from its field application in China. Work 
in [30] applies the HCVS approach on the PJM (i.e.  Pennsylvania, Jersey, Maryland) 
system for a number of critical scenarios and concludes that the decoupled characteristics 
for PJM power grid is not fixed for different cases i.e. it justifies the case for adaptive 
zoning based RCM, similar to [22]. 
References [21, 22, 30] discussed above constitute seminal work on the consideration of 
adaptive RCM in the CVR. They do however tackle simultaneously a number of research 
questions, ranging from CVR hardware and software implementation to overall CVR 
problem formulation and they are not focussed on adaptive RCM. Adaptive RCM is 
relatively new in CVR literature and hence largely unexplored. The above work has not 
discussed a number of important research questions related to adaptive RCM, such as the 
ones listed below: 
(a)  Feasibility of adaptive RCM in CVR from a computational perspective on 
realistic size networks, i.e. prior to the application of any network reduction 
technique. 
(b) Investigation into what triggers/should trigger the adaptive RCM. 
(c) Investigation of the value of adaptive RCM in CVR from a control perspective. 
(d) Major implementation challenges; Implications of adaptive RCM in smart control 
rooms and infrastructure. 
The above research questions are tackled in the following Sections (5.2-5.5).  This 
research outcome can also be found in references [16, 116] published by the authors. It is 
noteworthy that references [16, 116] together with [21, 22, 30] are the only published 
work on adaptive RCM in CVR literature. 
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5.2 Feasibility from a computational perspective 
This section investigates the feasibility of adaptive Reduction of the Control Model 
(RCM) in Coordinated Voltage Regulation (CVR) from a computational perspective 
along with relevant speed up heuristics. Results are presented on a realistic size network 
(i.e. with no reduction). 
As discussed in chapter 2, zoning methodologies can be classified as Hierarchical, 
Exclusive and Overlapping.  Based on this taxonomy, four zoning methodologies have 
been selected in Chapter 4, Sections 4.2 and 4.3 as representative of the whole spectrum; 
 RCM Methodologies based on Hierarchical Clustering (agglomerative) 
 Hierarchical Clustering with Single Distance (HCSD) 
 Hierarchical Clustering in VAR control space (HCVS) 
 RCM Methodologies based on Exclusive Clustering 
 Spectral K-way Clustering (SKC) 
 RCM Methodologies based on Overlapping Clustering 
 Fuzzy C-Means (FCM) 
Hence, HCSD, HCVS, SKC and FCM methodologies are examined in this Section for 
their applicability in adaptive RCM schemes. A desirable property of the adaptive scheme 
would be the ability to quickly update the RCM based on the new calculated Jacobian 
matrix. Ideally RCM would be carried out fast enough, in order to also allow CVR to act 
upon it within its first cycles of operation, i.e. in less than 1min [11]. To get an answer 
for a realistic size network, for this investigation, the 2383 bus Polish system is used 
[111]. This system contains 130 generators that have a capacity above 50 MW and overall 
151 synchronous control elements that can produce more than 20 MVAR. The annual 
peak load demand equals 25 GW. Computational times reported in this section are 
calculated on a PC with 3.2 GHz quad core CPU and 8 GB RAM. Despite the fact that 
computational speed is anticipated to increase, one must bear in mind that so will the scale 
and complexity of problems they should tackle. 
Figure 5.2 comparatively presents the zoning methodologies computational cost. Note 
that times reported are the mean value of 100 runs. 
HCSD and HCVS methodologies are based on agglomerative hierarchical clustering 
and their computational complexity depends only on the number of nodes to be clustered. 
In light of the above one might improve computational time, by collapsing leaf-nodes 
prior to the agglomerative clustering, as they would in any case cluster within their 
immediate upstream neighbours. The above option is not deployed in results presented in 
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figure 5.2 as we are seeking for answers on the applicability issue for networks that have 
not undergone and thus do not have as a pre-requisite any reduction.  
 
Fig. 5.2  Zoning methodologies’ computational cost for the 2383 bus Polish system 
The computational complexity of SKC and FCM methodologies is 𝑂(𝑛𝑘𝑖)  and 
𝑂(𝑛𝑘2𝑖)  respectively [117]. Parameter n accounts for the number of buses to be 
classified, k is the number of clusters and i the number of maximum iterations.  
Regarding SKC methodology the relative eigengap heuristic introduced in Chapter 4, 
Section 4.3.1 can specify the most desirable number of clusters k prior to the k-means 
optimization and thus speed up computation time.  Parameter k can be bounded within a 
range {𝑘𝑚𝑖𝑛, 𝑘𝑚𝑎𝑥} that makes sense from an engineering point of view. The upper limit 
applied here accounts for the number of reactive resources that have a reactive margin 
above 20 MVAR. The range examined is {10,151}. An investigation into the relative 
eigengap for the 2383 bus Polish system is shown in figure 5.3 and reveals 17 zones as 
the optimum answer for SKC.  
Based on eigen-gap heuristic, SKC solves the classification problem adequately fast 
(~7 sec). However the calculation of eigenvalues requires an additional of 21 sec, hence 
increases the computational cost. Computational times reported in figure 5.2 for the SKC 
account for both the time needed for eigenvalues calculation and the time required for the 
k-means optimization. For the latter though the eigen-gap heuristic is deployed 
particularly for the case of 17 zones, as explained above.  
For the FCM methodology the whole {10,151} range of values needs to be examined, 
in absence of any relevant heuristic. Figure 5.3 shows how the FCM methodology scales 
over this range. Times reported in figure 5.2 for the FCM methodology correspond to the 
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𝑘𝑚𝑎𝑥 = 151. It is noteworthy that even at 𝑘𝑚𝑖𝑛 = 10 zones, computation time exceeds 
the 60 sec threshold 
 
Fig. 5.3 Relative eigen-gap heuristic to determine number of zones for SKC 
 
Fig. 5.4 Scalability of FCM for various numbers of zones/clusters 
Overall, it can be concluded that HCSD, HCVS and SKC methodologies can determine 
the Reduction of the Control Model (RCM) in an online fashion, contrary to FCM on a 
realistic size network that has not undergone any reduction. In particular, methodologies 
based on agglomerative hierarchical clustering appear to have the best potential. The 
deployment of relative eigen gap heuristic speeds up SKC and allows its application in 
the adaptive scheme. In principle it is possible to speed-up FCM as well, see for instance 
references [118, 119]. However, this is out of the scope of this Chapter, as results of 
Chapter 4, Section 4.4 indicated that FCM is not that promising in terms of performance 
it allows to CVR controller, compared to other zoning methodologies (e.g. HCVS and 
SKC). 
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5.3 What should trigger the adaptive RCM? 
This Section investigates what should trigger the reconfiguration of the Reduced 
Control Model (RCM). Initially the case study network is presented (Subsection 5.3.1). 
Subsection 5.3.2 selects a number of representative scenarios on the case study network. 
Lastly, Sub-section 5.3.3 analyses these scenarios with regards to triggering the adaptive 
RCM. 
 Case Study Network: IEEE 30-Bus Test System 
The IEEE 30-Bus electrical network represents a portion of the American Electric 
Power System in the Midwestern US. See figure 5.5 below for a schematic diagram. This 
network is selected due to the fact that analysis of Chapter 4, Section 4.4 has shown that 
Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in VAR 
Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM) 
methodologies all provide identical RCM on this network. Data for the steady-state 
analysis can be found in reference IEEE Common Data Format by [111]. A brief 
presentation is given here. 
 
Fig. 5.5 One line diagram- IEEE 30 Bus system [111] 
This electrical network contains 132 kV-33 kV voltage levels. It has 30 Buses and 41 
branches, hence it is meshed with average degree <k>=2.73. It contains 21 loads served 
by 6 synchronous generators connected to buses 1, 2, 13, 22, 23 and 27. There are four 
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Transformers, i.e. T1, T2, T3 and T4 in the lines 6-9, 6-10, 4-12 and 27-28 respectively.  
 IEEE 30-Bus Test System: Scenario Selection 
A number of representative scenarios are next considered on the IEEE 30-Bus Test 
System including (1) different loading conditions (i.e. scenarios L1-L4), (2) different 
settings for the transformers (i.e. scenarios TR1-TR4) and (3) different topological 
changes (i.e. TOP1-TOP4). An explanation of their selection is also provided where 
needed. 
(1) Four loading scenarios are considered and are tabulated in Table 5.1. Minimum, 
Average and Maximum load are defined as 33%, 68% and 100% respectively of a typical 
load duration curve. Scenarios L1-L3 are derived assuming uniform ramp up of all loads 
over the specified base case loading. However, in Scenario L4 the specified overall load 
increase is allocated randomly to the individual loads (i.e. non-uniform load patterns). 
TABLE 5.1 
REPRESENTATIVE LOADING SCENARIOS 
ID Scenario 
L1 Uniform ramp up Minimum load-Average load 
L2 Uniform ramp up Average load-Maximum load 
L3 Uniform ramp up Minimum load-Maximum load 
L4 Non Uniform ramp up Minimum load-Maximum load 
 
 
(2) The network contains four regulating transformers, i.e. T1, T2, T3 and T4. The tap 
changers are modelled with ranges from 0.95 to 1.05 with a step of 0.01 p.u. representing 
a tap operation. As such 12 tap positions are possible for each transformer and are referred 
to as {5-4,-3,-2,-1,0,1,2,3,4,5} with tap position 0 (i.e. 1.0 p.u. for the secondary side) 
selected as the initial setting.  Overall 114 configurations can be achieved. Among those, 
of particular interest are scenarios TR1-TR4 tabulated in Table 5.2. TR1 scenario 
accounts for maximum stepping up of all transformers T1, T2, T3 and T4 over minimum 
loading conditions to deal with over-voltages.  TR2 scenario accounts for maximum 
stepping down of all transformers T1, T2, T3 and T4 over maximum loading conditions 
to deal with under-voltages.  TR3 scenario accounts for the peculiar case where system is 
in average loading conditions and loads in the network demonstrate a sharp instantaneous 
drop with the exception of loads on buses 7, 8, 10, 16, 19, 20, 21 that demonstrate a sharp 
instantaneous increase. Hence, T1 and T2 step up to the highest tap possible, while T3 
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and T4 step down to the lowest tap possible. Lastly, scenario TR4 accounts for the case 
of system being in maximum load with random non-uniform load increase taking place. 
Hence, T1, T2, T3 and T4 step up to different settings. 
 
TABLE 5.2 
REPRESENTATIVE OLTCs SCENARIOS 
 
ID 
Scenario 
Tap setting: Initial State Tap setting: Final State 
T1 T2 T3 T4 T1’ T2’ T3’ T4’ 
TR1 0 0 0 0 -5 -5 -5 -5 
TR2 0      0 0  0 +5 +5 +5 +5 
TR3 0 0 0 0 +5 +5 -5 -5 
TR4 0 0  0 0 +3 +3 +4 +1 
 
 
(3) Topological changes refer to N-1 line tripping. The IEEE-30 bus test system contains 
41 lines. Prior to scenario selection, N-1 Contingency analysis of this network is 
performed by iteratively switching off one line and checking for convergence. This is an 
important step, as non-convergent cases, either call for a new solution of the Real Power 
problem [120] prior to AVC or signify that the Operator must move to emergency control 
and AVC is not of interest. 
The analysis revealed that convergence was not found upon switching off branches 
connecting buses 9 to 11, 12 to 13 and 25 to 26. This intuitively makes sense as the first 
two cases disconnect a load bus with no redundancy and the last case disconnects a 
synchronous generator which again has single access to the network. Four line trips are 
then considered out of the remaining 38 lines and the selection is done based on a novel 
index, developed as part of this research. This novel index is termed Variation of Pilot 
Node Centrality and referred to as  𝑉𝑃𝑁𝐶 . The proposed 𝑉𝑃𝑁𝐶  index is formulated 
below. 
  
91 
 
Variation of Pilot Node Centrality (VPNC) : 
The Variation of Pilot Node Centrality VPNC index describes the effect the removal 
of the i-th line of a zone C has on the centrality of the zonal pilot node m. The 
centrality of the pilot node of zone C is defined in (5.1) 
 𝐿𝑚 = ∑ 𝐷𝑚𝑛
𝑚,𝑛∈𝐶
 (5.1) 
And the variation of Pilot Node Centrality is defined in (5.2) 
𝑉𝑃𝑁𝐶𝑖 =
𝐿𝑚
𝑖
𝐿𝑚
 
(5.2) 
Where 𝐿𝑚
𝑖   accounts for the revised centrality of pilot node m, following the removal 
of line i. In cases where line i is a boundary line, 𝑉𝑃𝑁𝐶𝑖 is calculated with respect to 
the pilot node of both adjoining areas and is assigned the maximum value of the two. 
Note that 𝑉𝑃𝑁𝐶𝑖 ≥ 1. Overall, the greater the VPNC value, the greater the variation 
of pilot nodes centrality following the line removal. 
And the following nomenclature: 
𝐷𝑚𝑛 Electrical distance between buses m and n 
𝑚 Zonal Pilot node 
 𝐿𝑚 Zonal centrality of node m 
𝐿𝑚
𝑖  Zonal centrality of node m, upon removal of line i 
 
 
The VPNC for each line removal is presented in figure 5.6 below along with the 
convergence of the study case. Using the ranking of figure 5.6, four scenarios are selected, 
i.e. TOP1, TOP2, TOP3 and TOP4 accounting for a high, average to high, average to low 
and low VPNC index. These scenarios are tabulated in Table 5.3.Ultimately, Tables 5.1, 
5.2 and 5.3 contain 12 representative scenarios that are worth-examining with respect to 
whether they should trigger adaptive RCM or not. 
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Fig. 5.6  VPNC Ranking of line removal 
 
TABLE 5.3 
REPRESENTATIVE SCENARIOS OF LINE TRIPS 
ID Scenario 
TOP1 Trip 35th  line among buses 25-27 (VPNC35 = 3.239) 
TOP2 Trip 22nd  line among buses 15-18 (VPNC22 = 1.516) 
TOP3 Trip 19th  line among buses 12-16 (VPNC19 = 1.271) 
TOP4 Trip 1st  line among buses 1-2 (VPNC1 = 1.012) 
 
 
 What should trigger the adaptive RCM? Results & 
Discussion 
This Sub-section presents results on what should trigger the adaptive RCM, by 
analysing the scenarios selected in Sub-section 5.3.2 above on the IEEE 30 Bus system. 
All scenarios derived in Sub-section 5.3.2 have been analysed with regards to whether 
they should trigger adaptive RCM or not. Table 5.4 lists the results; 1st column contains 
the scenario ID, while 2nd column reports whether the scenario resulted in different zoning 
boundaries. Note, that different zoning boundaries do not necessarily result in different 
Reduction of the Control Model (RCM), hence the 3rd column reports whether a scenario 
which triggers new zoning boundaries results also in a new RCM.  
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TABLE 5.4 
DRIVERS TO ADAPTIVE RCM 
ID Zone  Division RCM 
 
L1 Unaltered NA 
L2 Unaltered NA 
L3 Minor alterations 
on zone boundaries 
Unaltered 
L4 Minor alterations 
on zone boundaries 
Unaltered 
 
TR1 Minor alterations 
on zone boundaries 
Unaltered 
TR2 Minor alterations 
on zone boundaries 
Unaltered 
TR3 Minor alterations 
on zone boundaries 
Unaltered 
TR4 Minor alterations 
on zone boundaries 
Unaltered 
 
TOP1 Major alteration 
on zone boundaries 
Major 
Alteration 
TOP2 Different number of 
zones and boundaries 
Major   
alteration 
TOP3 Different number of 
zones and boundaries 
Major 
alteration 
TOP4 Minor alterations 
on zone boundaries 
Unaltered 
 
 
As can be seen in Table 5.4 it is mainly topological changes or topological changes 
under different loading conditions & OLTC settings that trigger the adaptive RCM. 
TOP1, TOP2 and TOP3 scenarios all trigger adaptive RCM, contrary to scenario TOP4. 
The proposed in this research index, i.e. Variation of Pilot node Centrality is particularly 
useful in understanding and assessing when adaptive RCM should be triggered. Another 
criteria could be the saturation of certain synchronous control resources or constrained 
generators access to the network following for instance a topological change. Merely 
loading changes or different tap configurations on the OLTC may alter slightly the zones 
boundaries, they should not however trigger adaptive RCM. The above findings are 
elaborated below, using scenarios L4 and TOP2. 
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 Scenario L4 
Figure 5.7 presents the eigen gap analysis for scenario L4; State A is that of minimum 
loading, while state B is generated with non-uniform ramp up of all nodes, up to 
maximum loading.  
 
Fig. 5.7 Scenario L4: Eigen gap analysis 
 
As can be seen from figure 5.7 the number of zones remains unchanged. However, figure 
5.8 reveals that zone boundaries slightly change in scenario L4. This only moves bus 24 
to the neighbouring zone, while pilot nodes and controlling resources in each zone remain 
unchanged, as can be seen in figure 5.8. 
 Scenario TOP2 
 
Figure 5.9 presents the eigen gap analysis for scenario TOP2; State A is that of 
maximum loading and initial topology, while state B is generated with maximum loading 
and line 22 between buses 15-18 tripped. As can be seen from figure 5.9 state B triggers 
re-zoning and admits a strong decomposition into 4 zones instead of 3 that best suits the 
initial topology and state.  
Figure 5.10 presents the adaptive RCM for the scenario TOP2. The left part of the 
figure presents the initial RCM of state A, while the right part of the figure presents the 
new RCM corresponding to state B of scenario L4. The latter demonstrates a different 
number of zones, pilot node set and allocation of the controlling resources, compared to 
that of state A. 
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Fig. 5.8 Scenario L4: Zoning based RCM 
 
 
Fig. 5.9 Scenario TOP2: Eigen gap analysis 
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Fig. 5.10 Scenario TOP2: Left side -Zoning based RCM for state A, Right side- 
Zoning based RCM for state B 
5.4 Value of adaptive RCM from a control perspective 
This section identifies and discusses the main benefits that can be achieved with 
adaptive Reduction of the Control Model (RCM) and consequently addresses its value 
from the perspective of the control engineer.  
Large blackouts in Europe have motivated the study and implementation of 
Coordinated Voltage Regulation (CVR) as a way to enable online optimization. Within 
this context, this Sub-section argues that adaptive RCM can provide primarily more 
secure but also more economic CVR in presence of contingencies. Two study cases are 
presented below, to demonstrate (a) improved security with adaptive RCM in CVR and 
(b) improved economy with adaptive RCM in CVR. 
 Study Case 1: The system is assumed to be in maximum loading conditions, 
as this is when the effect of CVR is most significant (i.e. State A), when the 35 
line gets tripped similar to scenario TOP1 of Table 5.3 above and reactive load 
increases sharply by 20% (i.e. State B). 
Figure 5.11 presents the eigen gap analysis for Study case1 for each of the States A and 
B. Despite the fact that states A,B both admit a decomposition into three zones, the zoning 
97 
 
boundaries and the resulting RCM differ, as figure 5.12 demonstrates.  
 
Fig. 5.11 Study case 1: Eigen gap analysis 
 
 
Fig. 5.12 Study case 1: Left side -Zoning based RCM for state A, Right side- Zoning 
based RCM for state B 
 
Ultimately, Coordinated Voltage Regulation (CVR) with static Reduction of the 
Control Model (RCM) deploys the zoning based RCM of the left side of figure 5.12 for 
both states A and B. On the contrary, CVR with adaptive RCM deploys the zoning based 
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RCM of the left side of figure 5.12 for state A and it will deploy the zoning based RCM 
of the right side of figure 5.12 if network conditions resemble those of state B. 
In the following, voltage profile after CVR control is presented in figure 5.13, when 
state B triggers the control, in two configurations; (a) CVR is used in conjunction with 
static RCM and (b) CVR is used in conjunction with adaptive RCM. As can be seen from 
figure 5.13, CVR in conjunction with adaptive RCM manages to keep the voltages within 
bounds and also adequately close to the pre-specified by ROPF set-points. On the 
contrary, CVR in conjunction with static RCM fails to keep voltage within limits and 
results in two significant voltage violations. This is mostly due to the fact that pilot node 
25 fails to represent the load buses of Zone 1 and synchronous generator on bus 27 has 
nearly zero regulating effect on bus 25. 
 
Fig. 5.13 Case 1: Voltage profiles after CVR control with static and adaptive RCM 
 
With regards to overall evaluation of this CVR cycle, it is more appropriate to use the 
Voltage Criticality Index (VCI) rather than the Overall Performance Index (OPI), given 
that there are voltage contingencies after the CVR control. Justification of both VCI and 
OPI indices can be found in Chapter 3, Section 3.2.2. VCI is formulated below; 
For the i-th PQ bus, its proximity to voltage limits can be quantified by equation in (5.3). 
𝐽𝑖  =
|𝑉𝑎𝑐 − Vref|
|𝑉𝑙𝑖𝑚 − 𝑉𝑟𝑒𝑓|
 (5.3) 
Voltage Criticality Index can be defined as in (5.4). 
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𝑉𝐶𝐼 = ∑ 𝛾𝑖 ∙
𝑁𝑏𝑢𝑠
𝑖=1
𝐽𝑖 .
2 (5.4) 
Where 𝛾𝑖 is a logic variable and equals 1 if voltage is outside limits, otherwise it is set to 
0. Index ac signifies value after control, ref signifies reference value and lim the 
respective voltage limit. The greater the VCI value the more and wider the violations. 
VCI performance for CVR in conjunction with static and adaptive RCM are shown in 
Table 5.5. 
TABLE 5.5 
CVR PERFORMANCE OF STUDY CASE1 
USING VCI INDEX 
Case VCI (p.u.) 
CVR with static RCM 9.41 
CVR with adaptive RCM 0 
 
The above example indicates that adaptive RCM can improve system stability and 
performance in presence of contingencies, before CVR reaches its limits. When CVR 
reaches its limits, protection will respond if it is voltage based or in the general case, 
emergency control will take place. Practices vary from one System Operator to another 
though. Often, manual control is in place subject to the engineer’s experience. The 
Control engineer might wait a few cycles of operation for the contingencies to be cleared 
without acting, however in the examined scenario this would not have brought voltage 
back within limits.  
A first resort in emergency control and a plausible action in the examined scenario is 
Under Voltage Load Shedding (UVLS). Overall, the goal of the UVLS scheme is to shed 
load to restore reactive power relative to demand, to prevent voltage collapse and to 
contain a voltage problem within a local area rather than allowing it to spread in 
geography and magnitude and result in loss of a great deal of load in an uncontrolled 
fashion [121].  
UVLS practices also vary from one System Operator to another. For the examined 
scenario, we refer to NERC standards due to the origin of the study case network. NERC 
[122] would drop several hundred megawatts of load in pre-selected blocks within load 
centres 29 and 30, triggered in stages as local voltage drops to a designated level—likely 
94%—with a several second delay.  If the first load-shed step does not allow the system 
to rebalance, and voltage continues to deteriorate, then the next block of load would be 
dropped. The exact amount of load shedding is unclear here, due to the fact that this 
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analysis is state based and not in the time domain, however under NERC standards load 
shedding is what inevitably would happen in CVR with static RCM. On the contrary, 
were CVR to deploy adaptive RCM the system would remain in normal operation. 
 Study Case 2: The system is assumed to be in maximum loading conditions, as 
this is when the effect of CVR is most significant  (i.e. State A), when the 19th  
line gets tripped similar to scenario TOP3 of Table 5.3 above and reactive load 
increases sharply by 20% (i.e. State B). 
Figure 5.14 presents the eigen gap analysis for Study case 2 for each of the States A 
and B. State A admits a decomposition into three zones, while state B admits a strong 
decomposition into four zones. Figure 5.15 presents the zoning boundaries for states A, 
B and the resulting new RCM.  
 
Fig. 5.14  Study case 2: Eigen gap analysis 
 
Ultimately, CVR with static RCM deploys the zoning based RCM of the left side of figure 
5.15 for both states A and B. On the contrary, CVR with adaptive RCM deploys the 
zoning based RCM of the left side of figure 5.15 for state A and it deploys the zoning 
based RCM of the right side of figure 5.15 if network conditions resemble those of state 
B. 
In the following, the voltage profile of all load buses after a round of Coordinated 
Voltage Regulation (CVR) is presented in figure 5.16, when state B triggers the control, 
in two configuration; (a) CVR is used in conjunction with static RCM (i.e. V_static) and 
(b) CVR is used in conjunction with adaptive RCM (i.e. V_adaptive). As can be seen, 
101 
 
both cases keep voltage within limits. Of course, the extracted voltage profiles in both 
cases are non-identical to the target profile and this is due to the fact that a Reduced 
Control Model (RCM) is used in CVR in the first instance.  It is noteworthy though that 
CVR with adaptive RCM follows more closely the reference targets. For few buses static 
RCM is closer to the reference targets compared to the adaptive RCM, however these are 
cases that adaptive RCM results in higher voltages and thus reduced losses. On the 
contrary, for a few buses static RCM is further from the reference targets compared to the 
adaptive RCM and achieves voltages close to lower limits, which signifies reduced 
economy and security.  
 
Fig. 5.15 Study case 2: Left side -Zoning based RCM for state A, Right side- Zoning 
based RCM for state B 
In the following, the voltage profile of all load buses after a round of Coordinated 
Voltage Regulation (CVR) is presented in figure 5.16, when state B triggers the control, 
in two configuration; (a) CVR is used in conjunction with static RCM (i.e. V_static) and 
(b) CVR is used in conjunction with adaptive RCM (i.e. V_adaptive). As can be seen, 
both cases keep voltage within limits. Of course, the extracted voltage profiles in both 
cases are non-identical to the target profile and this is due to the fact that a Reduced 
Control Model (RCM) is used in CVR in the first instance.  It is noteworthy though that 
CVR with adaptive RCM follows more closely the reference targets. For few buses static 
RCM is closer to the reference targets compared to the adaptive RCM, however these are 
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cases that adaptive RCM results in higher voltages and thus reduced losses. On the 
contrary, for a few buses static RCM is further from the reference targets compared to the 
adaptive RCM and achieves voltages close to lower limits, which signifies reduced 
economy and security.  
Fig. 5.16 Case2: Voltage profiles after CVR control with static and adaptive RCM 
It is also noteworthy that the above results are achieved with comparable deployment 
of reactive reserves for static and adaptive RCM, as table 5.6 indicates. The overall 
increase in the reactive reserves deployed compared to the ROPF solution is explained 
obviously from the 20% reactive load increase. 
TABLE 5.6 
CVR PERFORMANCE OF STUDY CASE2 
USING PI INDEX 
Case ∑ 𝑸𝒈𝒆𝒏𝒊𝒊∈𝑪𝑽𝑹𝒈𝒆𝒏   (MVAr) 
ROPF- reference values 98.04 
CVR with static RCM 117.89 
CVR with adaptive RCM 117.03 
 
 
In addition to this, Table 5.7 compares the increase in real losses for both the case of 
static and adaptive RCM. This is expressed as a ratio using as baseline the real losses of 
the ROPF solution. The results of table 5.7 indicate that adaptive RCM is more economic 
compared to static RCM. This result shows that the voltage profile with adaptive RCM is 
more desirable to the one achieved with static RCM.  
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TABLE 5.7 
REAL LOSSES RATIO FOR 
STATIC AND ADAPTIVE RCM 
Case 𝑷𝒍𝒐𝒔𝒔𝒆𝒔𝒓𝒂𝒕𝒊𝒐  
CVR with static RCM +0.17% 
CVR with adaptive RCM +0.11% 
 
With regards to overall evaluation of this CVR cycle, it is more appropriate to use the 
Overall Performance Index (OPI) index rather that the Voltage Criticality Index (VCI), 
given that voltage remains within bounds after the CVR control. The performance OPI of 
one iteration of the CVR is assessed based on the average absolute relative error for the 
N  load buses, as in (5.5): 
OPI = 1 −
1
N
∙ ∑ |1 −
Vac(i)−Vad(i)
∆𝑉 (i)
|Ni=1  (5.5) 
 
Where ac signifies value after control and ad signifies value after disturbance. ∆𝑉 
accounts for the difference between the voltage after disturbance and the specified voltage 
target from ROPF. VCI index is obviously zero for both the static and adaptive case. 
However, to further support the argument that in the general case adaptive RCM enhances 
both the security and economy of CVR a relaxed VCI definition is used exceptionally 
that is formulated as follows: 
𝑉𝐶𝐼𝑟𝑒𝑙 = ∑ 𝐽𝑖.
2
𝑁𝑏𝑢𝑠
𝑖=1
 (5.6) 
i.e. compared to equation 5.2 the logic variable is dropped. Table 5.8 compares CVR with 
static RCM to CVR with adaptive RCM using both OPI and 𝑉𝐶𝐼𝑟𝑒𝑙 indices. 
TABLE 5.8 
CVR PERFORMANCE OF STUDY CASE2 
USING PI INDEX 
Case  𝐎𝐏𝐈 (%) 𝐕𝐂𝐈𝐫𝐞𝐥 (p.u.) 
CVR with static RCM 58.91 1.895 
CVR with adaptive RCM 89.14 0.545 
 
As can be seen, static RCM is characterized by a significantly lower OPI value and a 
much higher 𝐕𝐂𝐈𝐫𝐞𝐥 value compared to that of adaptive RCM. The above indicates that 
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adaptive RCM allows more secure and economic CVR in presence of significant 
contingencies. 
Regarding frequency of adaptive reconfiguration of the RCM, according to [22], 
Jiangsu Power Grid deployed this action 6 times in 2008. Adaptive reconfiguration of the 
RCM might be deployed more frequently in more stressed networks, particularly if they 
are characterized by increased operational uncertainty. Overall, the author considers 
adaptive reconfiguration of the RCM as one of the actions CVR can take before CVR 
reaches its limits and emergency control takes place. Within this context, this Section 
provided novel insight into potential benefits that can be achieved with adaptive RCM. 
While benefits cover both aspects of economy and security, adaptive RCM in CVR is 
more meaningful as a means to improve security, i.e. stability in presence of 
contingencies.  
 
5.5 Major implementation challenges 
This section identifies and discusses the main implementation challenges the inclusion 
of adaptive Reduction of the Control Model (RCM) in Coordinated Voltage Regulation 
(CVR) presents. 
Irrefutably, RCM enabled CVR in transmission grids relies on the availability of online 
measurements at a number of substations and two-way reliable communication between 
certain substations, controlling elements and a Supervisory Control Centre.  
In today’s transmission grids, the only real-time data that exits the substation through 
the RTUs are collected at the Control Centre where the Supervisory Control and Data 
Acquisition—Energy Management System (SCADA-EMS) can display and further 
analyse the data for the operator to take supervisory control actions, mostly manual ones. 
The only standardized closed-loop control done at the control centre is Automatic 
Generation Control (AGC), and some European and Chinese systems have now 
incorporated Automatic Voltage Control (AVC). In actuality not much data is transmitted 
out of the substation today and this limited volume of data is gathered by SCADA at a 
slow rate, about every 2-10 sec.  
Currently, Coordinated Voltage Regulation (CVR) uses raw data from SCADA as 
input, rather than using State Estimation (SE) results, similarly to AGC. The SE results 
are the optimized value depending on all the related measurements, so sometimes a 
topology error, an incorrect parameter or some unimportant measurements with low 
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accuracy may result in large residuals on the important points after estimation. Hence, 
CVR not depending on the SE is a recommended approach particularly in highly 
observable networks, however this highlights the need for accurate data monitoring and 
reliable communications for data acquisition. 
The inclusion of adaptive RCM in CVR can improve system stability and performance 
in presence of severe contingencies, as demonstrated in Section 5.4 above. It presents 
though a number of challenges in its implementation that are discussed below: 
(a) Within the adaptive RCM scheme, any strong with regards to voltage control and 
highly connected substation may become pilot substation for the CVR. Even so, adaptive 
RCM does not jeopardize the desired engineering simplification of on-line automatic 
control that CVR is designed to deliver. All Reduced Control Models produced in an 
adaptive fashion are of roughly equal size, which means relatively fixed computational 
costs for the CVR and safe convergence of the optimization problem, as well as flat and 
high reliability for the acquisition of control and feedback signals. It does however require 
increased sensing and telecommunication capabilities. 
(b) It requires increased awareness both at a local-substation level and at a Supervisory-
control centre level. This can take the form of robust local state estimators at substations 
in addition to measurements for improved local awareness and cyber security (e.g. bad 
data detection at the substation level). Also new functionalities at the control room for 
improved awareness, including an assessment of how well suited a current RCM is.  
(c) Adaptive RCM challenges the supporting control and data CVR architecture. 
Within the adaptive RCM based CVR, there are two main configurations of the control 
architecture: 
(1)  Forming a hardware-based control centre in each zone, in addition to the  
Supervisory Control Centre that co-ordinates the individual zones, 
similarly to the European CVR schemes which are based on fixed zone 
definition. 
(2) Forming zones that are separated logically and not by physical equipment. 
In this case Secondary Voltage Regulators (SVRs) and the Co-ordination 
of the SVRs are implemented at the same Control Centre (CVR) using 
software modules, similarly to the Chinese CVR implementation [22]. 
Controlling elements can be equipped with a Secondary High-Side 
Voltage Control (HSVC). An HSVC never knows, and never needs to 
know, the specific control zone to which it has been assigned by the RCM 
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(re)configuration module. It simply sends data upwards and receives 
commands from the Supervisory Control Centre for CVR. The RCM 
configuration module determines which substations should play the role 
of the pilot nodes, so that voltage measurement from a judiciously selected 
subset of substations is sent to the Supervisory Control Centre to enable 
improved Wide-area CVR.  
For a network with N load-substations and K Synchronous controlling elements, 
configuration in (1) would require an additional N*K communication links and would 
increase respectively by N*K messages the data traffic, compared to the configuration in 
(2). From the point of engineering simplicity, configuration in (2) is most plausible, 
provided that in case of upward-communication interruptions (i.e. pilot node 
measurement to Supervisory Control Centre for CVR) all Zonal Controlling elements 
reside to High Side Voltage Control (e.g. with 1.0 p.u. or a predefined set point). 
To the author’s opinion, items in (a)-(c) are the most significant implementation 
challenges, mostly because they are subject to transmission grids becoming smarter. It is 
noteworthy, however, that the enabling requirements for adaptive RCM are gradually 
becoming available through the on-line remote sensing and command infrastructures that 
are deployed by the utilities under the umbrella of smart grids. 
 
5.6 Concluding Remarks 
This Chapter defines adaptive RCM as zoning-based Reduced Control Models that are 
determined in an online event driven fashion. Experiments carried out on a realistic size 
network that has not undergone any previous reduction demonstrate the feasibility of the 
Hierarchical Clustering (i.e. Hierarchical Clustering with Single Distance and 
Hierarchical clustering in VAR Space) and Exclusive Clustering based (i.e. Spectral K-
way Clustering) techniques in the adaptive scheme from a computational perspective.  
Large blackouts in Europe have motivated the study and implementation of 
Coordinated Voltage Regulation (CVR) as a way to enable online optimization. With this 
in mind, we consider zoning reconfiguration as one of the actions CVR can take to 
improve system stability and performance in presence of contingencies, before CVR 
reaches its limits and emergency control takes place. Within this context, this Chapter 
provides novel insight into the value of adaptive RCM from a control perspective, and 
concludes that adaptive RCM can result in avoidance of potential load-shedding, 
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following a significant event.  
 An alternative to adaptive RCM not explored in this Chapter is the case-based 
reasoning RCM. The author acknowledges that this approach will be recommended in the 
transition towards smart-er transmission grids, when observability is still limited. 
Adaptive RCM in this Chapter does not consider any observability limitations, due to the 
fact that it targets future power networks [115]. In this case it is believed that the 
deployment of RCMs is driven by the need for reliability, engineering simplicity and 
guarantee of CVR convergence rather than economy of measurement points at a planning 
phase. 
This Chapter concludes by identifying the major implementation challenges in the 
consideration of adaptive RCM in CVR. It is explained that adaptive RCM does not 
jeopardize the desired engineering simplification of on-line automatic control that CVR 
is designed to deliver it does however rely on increased monitoring and communications. 
The latter are becoming available through the on-line remote sensing and command 
infrastructures that are deployed by the utilities under the umbrella of smart grids.  
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CVR from a whole 
system perspective 
 
6  
 
   The previous chapters have focused on multiple zones for 
Coordinated Voltage Regulation (CVR) which belonged to 
the transmission grid, within the authority of a single 
Independent System Operator (ISO). This Chapter aims to 
investigate CVR from a whole system perspective, hence 
beyond the determination and control of the individual 
CVR zones. To that end, (a) a horizontal and vertical zone 
division is presented ranging from EHV down to MV and 
multiple ISO areas, CVR zones and CVR sub-zones are 
defined. Additionally, (b) the required degree of co-
ordination is investigated for the voltage control of both 
horizontal and vertical zones. Indicative Results are 
presented on the 68-bus test system which has been 
modified to include an MV feeder. 
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6.1 Voltage zones from EHV down to MV 
This section contains a presentation of voltage zones, ranging from EHV to MV.  
In chapters 3-5, zoning enabled Coordinated Voltage Regulation (CVR) has been 
examined as a means to deliver reliable online optimization in transmission grids. Overall, 
CVR co-ordinates a number of distributed zones, which can be referred to as CVR zones. 
As discussed in Chapters 2, 4 CVR zones can be defined in a number of ways (e.g. by 
Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in VAR 
Space (HCVS), Spectral K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM) 
approaches) and they might be static or adaptively determined in an online event driven 
fashion. So far, the analysis has focused on multiple CVR zones belonging to the 
transmission and sub-transmission network, within the authority of a single Independent 
System Operator (ISO). 
With regards to mid-term voltage regulation (i.e. steady state control with 1 min 
resolution), an ISO is a CVR area. A CVR area is ultimately a collection of individual 
CVR zones that cover the area of an ISO. Contrary to CVR zones, CVR areas (or more 
simply ISO areas) are defined largely by geography, history and asset ownership (or by 
asset management in deregulated markets) and their division is static. Hence, multiple 
CVR areas would comprise an interconnected system and multiple CVR zones would 
comprise a single CVR area. Both CVR areas and CVR zones include EHV & HV buses 
and hence suggest a horizontal zone division of the transmission grid. See figure 6.1 for 
an illustration of horizontal zone division. 
 
 
Fig. 6.1 Horizontal zone division in transmission grids  
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A CVR zone includes a number of buses that constitute the primary side of a substation. 
Such buses are represented in the CVR zone with an equivalent load for the distribution 
feeder below. The substation together with the adjoining feeder forms an additional zone, 
which is referred to as CVR sub-zone. Eventually a CVR zone includes a number of CVR 
sub-zones which contain MV buses and are coupled to the primary HV bus of the CVR 
zone. Hence, CVR zones suggest a vertical zone division from the primary HV of the 
substation down to the distribution network. See figure 6.2 for an illustration of vertical 
zone division. 
An interconnected transmission grid is comprised of multiple ISO areas/CVR 
areas. In each ISO area/CVR area a CVR controller co-ordinates a number of 
distributed CVR zones. CVR areas and CVR zones suggest horizontal zone 
division at transmission level. CVR zones include a number of CVR sub-zones. 
The latter contain MV buses coupled to the primary HV substation and as such 
constitute vertical zone division.  
 
 
Fig. 6.2 Vertical zone division: CVR sub-zone coupled to CVR zone. 
6.2 Horizontal zones & Coordination of Voltage Regulation 
This Section is concerned with the required degree of Co-ordination of Voltage 
Regulation (CVR) in horizontal zones, i.e. CVR areas and CVR zones. Please note that 
Co-ordination of CVR areas is referred to as inter-area co-ordination. Owing to the fact 
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that multiple CVR zones form a CVR area, co-ordination of CVR zones is referred to as 
intra-area co-ordination. Within this context, Subsection 6.2.1 presents a novel 
methodology to assess the required degree of co-ordination, for both cases of inter-area 
(i.e. various CVR areas) and intra-area (i.e. various CVR zones within an ISO/ CVR 
area). Sub-section 6.2.2 identifies ISO areas and CVR zones on the 68 bus test system. 
Lastly, Sub-section 6.2.3 applies the proposed methodology on the 68 bus test system and 
presents and discusses results of this assessment. 
 A methodology to assess the required degree of co-
ordination in horizontal zones 
Overall, CVR zones and areas can be controlled with either of the following schemes: 
 Case 1: Central Coordination, i.e. a central control authority has access to 
all network models and respective control variables and optimizes system-
wide real losses, remaining reactive reserves or both, while ensuring voltage 
lies within the specified bounds. This approach theoretically can deliver global 
optimum solutions, it is however less robust as it relies on a Central 
Coordinator and lots of information exchange, including sensitive data an 
individual ISO possibly does not like to share with other ISOs (i.e. for the case 
of inter-area coordination). 
 Case 2: Distributed Control, i.e. each area/zone is a single control authority 
which manages voltage in its interior by efficient use of its synchronous 
resources. This approach possibly results in sub-optimal solutions, it is 
however the most robust to communication-failures and does not require any 
regular exchange of information among the various areas/zones, i.e. it is the 
complete opposite of case 1 discussed above. 
 Case 3: Distributed hierarchical Control, i.e. a combination of cases 1 and 
2. It can be found in several different configurations, e.g. Centralized control 
of some individual zones combined with distributed control of ISO areas or 
Centralized control of some individual zones combined with irregular 
exchange of information of the ISO areas regarding boundary variables. 
In the ideal case, a problem can be solved with distributed control and yet meet optimal 
or near optimal performance. The methodology presented below is developed to facilitate 
an assessment of the required degree of both inter-area and intra-area co-ordination. 
Eventually, it can be used to select any of the configurations above (i.e. Case1-Case3) for 
any examined case study network. 
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The proposed methodology contains four Steps which are explained below. A 
schematic representation of the methodology can be found in figure 6.3. 
 
Fig. 6.3 Schematic representation of the proposed methodology 
 
 Step 1: The first step solves a full AC Optimal Power Flow (OPF). This OPF 
minimizes cost of operation while satisfying network constraints. This optimization 
requires a model of the network. 
The optimization problem is formulated below: 
𝑚𝑖𝑛𝑓 = ∑(𝑐𝑔2𝑖 ∙ 𝑃𝑔𝑖.
2+ 𝑐𝑔1𝑖 ∙ 𝑃𝑔𝑖)
𝑖∈𝑃𝑉
 (6.1) 
With the constraints: 
ℎ(𝑥) =
{
 
 
 
 𝑃𝐺𝑖 − 𝑃𝐷𝑖 = 𝑉𝑖 ∙∑𝑉𝑗 ∙ (𝐺𝑖𝑗 ∙ 𝑐𝑜𝑠𝜃𝑖𝑗 + 𝐵𝑖𝑗 ∙ 𝑠𝑖𝑛𝜃𝑖𝑗)
𝑗∈𝐼
𝑄𝐺𝑖 − 𝑄𝐷𝑖 = 𝑉𝑖 ∙∑𝑉𝑗 ∙ (𝐺𝑖𝑗 ∙ 𝑠𝑖𝑛𝜃𝑖𝑗 −𝐵𝑖𝑗 ∙ 𝑐𝑜𝑠𝜃𝑖𝑗)
𝑗∈𝐼
𝑖 = 1,… ,𝑁𝐵                𝜃𝑠 = 0
 (6.2) 
 
𝑃𝐺𝑖
𝑚𝑖𝑛 ≤ 𝑃𝐺𝑖 ≤ 𝑃𝐺𝑖
𝑚𝑎𝑥     𝑖 = 1,… ,𝑁𝑃𝑉 (6.3) 
𝑄𝐺𝑖
𝑚𝑖𝑛 ≤ 𝑄𝐺𝑖 ≤ 𝑄𝐺𝑖
𝑚𝑎𝑥    𝑖 = 1,… ,𝑁𝑃𝑉 (6.4) 
𝑉𝑖
𝑚𝑖𝑛 ≤ 𝑉𝑖 ≤ 𝑉𝑖
𝑚𝑎𝑥          𝑖 = 1,… ,𝑁𝐵 (6.5) 
𝑆𝑖 ≤ 𝑆𝑖
𝑚𝑎𝑥                        𝑖 = 1,… ,𝑁𝐿 (6.6) 
 
And the following nomenclature: 
𝑁𝐿 Set of branches 
NB Number of buses 
113 
 
NPV Number of PV buses  
𝑃𝐺𝑖, 𝑄𝐺𝑖 Active and reactive power of the generator  
𝑃𝐺𝑖
𝑚𝑖𝑛, 𝑃𝐺𝑖
𝑚𝑎𝑥 Real power limits of the generator 
𝑄𝐺𝑖
𝑚𝑖𝑛, 𝑄𝐺𝑖
𝑚𝑎𝑥 Reactive power limits of the generator 
𝑃𝐷𝑖, 𝑄𝐷𝑖 Active and reactive power of the load on bus i 
𝑉𝑖, 𝜃𝑖 Voltage magnitude and phase angle of bus i 
𝜃𝑠 Phase angle of the slack bus 
𝐺𝑖𝑗 , 𝐵𝑖𝑗 Real and imaginary part of bus admittance matrix  
𝑆𝑖, 𝑆𝑖
𝑚𝑎𝑥 Apparent flow on the i-th line and upper bound 
𝑐𝑔2, 𝑐𝑔1           Quadratic and linear cost for the generator 
𝑉𝑖
𝑚𝑖𝑛, 𝑉𝑖
𝑚𝑎𝑥 Voltage magnitude limits for bus i 
 
 
 Step 2: The second step generates a zoning when the assessment refers to intra-area 
co-ordination. This can be done with any of the methodologies discussed in Chapter 
4. Here Spectral K-way Clustering (SKC) methodology is used for the case of intra-
area analysis, however any other could have been used instead without loss of 
generality. SKC formulation can be found in Chapter 4, Section 4.3.1. When the 
assessment refers to inter-area co-ordination, a zoning is deployed which corresponds 
to ISO/CVR area division. 
 Step 3: This step solves a modified full AC Optimal Power Flow (OPF).  It receives 
as input a model of the network and the zoning of Step 2. This OPF minimizes 
primarily cost of real power while satisfying network constraints. An additional term 
of the objective function is the minimization of reactive flows on the boundaries. 
Ideally, reactive flows on the boundaries should be equal to the reactive losses. This 
would mean two things; (a) that each area can solve the voltage control problem by 
explicitly using its own resources and (b) that the effect of neighbouring 
compensation is negligible and thus not of interest.  The optimization problem is a 
modification of the OPF solved in step 1: 
The required modification compared to formulation of step (1) is presented below: 
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 The objective function of the 2nd optimization problem is modified in order to 
minimize the boundary reactive flows in addition to the operational cost: 
𝑚𝑖𝑛𝑓 = ∑ (𝑐𝑔2𝑖 ∙ 𝑃𝑔𝑖.
2+ 𝑐𝑔1𝑖 ∙ 𝑃𝑔𝑖)
𝑖∈𝑃𝑉
+ 
𝜇 ∙ ∑ 𝑄𝐸𝑗
2 
𝑗∈𝑁𝐿
∙ 𝐴𝑐𝑢𝑡𝑗  
(6.7) 
 
And the following nomenclature: 
𝜇 Weighting co-efficient 
𝑄𝐸𝑗 Reactive flow on the i-th line 
𝐴𝑐𝑢𝑡𝑗  
Logic variable indicating whether a line j 
is a boundary one or not  
 
 
 Step 4: This step evaluates the difference between the solutions of the two 
optimization problems of steps (1) and (3) respectively. 
Two evaluation metrics are used and are formulated below: 
(1) The Ratio of Reactive Charging of the generators termed as RRC. 
𝑅𝑅𝐶 =
∑ |𝑄1𝑔𝑖|𝑖∈𝑃𝑉
∑ |𝑄3𝑔𝑖|𝑖∈𝑃𝑉
 
 
(6.8) 
 
 
(2) The Average Ratio of Reactive Flows on the boundary lines termed as ARRF. 
𝑅𝑅𝐹 =  |
𝑄𝐸1𝑗 − 𝑄𝑙𝑜𝑠𝑠𝑗
𝑄𝐸3𝑗
| 
(6.9) 
 
𝐴𝑅𝑅𝐹 =
∑ 𝐴𝑐𝑢𝑡𝑖 ∙ 𝑅𝑅𝐹𝑖𝑖∈𝑁𝐿
𝑁𝐸
∙ 100% 
(6.10) 
 
 
And the following nomenclature: 
Q1gi Reactive output of generator i- from step 1 
Q3gi Reactive output of generator i- from step 3 
QE1j Reactive flow on line j –from step 1 
QE3j Reactive flow on line j –from step 3 
Qlossj Reactive losses on line j 
𝑁𝐸 Number of boundary lines 
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𝐴𝑐𝑢𝑡𝑖 
Logic variable indicating whether a line j is 
a boundary one or not 
 
It follows, that an Average Ratio of Reactive Flows (ARRF) close to 0% combined 
with Ratio of Reactive Charging (RRC) close to 100% demonstrate the appropriateness 
of purely decentralized control. On the contrary, the more ARRF and RCC indices deviate 
from these targets they indicate the case for central co-ordination. The proposed 
methodology is developed by the author in MATLAB. It is generic in that it can 
accommodate any methodology or definition for the zone division and also it is voltage 
control algorithm agnostic. The only limitation comes from the need to perform several 
runs at first in order to set an appropriate weighting coefficient in equation (6.7) so that 
decisions on the P vector remain unchanged for both the optimization problems of step 1 
and step 3 respectively. 
 ISO areas and CVR zones on the 68-bus test system 
This Sub-section describes the 68 bus test system and it further identifies ISO 
areas/CVR areas and CVR zones on it. 
The test system chosen is presented in figure 6.4 below. It contains 68 buses and 86 
branches, hence it is meshed with an average degree <k>=2.54. The average x/r ratio is 
13.94 hence it belongs to transmission. It comprises 5 interconnected areas; The New 
England test system (i.e. generators G1 to G9), the New York Power System (i.e. 
generators G10 to G13) and three other neighbouring areas represented by External 
Reduced equivalent models, (i.e. generators G14, G15 and G16 respectively). The inter-
area ties between different ISO areas are highlighted. The full system details can be found 
in [123, 124]. 
 
Fig. 6.4 One line diagram of the 68-bus test system [111] 
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Figure 6.5 presents the complete horizontal zone division on the 68-bus test system, 
i.e. ISO areas/CVR areas and individual CVR zones for the ISO areas/CVR areas. 
 
Fig. 6.5 Horizontal zone division of the 68-bus test system 
As can be seen from figure 6.5, the 68-bus test system is composed of five ISO areas. 
The New England ISO contains four CVR zones, while the New York ISO contains two 
CVR zones. Both are extracted with SKC methodology. Pilot buses for each CVR zone 
are also ringed. CVR zones are not identified in the neighbouring areas due to the fact 
that they are presented with External Reduced equivalent networks. 
 Inter-area and intra-area co-ordination on the 68-bus 
test system 
This Sub-section applies the proposed methodology on the 68 bus test system in order 
to assess the required degree of inter-area and intra-area co-ordination.  
The CVR zone division and the ISO area division of Sub-section 6.2.2 above are 
considered here (see also figure 6.5). Initially, the assessment refers to the need for co-
ordination of the five ISO-areas (i.e. Inter-area co-ordination).   
 Investigation into the case of Inter-area co-ordination 
The assessment is done following the methodology proposed in 6.2.1. Figures 6.6 and 
6.7 below present the real and reactive generators’ set-points resulting from the decisions 
vectors of the optimization problems solved in step1 and step 3, respectively. Demand is 
assumed to be at its maximum and the individual loads have various power factors, as 
obtained from the dataset in [111]. Another interesting case would be this of very low 
load demand in conjunction with various leading load power factors. 
117 
 
 
Fig. 6.6 Generator real power set-points; Interdependent vs Independent zones 
Solution of step 1 is referred to as case of “Interdependent zones”, while solution of 
step 3 is referred to as case of “Independent zones”. As can be seen from Figures 6.6 and 
6.7, set-points of the real power remain unchanged (i.e. identical operational costs), 
however, reactive set-points vary in order to minimize reactive flows on boundaries that 
is the second objective of the optimization problem in step 3. 
 
 
Fig. 6.7 Generator reactive power set-points; Interdependent vs Independent zones 
Following that, reactive flows on the boundaries are compared for the cases of 
“Independent” and “Interdependent” zones. Figure 6.8 presents the results of the analysis.   
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Fig. 6.8 Reactive flows on boundary lines; Interdependent vs Independent zones 
 
Please note, only boundary lines are assigned a value from the analysis. As can be seen, 
the remaining reactive flows are negligible and it is only the 86th line which links buses 8 
to 9 that gets a non-negligible value. Yet, flow on the 86th line is nearly 35% of the average 
reactive flow of the network lines. 
Table 6.1 contains an assessment of the case of inter-area co-ordination, using the RCC 
and ARRF indices described in Sub-section 6.2.1 above (i.e. Step 4 of the methodology). 
 
TABLE 6.1 
ASSESSEMENT OF INTER-AREA CO-ORDINATION 
ON THE 68 BUS TEST SYSTEM 
Index 5 ISO Area- test system 
RCC 98.1% 
ARRF 4.13% 
 
 
The near 100% value of RCC index, together with the low ARRF index demonstrate 
that the 5-area test system does not require inter-area co-ordination. This is due to the fact 
that the benefit of co-ordination would not be important, unless in the exceptional case of 
a severe emergency [125]. The 5 areas can manage their voltage in a distributed fashion 
and only irregularly exchange schedule on boundary flows, for instance on the North 
interconnection of New York-New England ISO.  
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 Investigation into the case of Intra-area co-ordination 
The above analysis is repeated for the case of intra-area co-ordination. The analysis 
investigates whether the zones of CVR should control voltage in a purely decentralized 
or in a coordinated fashion. The assessment is done following the methodology proposed 
in 6.2.1 on the 4-CVR zones New England test network. Figures 6.9 and 6.10 below 
present the real and reactive generators’ set-points resulting from the decisions vectors of 
the optimization problems solved in step1 and step 3, respectively.  
Solution of step 1 is referred to as case of “Interdependent zones”, while solution of 
step 3 is referred to as case of “Independent zones”. As can be seen from Figures 6.9 and 
6.10, generator real power set -points remain unchanged (i.e. identical operational costs), 
however, reactive set-points vary in order to minimize reactive flows on boundaries which 
is the second objective of the 2nd optimization problem. Contrary to the assessment of the 
inter-area co-ordination, the variation of reactive set points is significant and requires an 
additional of 245 MVAR for the solution of the 2nd optimization problem, i.e. 22% more 
reactive power compared to the case of Interdependent zones. 
 
Fig. 6.9 Generator real power set-points; Interdependent vs Independent zones 
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Fig. 6.10  Generator reactive power set-points; Interdependent vs Independent zones 
Following that, reactive flows on the boundaries are compared for the cases of 
“Interdependent” and “Independent” zones. Figure 6.11 presents the results of the 
analysis. Please note, only boundary lines are assigned a value. While the sum of the 
reactive flows on the boundaries is reduced, the remaining reactive flows are non-
negligible this time. As a point of comparison with results of figure 6.8, average reactive 
flow on network lines of the 4 CVR zones New England network is 63.3 MVAR. 
 
Fig. 6.11 Reactive flows on boundary lines; Interdependent vs Independent zones 
Table 6.2 contains an assessment of the case of intra-area co-ordination, using the RCC 
and ARRF indices described in Sub-section 6.2.1 above (i.e. Step 4 of the methodology). 
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TABLE 6.2 
ASSESSEMENT OF INTRA-AREA CO-ORDINATION 
ON THE 39 NEW ENGLAND (NE) TEST SYSTEM 
Index NE 4 CVR zones 
RCC 79.85% 
ARRF 81.72% 
 
The moderate value of RCC index in conjunction with the very high ARRF index 
demonstrate that the 4 CVR zone New England test network requires intra-area co-
ordination. This is due to the fact that the neighbouring compensation effect is significant 
(ARRF=81.72%) and in a distributed fashion the individual CVR zones would over-react 
(RCC=79.85%). This is an outcome very much anticipated given that a wealth of 
literature (e.g. [93, 81]) has suggested Coordination for the individual SVRs on this 
particular network. Additionally, despite the fact that voltage has localized nature in 
transmission grids, boundary lines on this particular network are not that long to stall the 
inter-area effects. 
Overall the analysis of Section 6.2.3 suggests that distributed hierarchical Control is 
the most appropriate scheme for Voltage control of the 68 bus test network. The 
configuration includes Centralized control of the individual CVR zones within each CVR 
area/ISO area, combined with distributed control of CVR areas/ISO areas possibly with 
irregular exchange of information of boundary schedules.  
6.3 Vertical zones & Coordinated Voltage Control 
This Section is concerned with the Co-ordination of Voltage Control in vertical zones, 
i.e. CVR sub-zones. The analysis of this Section is scoped to the case of intra Sub-zone 
co-ordination. Within this context Sub-section 6.3.1 presents a vertical CVR sub-zone on 
a modification of the 68 bus test system to include an MV network. Sub-section 6.3.2 
presents different configurations of co-ordinated voltage control; (a) control with no co-
ordination, (b) control with indirect coordination based on the use of time delays and (c) 
control with direct co-ordination based on a novel AI-Planning based approach.  Lastly, 
Sub-section 6.3.3 applies the aforementioned control approaches (a)-(c) on the study case 
CVR sub-zone. 
 CVR sub-zones 
This Sub-section describes the 33 kV Reigate network that is added to the 68 bus test 
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network and constitutes the CVR zone under study. 
The test system chosen is presented in figure 6.12 below within boundaries of green 
colour, as an addition to the 68 bus test system (described in Sub-section 6.2.2 above). 
The added network contains 38 buses from 33kV down to 11 kV, and one HV bus (i.e. 
bus notated 48 in the New York ISO) that is the primary of the substation and links the 
CVR sub-zone to the main CVR zone. It is an MV network, classified as distribution. It 
contains 48 branches, hence it is meshed despite of being a distribution network, with an 
average degree <k>=2.46. It contains 9 distributed generators and 17 OLTCs to control 
voltage. The 33 kV network is taken from the AuRA-NMS project and full system details 
can be found in [126]. 
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Fig. 6.12 The 68 bus test system with the addition of the 33kV CVR sub-zone 
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 Control approaches for the CVR sub-zone 
This Sub-section presents different configurations of the co-ordinated voltage control 
for the CVR sub-zone; (a) control with no co-ordination, (b) control with indirect 
coordination based on the use of time delays and (c) control with direct co-ordination 
based on a novel AI-Planning based approach.    
(a) Voltage Control with no co-ordination. 
This approach is the most basic configuration i.e. purely decentralized control. Each 
Voltage controlling device has a point of measurement, a set-point/target for the voltage 
magnitude on that point and a control law/control gain particular to the controlling device. 
Hence, this approach relies on monitoring but it does not require any communications. 
Below we elaborate on the case where the voltage controlling device is an OLTC; 
In its simplest form, the OLTC in figure 6.13 is controlled with no co-ordination with 
other voltage control devices [120]. 
 
Fig. 6.13 Basic Voltage control with no co-ordination 
 
Voltage is measured on the bus with the indication 𝑽𝒎𝒆𝒂𝒔. If the measured voltage is 
outside the allowed bounds {𝑉𝑚𝑖𝑛, 𝑉max} the transformer would step up or down 
(depending on which bound is violated) to bring voltage to a pre-specified set-point 
𝑉𝑡𝑎𝑟𝑔𝑒𝑡, according to equation 6.11  below. This is the case of Voltage Control. 
𝑡𝑛𝑒𝑤 =
𝑉𝑡𝑎𝑟𝑔𝑒𝑡
𝑉𝑚𝑒𝑎𝑠
∙ 𝑡𝑜𝑙𝑑 
(6.11) 
 
 
Alternatively, the OLTC may regulate voltage. In this case, the OLTC would act to 
restore voltage to 𝑉𝑡𝑎𝑟𝑔𝑒𝑡 value when there is a deviation that exceeds a pre-specified 
range (e.g. ∆𝑉𝑚𝑒𝑎𝑠 = 0.1 ). This would most probably signify more economic 
network operations in terms of losses, it would however require more frequent 
operations of the OLTC and subsequent wear for the equipment. 
 
And the following nomenclature: 
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Vtarget Pre-specified set-point for voltage magnitude 
𝑉𝑚𝑒𝑎𝑠 Measured voltage magnitude 
𝑉𝑚𝑖𝑛, 𝑉max Lower and upper voltage bound 
tnew New turns ratio of the transformer 
told Previous turns ratio of the transformer 
 
 
(b) Voltage Control with in-direct co-ordination. 
This approach is well-established in today distribution networks. It requires monitoring 
but not communications.  Each Voltage controlling device has a point of measurement, a 
set-point/target for the voltage magnitude on that point and a control law/control gain 
particular to the controlling device, similar to the approach in (a). Unlike (a), this 
approach includes co-ordination and this is achieved through the use of time delays. This 
is elaborated below for the case of multiple OLTCs [127]. 
Each transformer of figure 6.14 maintains the voltage of the end bus through 
adjusting its tap ratio, as in equation 6.13 before. 
 
Fig. 6.14 Co-ordinated Voltage control with time delays 
 
Co-ordination is achieved through the use of time-delays, hence transformers operate 
sequentially. This is achieved without communication between the control devices 
and is an example of passive co-ordinated operation. The order of operations between 
transformers is fixed, according to the network design, and follows the voltage drop 
[127]. The time delay defines the amount of time that should elapse between the 
moment when measured voltage exceeds the tolerance interval until the appropriate 
step up/step down command is issued to the tap changer. In the considered example 
of figure 6.14, should system loading change (and hence voltage), an opportunity is 
given to the T1 to act first, by assigning time delays as: 
tdelay1 < tdelay2 
 
(6.12) 
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And the following nomenclature: 
tdelay1 Time delay for transformer T1 
𝑡𝑑𝑒𝑙𝑎𝑦2 Time delay for transformer T2 
𝑉𝑚𝑒𝑎𝑠1 Measured voltage magnitude for transformer T1 
Vmeas2 Measured voltage magnitude for transformer T2 
 
 
(c) Control with direct co-ordination. 
This approach refers to direct co-ordination of the voltage control problem. It is a 
responsive control approach similarly to (a)-(b), however it relies not only on monitoring 
but also on communications and knowledge of the CVR sub-zone model. Voltage control 
of the CVR sub-zone can be done in a number of ways, (e.g. [128, 129, 130]). In here a 
novel approach based on AI Planning is used. The strongest point of this approach is its 
secure and fast convergence along with its ability to consider temporal constraints if 
applied in a multi-stage control fashion [131, 132]. On the negative side, its applicability 
is limited to CVR subzones as it faces scalability issues for large size networks. Overall, 
this is a novel approach to controlling a CVR sub-zone. The formulation of the AI 
Planning approach has collaboratively been carried out by the author and King’s College 
project partners. Please note the PDDL modelling has been carried out exclusively by 
King’s College partners.  The approach is explained briefly below. The reader is advised 
to refer to [133] for a full formulation of the approach. 
AI Planning is a branch of Artificial Intelligence that is concerned with identifying an 
action/sequence of actions to deliver an objective; hence it delivers a plan, as far as a 
possible solution/possible plan exists.  
In the AI planning approach for CVR sub-zone voltage control, the system voltage is 
expressed as a function of the background voltage and voltage adjustment. System 
voltage is therefore a mixed metric expression. Background voltage corresponds to 
an initial State A of the system. If in this representation a number of voltage variables 
are outside the allowed bound {𝑉𝑚𝑖𝑛, 𝑉max} the planner has to find an action or 
sequence of actions to reach State B, i.e. a network State where all voltage variables 
are within the allowed bound. The actions deliver the desired voltage adjustment and 
constitute the suggested plan. For a schematic explanation see figure 6.15.  
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Unlike approaches (a), (b), the planner in (c) checks that voltage on all buses lies 
within bounds after the control. As such, it is expected to deliver more secure Voltage 
Control of the CVR sub-zone. However, it relies on communications, as the Planner 
can be perceived as the software encrypted in a Central Co-ordinating agent within 
the CVR sub-zone. 
Regarding the domain, it briefly contains: 
(a) a PDDL [134] model describes the elements of the problem that are directly 
reasoned about by the planner (e.g. buses) 
(b) an encapsulated type, representing a structured object that is manipulated by the 
planner (e.g. the OLTCs) 
(c) an interface between the planner and a specialised external solver in order to lift 
the computational burden of analysing the effect of a possible action with full AC 
load flow equations. 
 
Fig. 6.15 Co-ordinated Voltage control with AI-Planning 
 
And the following nomenclature: 
Vmeas1 Measured voltage magnitude for transformer T1 
Vmeas2 Measured voltage magnitude for transformer T2 
tA1, tA2 Turns ratios for transformers T1, T2 in State A 
tB1, tB2 Turns ratios for transformers T1, T2 in State B 
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 Results & discussion on the 33 kV CVR sub-zone 
This Sub-section applies control approaches (a)-(c) introduced in Sub-section 6.3.2 
above on the 33 kV sub-zone of Sub-section 6.3.1. 
Figure 6.16 presents the CVR sub-zone under study. Control approaches (a)-(c) which 
present different degrees of co-ordination are applied to this CVR sub-zone. 
 
Fig. 6.16 CVR sub-zone under study 
In the considered CVR sub-zone for the control approach (b) that relies on time delays, 
should system loading change (and hence voltage), an opportunity is given to the HV/MV 
transformers to correct the voltage first (T5, T6, T8 and T14). This rationale is extended 
to lower voltage control devices and transformers (T1, T0 and T11), which operate next, 
owing to the fact that the network does not export power. The next longest time delay 
relates to transformer T15, as in principle most of the time voltage would drop between 
the bus that T1 controls and the bus T15 controls. The remaining transformers are the last 
ones to act, as they are the ones responsible for ensuring secure generator access to the 
network, thus controlling generators voltage and not load buses voltage. With respect to 
the delays, please note, sequential trigger is also considered within each group in the state 
space. 
Table 6.3 below summarizes the results of the analysis. The first column lists 6 
scenarios. Each of them corresponds to 24 hour operation according to data set [135]. The 
6 scenarios are evenly distributed within the data set to account for two winter days, two 
summer days and two days of shoulder season. Columns 2-4 indicate voltage control 
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performance for each of the control approaches (a)-(c). 
 Control performance is expressed as in equations (6.13)-(6.14). 
𝑉𝑝𝑒𝑟 = ∑ ∑ 𝑉𝑡𝑘
𝑘∈𝑁𝑏𝑢𝑠𝑡∈𝑁𝑖𝑛𝑠𝑡𝑎𝑛𝑐𝑒𝑠
 (6.13) 
 
𝑉𝑡𝑘 = {
𝑉𝑡𝑘 − 𝑉𝑘𝑚𝑎𝑥        𝑖𝑓 𝑉𝑘𝑚𝑎𝑥 ≤ 𝑉𝑡𝑘
𝑉𝑘𝑚𝑖𝑛 − 𝑉𝑡𝑘        𝑖𝑓 𝑉𝑘𝑚𝑖𝑛 ≤ 𝑉𝑡𝑘
                           0                 𝑖𝑓 𝑉𝑘𝑚𝑖𝑛 ≤ 𝑉𝑡𝑘 ≤ 𝑉𝑘𝑚𝑎𝑥
 (6.14) 
As such the voltage performance 𝑉𝑝𝑒𝑟 is the sum of all instances 𝑁𝑖𝑛𝑠𝑡𝑎𝑛𝑐𝑒𝑠 analysed in 
all 6 scenarios all across the buses 𝑁𝑏𝑢𝑠 . Based on the above equations the voltage 
performance index 𝑉𝑝𝑒𝑟 will be zero if a control-strategy keeps voltage in all network 
buses within the specified limits {𝑉𝑘𝑚𝑖𝑛, 𝑉𝑘𝑚𝑎𝑥} and will get a positive value otherwise.  
 
TABLE 6.3 
VOLTAGE CONTROL PERFORMANCE FOR THE CVR SUB-ZONE 
FOR CONTROL APPROACHES (a)-(c) 
Scenario ID Voltage Control Performance 𝑽𝒑𝒆𝒓 
Un-coordinated 
(case-a) 
Indirect  
Co-ordination (case-b) 
Direct Co-
ordination (case-c) 
𝑺𝑪𝟏 0.321 0.000 0.000 
𝑺𝑪𝟐 0.168 0.031 0.000 
𝑺𝑪𝟑 0.099 0.000 0.000 
𝑺𝑪𝟒 0.214 0.102 0.000 
𝑺𝑪𝟓 0.412 0.144 0.000 
𝑺𝑪𝟔 0.082 0.000 0.000 
 
 
As can be seen from Table 6.3 full direct co-ordination of the voltage control is the 
most appropriate approach for the examined CVR sub-zone (i.e. case-c). The AI-Planning 
based approach delivers in all examined scenarios secure voltage control. Please note, 
however, that if the objective was regulation (subject to minimizing some objective 
function) and not control, an AC OPF would have been used instead. Un-coordinated 
control (i.e. case-a) results in voltage violations in all scenarios analysed. This is due to 
the fact that OLTCs over-react as the individual controllers make a false estimation of the 
disturbance they have to resolve.  
Indirect co-ordinated control through time delays (i.e. case-b) is a particularly 
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interesting approach. In 50% of the cases it delivers secure voltage control and keeps 
voltage all across the network within bounds. This is due to the fact that the network under 
study is meshed unlike most of distribution radial networks and additionally it contains 9 
Distributed Generators (DGs).  Despite the fact that the CVR sub-zone does not export 
power, at times the direction of flows within the CVR sub zone were found to contradict 
the logical hierarchy of the delays. In such cases, voltage on the buses with no monitoring 
could fall outside bounds. Please note, that, were the network to export power, it is highly 
possible that it would be even harder to come up with a logical hierarchy of delays. 
Overall approach (b) is well-established, it is though recommended particularly for 
radial networks, as active power flow from MV to LV side is pre-requisite for correct 
operation. In either case, direct co-ordinated voltage control is the most appropriate 
choice for a more complex and possibly meshed topology CVR sub-zone, like the one 
examined here. 
6.4 Concluding Remarks 
This Chapter investigates Coordinated Voltage Regulation (CVR) from a whole system 
perspective; hence it goes beyond the CVR zone analysis within the authority of a single 
Independent System Operator (ISO). It effectively extends Chapters 3-5 by addressing 
the following two items; (a) Zone division in an interconnected system ranging from EHV 
down to MV, and (b) required degree of co-ordination for the voltage control of these 
zones. 
Towards item in (a), horizontal and vertical zone division is derived for the voltage 
control problem. The analysis considers multiple ISOs in an interconnected transmission 
grid. With regards to mid-term voltage control, an ISO can be regarded as a CVR area. A 
CVR area is ultimately a collection of individual CVR zones that cover the area of an 
ISO. Both CVR areas and CVR zones entail EHV & HV buses and hence suggest a 
horizontal zone division of the transmission grid. CVR zones entail a number of CVR 
sub-zones. The latter contain MV buses coupled to the primary HV substation and as such 
constitute vertical zone division. 
Additionally, the required degree of co-ordination has been investigated for the voltage 
regulation of both horizontal and vertical zones (i.e. item in (b)). To that end, a novel 
methodology has been developed to assess the required degree of co-ordination of 
Voltage Regulation in horizontal zones. The methodology is generic in that it is voltage 
control algorithm agnostic and can accommodate any zone division or case study 
network. It can further assess the required degree of co-ordination of Voltage Regulation 
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for both inter-area (i.e. various CVR areas) and intra-area (i.e. various CVR zones within 
an ISO/ CVR area) cases.  
Lastly, the required degree of co-ordination has been examined for the case of a vertical 
CVR sub-zone. This analysis considered only intra sub-zone co-ordination. This is due to 
the fact that while monitoring is anticipated to increase in future distribution grids, wide 
area communication among electrically distant feeders (i.e. electrically distant CVR sub-
zones) is not envisaged. Within this context, different configurations of co-ordinated 
voltage control are considered within a CVR sub-zone, i.e. (a) control with no co-
ordination, (b) control with indirect coordination based on the use of time delays and (c) 
control with direct co-ordination based on a novel AI-Planning based approach.  These 
control approaches have been applied on a 33 kV meshed distribution network taken from 
AuRA NMS [126]. Direct co-ordinated voltage control (i.e. approach-c) appears to be the 
most appropriate choice as anticipated, it requires however communications in addition 
to monitoring, contrary to approaches (a) and (b). The above outcome will hold true for 
any CVR sub-zone that has meshed topology and is complex with regards to the control 
points it includes.  
Overall, this Chapter investigated the required degree of co-ordination, among 
horizontal zones and among vertical zones, under the assumption that transmission and 
distribution deal with CVR independently. This is in fact a valid assumption based on 
current operation practices, where voltage control in distribution is done -in general- 
independently of what happens in transmission and the only linkage is how the 
transmission-distribution interfaces are controlled (typically with voltage targets agreed 
by both the TSO and the DNO). An interesting extension could be the investigation of the 
most appropriate degree of co-ordination among vertical and horizontal zones, moving 
towards future power networks with more “blurry” boundaries between transmission and 
distribution.  
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Conclusion 
 
7  
 
 
   This Chapter presents a brief overview of this thesis and 
points to the key findings. Additionally it summarizes the 
main contributions of this thesis. Lastly, it discusses 
broader implications of the findings and points future 
research directions that could effectively extend this work.  
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7.1 Overview & Key findings 
This section presents a brief overview and key findings of this Thesis.  
Automatic and Co-ordinated Voltage Regulation (CVR) contributes significantly to 
economy and security of transmission grids. The role of CVR will become more critical 
as systems are operated closer to their capacity limits due to technical, economic and 
environmental reasons. CVR has 1 min resolution and owing to the inherent complexity 
of the task, CVR is enabled through Reduction of the Control Model (RCM) i.e. simplified 
models of the network suitable for Voltage Control. RCM not only enables CVR bus also 
affects its performance and robustness. To that end, this thesis contributed towards 
improved Automatic & Coordinated Voltage Regulation (CVR) in transmission grids 
through thorough investigation of the Reduction of the Control Model (RCM). 
In this thesis RCM is zoning based for the following two reasons; 1) its low 
computational cost favours online application, and 2) it constitutes the only research 
direction adopted in actual AVC implementations. Zoning is a mixed integer optimization 
problem and becomes intractable when moving beyond a handful of nodes. Hence 
different heuristics have been deployed to perform the classification task.  Multiple 
Zoning approaches have been deployed both in academic literature and actual practice. It 
is noteworthy though that once a zoning is derived, RCM is defined in practice and in 
academic literature with very little ambiguity. Effectively, proposing a novel zoning based 
RCM methodology for CVR is equivalent to introducing a new formulation of the zoning 
optimization problem. 
Mathematically, zoning is the task of clustering i.e. identification of communities in a 
complex network representation. Clustering algorithms can be classified as Hierarchical, 
Exclusive and Overlapping. A literature review on zoning for CVR, revealed a wealth of 
approaches in all classes of clustering algorithms. Two well established hierarchical 
clustering based approaches, i.e. Hierarchical Clustering with Single Distance (HCSD) 
[17] and Hierarchical Clustering in VAR Space (HCVS) [21] have been identified as 
suitable benchmarks owing to the fact that they have been used in actual AVC 
implementations. With regards to Exclusive Clustering and Overlapping Clustering, the 
literature review revealed that none of the existing approaches has a complete 
formulation. Therefore, as a first goal  this thesis developed two  new zoning based RCM 
approaches for the CVR application; 1) Spectral K-way Clustering (SKC) methodology 
that deployed Exclusive Clustering and 2) Fuzzy C-Means (FCM) methodology that 
deployed Overlapping (Fuzzy) clustering.  HCSD, HCVS, SKC and FCM in this thesis 
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are formulated as Clustering Optimization Problems using Complex Network 
representation of the transmission grid. Those four zoning methodologies are 
representative of the whole spectrum of clustering algorithms as most appropriate 
candidates for Hierarchical, Exclusive and Overlapping Clustering respectively.  
Furthermore, simulations revealed that different zoning methodologies, sharing the 
same control objective and network, make different decisions. Internal validation criteria 
provided the most appropriate outcome for each zoning methodology, they are however 
specific to each approach and may produce contradicting decisions if combined, as 
reference [113] points out. As a reasonable approach, the optimized through validation 
zoning outcomes have been compared directly on the application of interest. 
Hence, a novel generic probabilistic framework has been developed in order to model 
and evaluate Coordinated Voltage Regulation (CVR). The modelling of the main 
functions includes sufficient detail in order to capture the main system requirements and 
features, as actually implemented in the CVR solution. This modelling is extended to a 
Monte-Carlo framework that can be used to evaluate CVR in conjunction with any 
configuration of its component elements. This novel framework is deployed to investigate 
how different zoning based RCM approaches serve the CVR control objective. In this 
investigation, the focus has been on both the performance and robustness that the CVR 
controller achieves in conjunction with a zoning based RCM approach.   
The analysis pointed to four key findings; 
a) Zoning definitions determine the nature of the corresponding RCMs. However, 
similar zoning outcomes (coming possibly from different zoning definitions) could 
result in the same RCM being selected. 
b) The selection of a zoning based RCM affects both the performance and the 
robustness of the CVR controller. Hence, a zoning based RCM should be selected in 
accordance with the expected accuracy of the voltage measurements CVR receives. 
c) Hierarchical Clustering in VAR Space (HCVS) and Spectral K-way Clustering 
(SKC) methodologies appear to have the best potential and this is highly likely to be 
the case for networks with similar characteristics to the case studies examined in here 
(i.e. similar average degree <k>, ratio of controlling to controlled elements and X/R 
ratio). However, in the general case one is advised to try several zoning methodologies 
on a network prior to selecting one, as in principle zoning methodologies are heuristics 
with no guarantee of performance. 
d) HCVS achieves competitive performance compared to the rest of the zoning 
methodologies. This can be explained by the electrical distance it deploys which 
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considers the quasi-steady zonal control characteristics. HCVS should be used with 
caution though for high ratios of g/l elements or when the g elements participating in 
CVR are not pre-specified as for high ratios it might lead to disconnected clusters. 
Additionally, this thesis investigated zoning based Reduced Control Models (RCM) 
determined in an online event-driven fashion (adaptive RCM) in pursuit of improved 
Coordinated Voltage Regulation (CVR). This is due to the fact that a single RCM (static 
RCM) cannot be optimum for all network operating conditions and configurations. This 
thesis investigated four novel research questions with regards to adaptive RCM in CVR; 
(a) is adaptive RCM feasible from a computational perspective on realistic size networks? 
, (b) what should trigger the adaptive RCM? , (c) what is the Value of adaptive RCM from 
a control perspective? , and (d) which are the Major implementation challenges? 
  The analysis pointed to four key findings; 
a) Hierarchical Clustering with Single Distance (HCSD), Hierarchical Clustering in 
VAR Space (HCVS) and Spectral K-way Clustering (SKC) methodologies can 
determine the Reduced Control Model (RCM) in an online fashion, contrary to Fuzzy 
C-Means Clustering (FCM) on a realistic size network that has not undergone any 
reduction. In particular, methodologies based on agglomerative hierarchical clustering 
appear to have the best potential. The deployment of relative eigen gap heuristic speeds 
up SKC and allows its application in the adaptive scheme. 
b) It is mainly topological changes that trigger the adaptive RCM and particularly the 
ones that substantially affect the centrality of the pilot node set. Merely loading changes 
or different tap configurations on the OLTC may alter slightly the zone boundaries. 
They do not however trigger adaptive RCM.  
c) Overall, adaptive reconfiguration of the RCM can be considered as one of the actions 
CVR can take before CVR reaches its limits and emergency control takes place. While 
benefits cover both aspects of economy and security, adaptive RCM in CVR is more 
meaningful as a means to improve security, i.e. stability in presence of contingencies.  
d) Adaptive RCM does not jeopardize the desired engineering simplification of on-line 
automatic control that CVR is designed to deliver it does however rely on increased 
monitoring and communications which is the main implementation challenge. The 
latter are becoming available through the on-line remote sensing and command 
infrastructures being deployed by the utilities under the umbrella of smart grids. 
Chapter 6 of this thesis extended the scope of this research beyond the authority of a 
single-transmission level Independent System Operator (ISO) and addressed the 
following two items; (1) Zone division in an interconnected system ranging from EHV 
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down to MV, and (2) required degree of co-ordination for the voltage control of these 
zones.  
The analysis pointed to three key findings; 
a) With regards to mid-term voltage control, an ISO can be regarded as a CVR area. A 
CVR area is ultimately a collection of individual CVR zones that cover the area of an 
ISO. Both CVR areas and CVR zones include EHV & HV buses and hence suggest a 
horizontal zone division of the transmission grid. CVR zones include a number of CVR 
sub-zones. The latter contain MV buses coupled to the primary HV substation and as 
such suggest vertical zone division.  
b) Regarding voltage regulation of horizontal zones, the proposed in this research 
methodology can successfully assess the required degree of co-ordination for both 
inter-area and intra-area cases. (Please note that Co-ordination of CVR areas is referred 
to as inter-area co-ordination. Owing to the fact that multiple CVR zones form a CVR 
area, co-ordination of CVR zones is referred to as intra-area co-ordination.) 
c) Regarding voltage control of vertical zones, different configurations of coordinated 
voltage control have been examined within a CVR sub-zone, i.e. (a) control with no 
co-ordination, (b) control with indirect coordination based on the use of time delays 
and (c) control with direct co-ordination based on a novel AI-Planning based approach. 
These control approaches have been applied on a 33 kV meshed distribution network. 
Results indicate that direct coordinated voltage control (i.e. approach-c) appears to be 
the most appropriate choice as anticipated, it requires however communications in 
addition to monitoring, contrary to approaches (a) and (b). The above outcome will 
hold true for any CVR sub-zone that has meshed topology and is complex with regards 
to the control points it includes. 
 
 
7.2 Contributions of this thesis 
This section summarizes the contributions of this Thesis.  
(1) This thesis contributes a novel framework to model and evaluate performance and 
robustness of Coordinated Voltage Regulation (CVR). This framework is generic in 
that it is not tied to any specific control module, Reduction of the Control Model 
(RCM), Reactive Optimal Power Flow (ROPF) implementation or specific filtering 
technique. The modelling of the main functions includes sufficient detail in order to 
capture the main system requirements and features, as actually implemented in the 
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CVR. In its Monte-Carlo extension this framework can be used to facilitate the 
selection and design of any of CVR components. The author developed the entire 
coding in MATLAB and the implementation is both efficient and easy to integrate 
with other Power System tools. 
(2) This thesis contributes to the State of the art two novel zoning methodologies; Spectral 
K-way Clustering (SKC) and Fuzzy C-Means Clustering (FCM). Both are formulated 
as Clustering optimization problems using Complex Network Analysis. Compared to 
existing formulations that use Spectral and Fuzzy Clustering, both the SKC and FCM 
formulations in this research; a) deploy proximity metrics tailored to the control 
problem of CVR (i.e. electrical distance based on voltage sensitivities), b) deliver 
reproducible output and c) include clustering validation and this is achieved using 
inexpensive validation indices (i.e. eigen-gap and Xie&Beni index, respectively). 
(3) This is the first work to evaluate a representative subset of zoning methodologies (i.e. 
SKC, FCM, HCSD, and HSVC) in the CVR application. In this evaluation, the focus 
is on both the performance and robustness that the CVR controller achieves in 
conjunction with a zoning based RCM approach.  Results point to both the merits and 
limitations of the zoning methodologies under study. 
(4) This is the first work to provide answers to four novel research questions with regards 
to adaptive RCM in CVR; (a) is adaptive RCM feasible from a computational 
perspective on realistic size networks? , (b) what should trigger the adaptive RCM? , 
(c) what is the Value of adaptive RCM? and (d) what is the major implementations 
challenges. Regarding question in (a) the role of relative eigen gap heuristic is 
presented in speeding up the SKC methodology. Regarding question (b) a novel index 
termed Variation of Pilot Node Centrality is introduced in order to carry out scenario 
selection. 
(5) This is the first work to present horizontal and vertical zone division for the voltage 
control problem, beyond the single ISO and to address the required degree of co-
ordination for the voltage control of both horizontal and vertical zones. To that end, 
a novel methodology has been developed to assess the required degree of co-
ordination of Voltage Regulation in horizontal zones. The methodology is generic in 
that it is voltage control algorithm agnostic and can accommodate any zone division 
or case study network. Regarding vertical zone division various degrees of co-
ordination are examined and particularly for the case of full co-ordination a novel AI 
Planning based approach is presented. 
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7.3 Broader Implications  
This section summarizes broader implications of the work presented in this thesis. 
(1) The presented framework for modelling and evaluation of Coordinated Voltage 
Regulation (CVR) can essentially be used for a number of important investigations; 
It can be used to select and design a CVR control module, assess robustness of 
different filtering techniques and sensor technologies (e.g. PMU based CVR as 
proposed in [94]) or assess vulnerability to malicious attacks. 
(2) Using this framework, various zoning methodologies have been compared for the first 
time, providing a benchmark for other existing ones/proposed in the future. This 
comparison is meaningful and very much needed; Zoning methodologies have been 
used in commercial hierarchical AVC implementations (e.g. HCSD is used in the 
French AVC implementation and HCVS is used in the Chinese AVC 
implementation). Hence the reported results are also valuable even for today’s 
Systems and can be deployed to improve economy and security of existing CVR 
schemes. 
(3) The findings in this thesis provide sufficient evidence that adaptive reconfiguration 
of the RCM can be considered as one of the actions CVR can take before CVR reaches 
its limits and emergency control takes place. In this sense, the inclusion of adaptive 
RCM in CVR can potentially improve system security, defer potential load-shedding, 
allow system to accommodate more stochasticity and decrease the risk of large black 
outs. 
(4) Lastly, this research is a step towards moving to Autonomic Control of Power 
Systems [115]. The reconfiguration of the zoning based RCM achieves improved 
control without much of human intervention. At the same time, the individual CVR 
zones can act autonomously to prevent/mitigate contingencies within their control 
authority even when communication with a central-coordinator is interrupted. 
7.4 Future Research 
This section summarizes future research directions that could effectively extend this 
work. 
(1) The proposed framework for CVR modelling and evaluation neglects voltage 
dynamics, based on the assumption that the associated control loops are time 
dynamically decoupled, i.e. the time constant of the power plant reactive power 
140 
 
control loop is chosen to be sufficiently higher than that of the primary voltage control 
loops and sufficiently lower than that of the secondary voltage regulation. While this 
is an acceptable simplification, as discussed in [120], the inclusion of dynamics could 
allow the deployment of the framework for a wider number of applications and 
investigations. 
(2) The current work has focused on technical feasibility of adaptive RCM in CVR and 
value from a control perspective, assuming communications and measurements is not 
an issue. Future work could focus on techno-economic evaluation of most appropriate 
thresholds for the RCM reconfiguration and the implications for measurements from 
a planning perspective, as we move from 2020 to 2050 networks. 
(3) The last Chapter of this thesis investigated the required degree of co-ordination, 
among horizontal zones and among vertical zones, under the valid assumption that 
transmission and distribution deal with CVR independently (i.e. as it is today). An 
interesting extension could be the investigation of the most appropriate degree of co-
ordination among vertical and horizontal zones, moving towards a whole system 
approach to CVR, where boundaries between transmission and distribution are more 
blurry. This would require a joint optimization of operational costs (i.e. Reactive 
Reserves of Synchronous generators and losses reduction) and maintenance aspects 
(i.e. wear and tear of switching devices at the secondary side of a substation). 
 
141 
 
List of References 
 
[1]  T. Miller, Reactive Power Control in Electric Systems, Willey, 1982.  
[2]  P. Nedwick, A. Mistr and E. B. Croasdale, “Reactive management a key to 
survival in the 1990s,” IEEE Trans. Power Systems, vol. 10, no. 2, pp. 1036, 1043, 
1995.  
[3]  CIGRE Task Force,C4.602, “Coordinated voltage control in transmission 
networks,” 2007. 
[4]  Commision California Energy, “Integrated Energy Policy Report,” 2007. 
[5]  BERR, “UK Renewable Energy Strategy Consultation,” London, 2008. 
[6]  F. Li, W. Qiao, H. Sun, H. Wan, J. Wang, Y. Xia, Z. Xu and P. Zhang, “Smart 
transmission grid: Vision and framework,” IEEE Trans. Smart Grid, vol. 1, no. 2, 
pp. 168-177, 2010.  
[7]  T. S. Gangadharan and P. K. Sidhu, “Control and automation of power system 
substation using IEC61850 communication,” in IEEE Conference Control 
Applications, Toronto, 2005.  
[8]  R. Cosse, J. E. Bowen, H. T. Combs, D. G. Dunn, M. A. Hilderth and A. Pilcher, 
“Smart industrial substations,” IEEE Trans. on Industrial Applications, vol. 11, 
no. 2, pp. 12-20, 2005.  
[9]  R. Marconato, Electric power systems, Milan: CEI, 2004.  
[10]  C. Taylor, D. C. Erickson, K. Martin, R. Wilson and V. Venkatasubramanian, 
“WACS-Wide-Area Stability and Voltage Control System: R&D and online 
demonstration,” Proceedings of the IEEE, Special Issue on Energy Infrastructure 
Defense System, vol. 93, no. 5, pp. 892, 906, 2005.  
142 
 
[11]  J. Y. Wen, Q. H. Wu, D. R. Turner, S. J. Cheng and J. Fitch, “Optimal coordinated 
voltage control for power system voltage stability,” IEEE Trans. Power Systems, 
vol. 19, no. 2, pp. 1115-1122, 2004.  
[12]  S. Guerrero-Sedeno, “Hiearchical two level voltage controller for large power 
systems,” PhD thesis, Washington State University, 2014. 
[13]  S. Corsi, M. Pozzi, C. Sabelli and A. Serrani, “The coordinated automatic voltage 
control of the Italian transmission grid - Part I: Reasons of the choice and overview 
of the consolidated hierarchical system,” IEEE Trans. Power Systems, vol. 19, no. 
4, pp. 1723-1732, 2004.  
[14]  C. W. Taylor, “Line drop compensation, high side voltage control, secondary 
voltage control-why not control a generator like a static VAr compensator?,” in 
IEEE Power Engineering Soc. summer meeting, Seattle, 2000.  
[15]  H. Lefebvre, D. Fragnier, J. Y. Boussion, P. Mallet and M. Bulot, “Secondary 
coordinated voltage control system: feedback of EDF,” in Power Engineering 
Society Summer Meeting IEEE, Seattle, 2000.  
[16]  V. Alimisis and P. C. Taylor, “Zoning evaluation for impover co-ordinated 
automatic voltage control,” IEEE Trans. on Power Systems, 2015.  
[17]  P. Lagonotte, J. C. Sabonnadiere, J. Y. Leost and J. P. Paul, “Structural analysis 
of the electrical system: Application to secondary voltage control in France,” IEEE 
Trans. Power Systems, vol. 4, no. 2, pp. 479-486, 1989.  
[18]  S. Corsi, M. Pozzi, M. Sforna and G. Dell'Olio, “The coordinated automatic 
voltage control of the Italian transmissiong grid, Part II: Control apparatus and 
field performance of the consolidated hierarchical system,” IEEE Trans. on Power 
Systems, vol. 19, no. 4, pp. 1733-1741, 2004.  
[19]  S. Corsi, V. Arcidiacono, M. Cambi and L. Salvaderi, “Impact of the restructuring 
process at ENEL on the network voltage control service,” in IREP, Santorini, 
1998.  
143 
 
[20]  A. Berizzi, S. Sardella, F. Tortello, F. Marannino, M. Pozzi and G. Dell'Olio, “The 
hierarchical voltage control to face market uncertainties,” in IREP, Onomichi, 
2001.  
[21]  H. Sun, Q. Guo, B. Zhang and W. Wu, “Development and applications of system-
wide automatic voltage control system in China,” in IEEE PES General Meeting, 
2009.  
[22]  H. Sun, Q. Guo, B. Zhang, W. Wu and B. Wang, “An adaptive zone-division-
based automatic voltage control system with applications in China,” IEEE Trans. 
Power Systems, vol. 28, no. 2, pp. 1816-1828, 2013.  
[23]  G. N. Taranto, N. Martins, D. M. Falcao, A. C. B. Martins and M. Santos, 
“Benefits of applying secondary voltage control schemes to the Brazilian systm,” 
in Power Engineering Society Summer Meeting, IEEE, Seattle, 2000.  
[24]  S. Corsi, S. Pozzi, M. Marannino, F. Zanellini, M. Merlo and G. Dell'Olio, 
“Evaluation of load margins with respect to voltage collapse in presence of 
secondary and tertiary voltage regulation,” in IREP, Onomichi, 2001.  
[25]  J. V. Hecke, N. Janssens, J. Deuse and G. F. Promel, “Coordinated voltage control 
experience in Belgium,” in Cigre Session, Paris, 2000.  
[26]  J. L. Sancha, J. L. Fernandez, A. Cortes and J. T. Abarca, “Secondary Voltage 
Control: Analysis, Solutions and Simulation Results for the Spanish Transmission 
System,” IEEE Trans. Power Systems, vol. 11, no. 2, pp. 630-638, 1996.  
[27]  S. Corsi, F. De Villiers and R. Vajeth, “Power system stability increase by 
secondary voltage regulation applied to the South Africa transmission grid,” in 
Bulk Power System Dynamics and Control (iREP) - VIII (iREP), Rio de Janeiro, 
2010.  
[28]  S. Koishikawa, S.Ohsaka, M. Suzuki, T. Michigami and M. Akimoto, “Adaptive 
control of reactive power supply enhancing voltage stability of a bulk power 
transmission system and a new scheme of monitor on voltage security,” in CIGRE, 
1990.  
144 
 
[29]  A. Erbasu, A. Berizzi, M. Eremia and C. Bulac, “Implementation studies of 
secondary voltage control on the Romanian power grid,” in IEEE PowerTech 
Conference, St.Petersburg, 2005.  
[30]  Q. Guo, H. Sun, J. Tong, M. Zhang, B. Wang and B. Zhang, “Study of system-
wide Automatic Voltage Control on PJM system,” in Power and Energy Society 
General Meeting IEEE, Minneapolis, 2010.  
[31]  S. Noguchi, M. Shimomura, J. Paserba and C. Taylor, “Field verification of an 
advanced high side voltage control at a hydro power station,” IEEE Trans. Power 
Systems, vol. 21, no. 2, pp. 693, 701, 2006.  
[32]  E. C. Starr and E. J. Harrington, “Shunt capacitors in large transmission networks,” 
Transactions AIEE, Part 3, Power Apparatus and Systems, vol. 72, no. 2, 1953.  
[33]  C. W. Taylor, M. Venkatasubramanian and Y. Chen, “Wide area stability and 
voltage control,” in VII Symposium of specialists in electrical operation and 
expansion planning, Brazil, 2000.  
[34]  IEC, “International Elechtrotechnical Commision, TR 61000-3-6,” 2008. 
[35]  B. Andrasfai, Graph Theory: Flows, Matrices, The Institute of Physics, 1991.  
[36]  B. Bollobas, Modern graph theory, Springer-Verlag, 2002.  
[37]  A. Barrat, M. Barthelemy and A. Vespignani, Dynamical Processes on Complex 
Networks, Cambridge University Press, 2008.  
[38]  A. Gibbons and L. Novak, Hybrid graph theory and Network analysis, Cambridge 
University Press, 1999.  
[39]  R. J. Wilson and R. C. Read, An atlas of graphs, Oxford University Press, 2004.  
[40]  J. B. V. Gao, H. Stanley and S. Havlin, “Networks formed from inerdependent 
networks,” Nature Physics, pp. 40-48, 2012.  
[41]  Z. Wang, A. Scaglione and R. Thomas, “Generating statistically correct random 
topologies for testing smart grid communication and control networks,” IEEE 
Trans. on Smart Grid, vol. 1, no. 1, pp. 28-38, 2010.  
145 
 
[42]  P. Hines, E. Cortilla-Sanchez and S. Blumsack, “Do topological models provide 
good information about vulnerability in electric power networks?,” Chaos, vol. 20, 
no. 3, 2010.  
[43]  C. Posse and D. Chassin, “Evaluating North American electric grid reliability 
using the Barabasi-Albert network model,” Physica, vol. 355, pp. 667-677, 2005.  
[44]  L. L. Rong and J. W. Wang, “Cascade-based attack vulnerability on the USA 
power grid,” Safety Science, vol. 47, no. 10, pp. 1332-1336, 2009.  
[45]  H. Ren, L. Dobson and B. A. Carreras, “Long-term effect of the N-1 criterion on 
cascading line outages in an evolving power transmission grid,” IEEE Trans. on 
Power Systems, vol. 23, no. 3, pp. 1217-1225, 2008.  
[46]  Z. Wang, A. Scaglione and R. Thomas, “The node degree distribution in power 
grid and its topology robustness under random and selective node removals,” in 
IEEE INternational Conference on Communications, 2010.  
[47]  S. Arianos, E. Bompard, A. Carbone and F. Xue, “Power grid vulnerability: A 
complex network approach,” Chaos, vol. 19, no. 1, pp. 1-6, 2009.  
[48]  M. Rosas-Casals, “Power grids as compex networks: Topology and fragility,” in 
IEEE Conference on Complexity in Engineering, Compeng, 2010.  
[49]  M. R. Anderberg, Cluster analysis for application, London: Academic Press, 1973.  
[50]  S. Shu, W. Xue and W. Zheng, “A parallel transient stability simulation for power 
systems,” IEEE Trans. on Power Systems, vol. 20, no. 4, pp. 1709-1717, 2005.  
[51]  J. Quirós-Tortós, R. Sánchez-García, J. Brodzki, J. Bialek and V. Terzija, 
“Constrained spectral clustering-based methodology for intentional controlled 
islanding of large-scale power systems,” Generation, Transmission & 
Distribution, IET, vol. 9, no. 1, pp. 31-42, 2015.  
[52]  K. Sun, D.-Z. Zheng and Lu, “Searching for feasible splitting strategies of 
controlled system islanding,” Generation, Transmission and Distribution, IEE 
Proceedings, vol. 153, no. 1, pp. 89-98, 2006.  
146 
 
[53]  S. Cvijic and M. Hic, “Optimal clustering for efficient computations of 
contingency effects in large regional power systems,” in Power and Energy 
Society General Meeting, IEEE , San Diego, 2012.  
[54]  I. Castro Leon and P. C. Taylor, “Memetic fuzzy type-2 system learning for load 
forecasting,” in 16th World Congress of the International Fuzzy Systems 
Association and 9th Conference of the European Society for Fuzzy Logic and 
Technology, Jigon, 2015.  
[55]  P. Pachanapan, O. Anaya-Lara, A. Dysko and K. Lo, “Adaptive Zone 
Identification for Voltage Level Control in Distribution Networks With DG,” 
IEEE Trans. on Smart Grid, vol. 3, no. 4, pp. 1594-1602, 2012.  
[56]  S. Islam, K. Muttaqi and D. Sutanto, “A Decentralized Multiagent-Based Voltage 
Control for Catastrophic Disturbances in a Power System,” IEEE Trans. on 
Industry Applications, vol. 51, no. 2, pp. 1201-1214, 2015.  
[57]  J. Hollman and J. Marti, “Real time network simulation with PC-cluster,” IEEE 
Trans. on Power Systems, vol. 18, no. 2, pp. 563-669, 2003.  
[58]  E. Loukarakis, J. Bialek and C. Dent, “Investigation of Maximum Possible OPF 
Problem Decomposition Degree for Decentralized Energy Markets,” IEEE Trans. 
on Power Systems, 2014.  
[59]  A. Kumar, S. Srivastava and S. Singh, “A zonal congestion management approach 
using real and reactive power rescheduling,” IEEE Trans. on Power Systems, vol. 
19, no. 1, pp. 554-562, 2004.  
[60]  J. Lyon, K. Hedman and Z. Muhong, “Reserve Requirements to Efficiently 
Manage Intra-Zonal Congestion,” IEEE Trans. on Power Systems, vol. 29, no. 1, 
pp. 251-258, 2014.  
[61]  P. Lund, “The Danish Cell Project - Part 1: Background and General Approach,” 
in Power Engineering Society General Meeting, IEEE, Tampa, 2007.  
[62]  S. Arefifar, Y.-R. Mohamed and T. El-Fouly, “Optimized Multiple Microgrid-
Based Clustering of Active Distribution Systems Considering Communication and 
147 
 
Control Requirements,” IEEE Trans.on Industrial Electronics, vol. 62, no. 2, pp. 
711-723, 2015.  
[63]  V. Alimisis, C. Piacentini, J. King and P. C. Taylor, “Operation and control zones 
for future complex power systems,” in Green Technologies Conference, IEEE, 
Denver, 2013.  
[64]  B. Mirkin, Mathematical classification and clustering, Kluwer Academic Press, 
1996.  
[65]  H. Shen and K. Hwang, “Locality-Preserving Clustering and Discovery of 
Resources in Wide-Area Distributed Computational Grids,” IEEE Trans. on 
Computers, vol. 61, no. 4, pp. 458-473, 2012.  
[66]  A. Jain and R. Dubes, Algorithms for clustering data, NJ, USA: Prentice Hall, 
1988.  
[67]  T. Karkkainen and S. Ayramo, “Robust clustering methods for incomplete and 
erroneous data,” Computational Statistics and Data Analysis, vol. 23, pp. 83-96, 
1996.  
[68]  U. Maulik and S. Bandyopadhyay, “Performance evaluation of some clustering 
algorithms and validity indices,” IEEE Trans. on Pattern Analysis and Machine 
Intelligence, vol. 24, no. 12, pp. 1650-1654, 2002.  
[69]  P. Luo, H. Xiong, G. Zhan, J. Wu and Z. Shi, “Information-Theoretic Distance 
Measures for Clustering Validation: Generalization and Normalization,” IEEE 
Trans. on Knowledge and Data Engineering, vol. 21, no. 9, pp. 1249-1262, 2009.  
[70]  R. C. Dubes, “How many clusters are best? - an experiment,” Pattern Recognition, 
vol. 20, pp. 645-663, 1987.  
[71]  R. Xu and D. Wunch, Cluster Analysis, Wiley, 2009.  
[72]  A. Mayak and I. Stojmenovic, Data mining algorithmsI: Clustering, Wiley, 2008.  
[73]  R. J. Sanchez-Garcia, M. Fennelly, S. Norris, N. Wright, G. Niblo, J. Brodzki and 
J. W. Bialek, “Hierarchical spectral clustering of power grids,” IEEE Trans. Power 
Systems, 2014.  
148 
 
[74]  I. Gath and A. Geva, “Unsupervised optimal fuzzy clustering,” IEEE Trans. on 
Pattern Analysis and Machine Intelligence, vol. 11, no. 7, pp. 773-781, 1989.  
[75]  T. Hastie, R. Tibshirani and J. Friedman, The elements of statistical learning. Data 
mining inference and prediciton, Springer-Verlag, 2001.  
[76]  J.-M. Won, S. Ullah and F. Karray, “Data clustering using multi-objective hybrid 
evolutionary algorithm,” in Control, Automation and Systems, Seoul, 2008.  
[77]  A. Jain, R. Duin and J. Mao, “Statistical pattern recognition: a review,” IEEE 
Trans. on Pattern Analysis and Machine Intelligence, vol. 22, no. 1, pp. 4-37, 
2000.  
[78]  Y. Liu, Z. Li, H. Xiong, X. Gao, J. Wu and S. Wu, “Understanding and 
Enhancement of Internal Clustering Validation Measures,” IEEE Trans. on 
Cybernetics, vol. 43, no. 3, pp. 982-994, 2013.  
[79]  G. Milligan, “A Monte Carlo study of thirty internal criterion measures for cluster 
analysis,” Pcychometrica, vol. 46, no. 2, pp. 187-199, 1981.  
[80]  M. Ilic-Spong, J. Christensen and K. L. Eichorn, “Secondary voltage control using 
pilot point information,” IEEE Trans. Power Systems, vol. 3, no. 2, pp. 660-668, 
1988.  
[81]  A. Conejo, J. de la Fuente and S. Goransson, “Comparison of alternative 
algorithms to select pilot buses for secondary voltage control in electric power 
networks,” in 7th Mediterranean Electrotechnical Conference, Antalya, 1994.  
[82]  T. Amraee, A. Soroudi and A. M. Ranjbar, “Probabilistic determination of pilot 
points for zonal voltage control,” IET Gen., Trans. & Distrib., vol. 6, no. 1, pp. 1-
10, 2012.  
[83]  J. Zhong, E. Nobile, A. Bose and K. Bhattacharya, “Localized reactive power 
markets using the concept of voltage control areas,” IEEE Trans. Power Systems, 
vol. 19, no. 3, pp. 1555-1561, 2004.  
[84]  M. K. Verma and S. C. Srivastava, “Approach to determine voltage control areas 
considering impact of contingencies,” IEE Proceedings, Gen. Trans. & Distrib., 
vol. 152, no. 3, pp. 342-350, 2005.  
149 
 
[85]  W. Villa, J. Rueda, S. Torres and W. Peralta, “Identification of voltage control 
areas in power systems with large scale wind power integration,” in 6th 
Transmission and Distribution: Latin America Conference and Exposition , 
Montevideo, 2012.  
[86]  H. Kai, Shan.G. and G. Quan, “Research on partition for automatic voltage/var 
control based on electrical distance to generator,” in IEEE ISGT-Asia, Tianjin, 
2012.  
[87]  M. Sarmin, M. Zhang, S. Abdullah, F. Ismail, N. Saadun, M. Azmi, H. Sun and 
Qinglai Guo, “ systematic study of system-wide automatic coordinated voltage 
control for TNB system,” in ISGT-Asia, Kuala Lumpur, 2014.  
[88]  S. Satsangi, A. Saini and A. Saraswat, “Voltage control areas for reactive power 
management using clustering approach in deregulated power system,” in 
Sustainable Energy and Intelligent Systems, Chennai, 2011.  
[89]  H. Mehrjerdi, S. Lefebvre, M. Saad and D. Asber, “A decentralized control of 
partitioned power networks for voltage regulation and prevention against 
disturbance propagation,” IEEE Trans. Power Systems, vol. 28, no. 2, pp. 1461-
1469, 2013.  
[90]  X. Gang, Q. Zhou and Y. Feng, “Comprehensive sensitivity-based reactive power 
optimization under the hierarchical and regional in transmission network,” in 11th 
International Conference on Environment and Electrical Engineering (EEEIC), 
2012.  
[91]  H. Mehrjerdi, E. Ghahremani, S. Lefebvre, M. Saad and D. Asber, “Authenticated 
voltage control of paritioned power networks with optimal allocation of 
STATCOM using heuristic algorithm,” IET Gen., Trans. & Distrib., vol. 7, no. 9, 
pp. 1037-1045, 2013.  
[92]  L. Mili, T. Baldwin and R. Adapa, “Phasor measurement placement for voltage 
stability analysis of power systems,” in 29th IEEE Conference on Decision and 
Control, Honolulu, 1990.  
150 
 
[93]  A. Conejo and M. J. Aguilar, “Secondary voltage control: Nonlinear selection of 
pilot buses, design of an optimal control law, and simulation results,” IEE 
Proceedings Gen., Trans. & Distrib, vol. 145, no. 1, pp. 77-81, 1998.  
[94]  H. Y. Su and C. W. Liu, “An adaptive PMU-based secondary voltage control 
scheme,” IEEE Trans. Smart Grid, vol. 4, no. 3, pp. 1514-1522, 2013.  
[95]  W. Causarano, D. Falcao and G. Taranto, “A fast domain simulation method for 
voltage stability assesment,” in Proceedings of the VI SEPOSE, Salvador, 1998.  
[96]  T. Van Cutsem, “Voltage Instability: Phenomena, Countermeasures and Analysis 
Methods,” Proceedings of the IEEE, vol. 11, no. 1, pp. 146-154, 1996.  
[97]  H. Mehrjerdi, S. Lefebvre, M. Saad and D. Asber, “Coordinated Control Strategy 
Considering Effect of Neighborhood Compensation for Voltage Improvement in 
Transmission Systems,” IEEE Trans. on Power Systems, vol. 28, no. 4, pp. 4507-
4515, 2013.  
[98]  K. Lee, Y. Park and J. Ortiz, “Fuel-cost minimisation for both real-and reactive-
power dispatches,” Generation, Transmission and Distribution, IEE Proceedings, 
vol. 131, no. 3, pp. 85-93, 1984.  
[99]  A. Meliopoulos, G. Cokkinides, F. Galvan, B. Fardanesh and P. Myrda, 
“Delivering accurate and timely data to all,” IEEE Power and Energy Magazine, 
pp. 74-86, May-June 2007.  
[100]  J. P. Paul, J. T. Leost and J. M. Tesseron, “Survey of the secondary voltage control 
in France: Present realization and investigations,” IEEE Trans. Power Systems, 
vol. 2, no. 2, pp. 505-511, 1987.  
[101]  R. Billinton and W. Li, Reliability assessment of electric power systems using 
Monte Carlo methods, New York: Plenum Press, 1994.  
[102]  R. Gupta, Z. Alaywan, R. Stuart and T. Reece, “Steady state voltage instability 
operations perspective,” IEEE Trans. on Power Systems, vol. 5, no. 4, pp. 1345-
1354, 1990.  
[103]  J. Wu, Advances in K-means Clustering: A data mining thinking, Springer, 2012.  
151 
 
[104]  U. von Luxburg, “Tutorial on Spectral Clustering,” Statistics and Computing, vol. 
17, no. 4, 2007.  
[105]  N. Pal and K. Sarkar, “What and When Can We Gain From the Kernel Versions 
of C-Means Algorithm,” IEEE Trans. on Fuzzy Systems, vol. 22, no. 2, pp. 363-
379, 2014.  
[106]  X. L. Xie and G. Beni, “A validity measure for fuzzy clustering,” IEEE Trans. 
Pattern Analysis and Machine Intelligence, vol. 13, no. 8, pp. 841-847, 1991.  
[107]  N. R. Pal and J. Bezdek, “On cluster validity for the fuzzy c-means model,” IEEE 
Trans. on Fuzzy Systems, vol. 3, no. 3, pp. 370-379, 1995.  
[108]  E. Rubio, O. Castillo and P. Melin, “A new validation index for fuzzy clustering 
and its comparisons with other methods,” in IEEE Conference on Systems, Man 
and Cybernetics, Anchorage, 2011.  
[109]  I. Kamwa, A. Pradhan and G. Joos, “Automatic segmentation of large power 
systems into fuzzy coherent areas for dynamic vulnerability assessment,” IEEE 
Trans. Power Systems, vol. 22, no. 4, pp. 1974-1985, 2007.  
[110]  C. Grigg, P. Wong, P. Albrecht, R. Allan, M. Bhavaraju, R. Billinton, Q. Chen, C. 
Fong, S. Haddad, S. Kuruganty, W. Li, R. Mukerji, D. Patton, N. Rau, D. Reppen, 
A. Schneider, M. Shahidehpour and C. Singh, “The IEEE reliability test system-
1996. A report prepared by the Reliability test system task force of the application 
of probability methods subcommittee,” IEEE Trans. Power Systems, vol. 14, no. 
3, pp. 1010-1020, 1999.  
[111]  R. D. Zimmerman, C. E. Murillo-Sanchez and R. J. Thomas, “MATPOWER: 
Steady-state operations, planning, and analysis tools for power systems research 
and education,” IEEE Trans. Power Systems, vol. 26, no. 1, pp. 1088-1096, 2011.  
[112]  University of Washington, “Power Systems Test Case Archive,” online available: 
www.ee.washington.edu/research/pstca/. 
[113]  L. Cai-hao and D. Xian-zhong, “A clustering validation based method for zone 
number determination in network partitioning for voltage contro,” in 39th 
International UPEC, Bristol, 2004.  
152 
 
[114]  T. Guo and J. Milanovic, “Probabilistic framework for assessing the accuracy of 
data mining tool for online prediction of transient stability,” IEEE Trans. Power 
Systems, vol. 29, no. 1, pp. 377-385, 2014.  
[115]  S. McArthur, P. Taylor, G. Ault, J. King, D. Athanasiadis, V. Alimisis and M. 
Czaplewski, “The Autonomic Power System - Network operation and control 
beyond smart grids,” in 3rd Innovative Smart Grid Technologies (ISGT Europe), 
Berlin, 2012.  
[116]  V. Alimisis, C. Piacentini and P. Taylor, “Zoning reconfiguration for coordinated 
voltage regulation in future transmission grids,” in ISGT North America, 
Washington DC, 2015.  
[117]  S. Ghosh and S. K. Dubey, “Comparative analysis of k-means and fuzzy c-means 
algorithms,” IJACSA International Journal of Advanced Computer Science and 
Applications, vol. 4, no. 4, pp. 35-39, 2013.  
[118]  J. Parker and L. Hall, “Accelerating Fuzzy-C Means Using an Estimated 
Subsample Size,” IEEE Trans. on Fuzzy Systems, vol. 22, no. 5, pp. 1229-1244, 
2014.  
[119]  S. Eschrich, J. Ke, L. Hall and D. Goldgof, “Fast accurate fuzzy clustering through 
data reduction,” IEEE Trans. on Fuzzy Systems, vol. 11, no. 2, pp. 262-270, 2003.  
[120]  M. Eremia and M. Shahidehpour, Handbook of electrical power system dynamics: 
Modeling, stability and control, Wiley - IEEE Press, 2013.  
[121]  R. Balanathan, N. Pahalawaththa, U. Annakkage and P. Sharp, “Undervoltage load 
shedding to avoid voltage instability,” Generation, Transmission and Distribution, 
IEE Proceedings, vol. 145, no. 2, pp. 175-181, 1998.  
[122]  C. Mozina, “Undervoltage Load Shedding,” in 60th Annual Conference for 
Protective Relay Engineers, College Station, TX, 2007.  
[123]  G. Rogers, Power System Oscillations, MA, USA: Kluwer, 2000.  
[124]  B. Pal and B. Chaudhuri, Robust Control in Power Systems, NY, USA: Springer 
Science & Business Media, 2005.  
153 
 
[125]  J. Bialek, “Are blackout contagious?,” Power Engineer, pp. 10-13, January 2003.  
[126]  E. Davidson, M. Dolan, G. Ault and S. McArthur, “AuRA-NMS:An Autonomous 
Regional Active Network Management System for EDF energy and SP energy 
networks,” in IEEE Power and Energy Society General Meeting, Minneapolis, 
2010.  
[127]  M. Larsson, “Coordinated Voltage Control in Electric Power Systems,” Ph.D. 
thesis Lund Uniersity, Sweden, 2001. 
[128]  H. Wang, “Multi-agent co-ordination for the secondary voltage control in power-
system contingencies,” Generation, Transmission and Distribution, IEE 
Proceedings, vol. 148, no. 1, pp. 61-66, 2001.  
[129]  A. Keane, L. Ochoa, E. Vittal, C. Dent and G. Harrison, “Enhanced Utilization of 
Voltage Control Resources With Distributed Generation,” IEEE Trans. on Power 
Systems, vol. 26, no. 1, pp. 252-260, 2011.  
[130]  A. Kulmala, S. Repo and P. Järventausta, “Coordinated Voltage Control in 
Distribution Networks Including Several Distributed Energy Resources,” IEEE 
Trans. on Smart Grid, vol. 5, no. 4, pp. 2010-2020, 2014.  
[131]  C. Piacentini, V. Alimisis, M. Fox and D. Long, “Combining a temporal planner 
with an external solver for the power balancing problem in an electricity network,” 
in Proccedings of the 23rd ICAPS, Rome, 2013.  
[132]  A. Coles, M. Fox, D. Long and A. Smith, “Planning with problems requiring 
temporal coordination,” in 23rd AAAI Conference on Artificial Intelligence, 
Chicago, 2008.  
[133]  C. Piacentini, V. Alimisis, M. Fox and D. Long, “Metric temporal planning for 
AC voltage control,” Artificial Intelligence Journal, p. (to appear), 2015.  
[134]  M. Fox and D. Long, “An extension to PDDL for expressing temporal planning 
domains,” Jounral of Artificial Intelligence, vol. 20, pp. 61-124, 2003.  
[135]  National Grid, “www.nationalgrid.com/uk/Electricity/Data/Demand+Data,” 
National Grid UK, 2012. 
154 
 
[136]  S. Koishikawa, S.Ohsaka, M. Suzuki, T. Michigami and M. Akimoto, “Advanced 
control of reactive power supply enhancing voltage stability of a bulk power 
transmission system and a new scheme of monitor on voltage security,” in CIGRE, 
paper 38/39-01, 1990.  
[137]  Q. Guo, H. Sun, J. Tong, M. Zhang, B. Wang and B. Zhang, “Study of system-
wide automatic voltage control on PJM system,” in Power and Energy Society 
General Meeting IEEE, Minneapolis, 2010.  
[138]  J. L. Sancha, J. L. Fernandez, A. Cortes and J. T. Abarca, “Secondary voltage 
control: Analysis, solutions and simulation results for the Spanish transmission 
system,” IEEE Trans. Power Systems, vol. 11, no. 2, pp. 630-638, 1996.  
[139]  F. F. Wu, K. Moslehi and A. Bose, “Power system control centers: Past, present, 
and future,” Proc. IEEE, vol. 93, no. 11, pp. 1890-1908, 2005.  
[140]  H. Mehrjerdi, S. Lefebvre, M. Saad and D. Asber, “Coordinated control strategy 
considering effect of neighborhood compensation for voltage improvement in 
transmission systems,” IEEE Trans. Power Systems, vol. 28, no. 4, pp. 4507-4515, 
2013.  
[141]  S. Corsi, “Wide area voltage protection,” IET Gen.Trans.& Distrib., vol. 4, no. 10, 
pp. 1164-1179, 2010.  
 
 
